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APPENDIX A

ELECTRICAL POWER GENERATION REQUIREMENTS
AND BACKGROUND

A, INTRODUCTION

Our society is expressing an increasing awareness and concern over the
implications of emerging limitations in energy resources, and the current and
potential environmental impact of fossgil fuel and nuclear energy conversion
technologies. Additionally, our Nations's ever-increasing demand for elec-
trical power in virtually every aspect of energy use has led to an attractive

market for new, more efficient methods of power generation.

To meet the needs of new projected electric power generation capacity in
a timely manner, an analysis of power system requirements is necessary.
Generation alternatives must be considered in terms of cost, public acceptance,
and environmental impact, based upon current state-of-the-art and anticipated
near-term advancements in component performance and technology develop-
ments. In supporting the selection of the most-favorable or least-impacting

alternative, an adequate source of baseline data is required.

In order to provide an adequate basis for comparison of candidate
alternate systems with LMMHD and to provide background information for
the reader who is not closely associated with the power field, a review of
potential utility power generation requirements and characteristics was conducted,
Requirements and characteristics were defined in terms of energy requirements
and electrical load characteristics., In addition, background information is

provided as a foundation for the study.

In developing background information it was recognized that there is a
need for a national power policy, site selection procedures, intensified research
and development, satisfaction of environmental standards, meeting of financial

obligations, while providing adequate quality service. Topics sketched briefly

A-1
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here include: the structure of the industry, number and size of plants,
environmental restrictions, siting constraints, financing, and research and
development needs and trends. In providing background information it is
recognized that the electrical power field is a vast subject which cannot be
described adequately in a study of this type; and no attempt is made to do so.
Instead, sufficient information is provided so that the study can proceed with

the evaluation of the LMMHD topping cycle system.
B, ENERGY REQUIREMENTS

Energy consumption in the United States is predicted to continue to
increase dramatically. Electrical power consumption is estimated to increase
even more rapidly than the total energy consumption, This fact indicates the
need to consider the application of new power generation alternatives so that
material resources can be preserved, the environment protected and reasonable

power costs achieved,

To provide a basis for comparing LMMHD with other alternatives for
producing future electrical power, predicted energy and power requirements
have been accumulated from various references and summarized in this section,
Also included are predictions of the types of plants and fuel to be used. This
will enable prediction of the impact any advanced systems will have on the

total power gener ation,

There have been several predictions of energy consumption (Refs. A-1 to
A-4), References A-1 and A-2 present annual increases in total energy demand
of 3.5% and 4. 2%, respectively., Specific U.S. energy consumption projections

from Reference A-1 are as given in Table A-1.

The annual electrical energy demand rate of increase has been estimated
in Refs, A-1 to A-4 to vary between 6% and 8%, Figure A-1, from Ref. A-4,
shows a prediction of the electric utility energy requirements. The U. S,
electrical power generation demand is shown in Fig. A-2 for the various types
of power plants, This prediction is from Ref. A-1 and is in fairly good agree-

ment with the projections shown in Fig., A-1. The breakdown of the fossil fuels

A-2
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Table A-1. U.S, Energy consumption projection {Ref. A-1)

Year Total Clon‘sumpti'on
(Quadrillion BTU}

1970 68.8

1975 88.6

1985 133.4

2000 191.6

shown in Fig. A-2 is extracted from data from Ref, A-4 which also describes
the factors influencing the rapid growth projections in electrical energy from

nuclear sources.

Reference A-1 projects the requirements for fossil fuels as shown in
Table A-2, These projections are based on forecasts by the Federal Power
Commission and the Atomic Energy Commission, They consider the fact that

utilities no longer rely only on the most economical fuel, but take into account

factors such as

1) Environmental restrictions.

2} The short supply of natural gas.

3) The limited development of coal mining due to several factors
such as the prospect of nuclear energy growth and more stringent
health laws.,

4) Decreased availability of domestic oil,

5) Decreased availability of refinery products.

Nuclear generating capacity has also been predicted in Ref., A-1 for
various types of plants as shown in Table A-3, It shows the dominant position
to be taken by breeder reactors during the latter part of the century. This
LMMHD applications study considers primarily the period through 1990, during

which time the breeder reactors will play only a minor role.
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Fig. A-2. U.S. Electric power
generation demand
(Refs. A-1 and A-4)
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Table A-2, Electrical energy fossil fuel requirements (Ref. A-1)

Year
Fuel
1970 1975 1985 2000

Coal;

Millions of tons 326 407 535 680

Trillions of BTU 7,824 9,750 12, 800 18,720
QOil:

Millions of barrels 362 400 450 140

Trillion BTU 2,263 2,520 2, 830 880
Natural Gas:

Trillion cubic feet 3.9 4,0 4,2 4,0

Trillion BTU 4,025 4,130 4,340 4,130

Table A-3. Nuclear generating capacity (Ref, A-1)}
{Thousands of Megawatts)

Nuclear Plant Type

Year LWR HTGR % Breeders Total
1970 7 S L ea- 7
1980 145 3 --- 148
1390 371 62 14 447
2000 34 Bk ek 181 374 903

*IL,WR = Light Water Reactor,
#*HTGR = High Temperature Gas-Cooled Reactor,

2%k The decrease from 1990 is not explained in Ref, A-1,
The lifetime of the LWR plants would probably permit
equivalent production in the year 2000 or in 1990;
however, LWR's may be phased out in favor of
breeders to conserve fuel,
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United States fuel mineral requirements and resources for the 1970-1985
period were summarized in Ref, A-1, and repeated here in Table A-4, Note
the difference between requirements and known reserves for petroleum,
natural gas and uranium. This difference between requirements and known
reserves is the basis for the predicted growing energy crisis, Even the
additional potential economic resources are not large. Additional submarginal

resources are substantial, but the capability to utilize them is uncertain.
C. ELECTRICAL LOAD CHARACTERISTICS

Wide variations in daily and seasonal electric loads result from differing
energy consumptions by commercial, residential and industrial customers and
their different cycles of need, Thesge variations, in turn, result in different
types of plants having different load and start-up requirements. Some infor-
mation is presented here illustrating electrical load characteristics to aid in

defining the prefered applications of LMMHD,

System loads peak during week days and fall off during weekends. Diurnal
peaks are typically achieved during midday, Daily loads have changed recently,
however, due to increased use of air conditioning in the summer and space
heating in the winter. Typical weekly and monthly patterns of electrical loads
are shown in Figs., A-3 and A-4 from Ref. A-4, Note the daily peak loads in
Fig. A-3 and the seasonal peak loads in Fig. A-4., In Fig. A-4 the South
Central region peak load is in the summer, whereas the West region has a

more even load distribution with smaller peaks in summer and winter,

This varying load requirement results in the need for three types of plant

operation (see Fig. A-3):

1) Base load plants.
2) Swing plants.
3) Peaking plants.

Base load plants operate at full capacity at all times; swing plants operate
at all times under varying load conditions; and peaking plants operate inter-
mittently to meet peak load requirements. Because the LMMEHD system is

difficult to stop and start, it is most applicable to base loading plants. It is

A-6
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Table A-4. TUnited States fuel mineral requirements and resources {Ref, A-1)
1970 - 1985 {Cumulative)
Additional Additional
. - Known Potential .
Item Reguirements* . Submarginal
Reserves:: Economic %
e Resources
Resources*
1. Petroleum Liquids 0.65 0. 26 2.7 14, o%*
(Crude o1l and natural
gas liquids)
2. Natural gas 0. 45 0.30 2.1 4, 5%k
3. Coal 0. 27 4, 80 3.0 25,0
4, Uranium 0. 20 0.17 0.43 475.0
5. 0il shale - -- -- 80.0
6. Thorium -- -- -- 550, 0

18

*Data expressed in units, times 10~ BTU,
*¥Includes an estimate for the U.S, continental slope.

65-0021
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possible to follow load variations with an LMMHD/steam plant; thus, the system

could also be applied as a swing plant.

D. STRUCTURE OF THE INDUSTRY

Developers of new technology for the utility industry need to understand
the structure of that industry to effectively infuse it with their technology
improvements., The electrical utility industry in the United States includes
3500 systems of varying size, range of function and type of ownership. The
ownership includes investor-owned companies, non-Federal public (local
government-operated) companies, cooperatives and Federal agencies as

follows (Ref. A-4),

o hi No. of Systems % Power
wnersmp (1968) Generated
@ Investor-owned 405 77
® Public Non-Federal 2075 11
® Rural Electrification 560 1
Administration Cooperatives
® Federal 5 11

This unique and diverse system has large systems which provide all
functions, i.e., generation, transmission and distribution, as well as smaller

organizations which provide only distribution,

Trends in the industrial structure are the following., The number of
investor-owned companies are declining as are public-owned non-Federal systems
to a lesser degree. With the total number of systems declining, the trend is
toward larger and fewer electrical generation organizations to meet the challen-
ges of electrical growth requirements and technological advances. At the same
time there is an increase in the number of organizations involved in distribution
only. This indicates a general trend toward concentration in electrical generation,
while distribution, customer service, and marketing may continue to be provided

by separate, smaller, decentralized companies. Manufacturers which provide

A-10
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the utility companies with components and systems have typically taken the lead
in providing product improvement, There is a trend, however, with the for-
mation of the Electric Power Research Institute, for power companies to

combine their resources to provide for system improvement,
E, SIZE AND NUMBER OF PLANTS

Projected plant size must be known to form the basis for comparing
LMMHD with other candidate systems. Also, the projected number and type
of plants is required to estimate amortized research and development costs
and potential future cost savings for advanced systems. The projected size
and numbers of plants is given as follows., The power generation mix by
various energy sources was shown in Fig., A-2. The increasing dependence on
nuclear energy sources is apparent, although fossil fuel sources, particularly

coal, are also shown to increase,

Tables A-2 and A-3 give projected fossil fuel and nuclear power regquire-
ments. The number and size of plants recently constructed are shown in
Table A-5 from Ref. A-3, The increasing electrical demands will require
plant construction as shown in Table A-6 (Ref. A-5). The U.S. is expected to
continue to build fossil-fueled generating plants over the next two decades at a
rate consistent with those experienced in the 1965-1970 era. Nuclear-fueled
plant construction is expected to increase rapidly and approach 35 new 1000 MWe
nuclear units per year between 1980-1990, The attendant requirements for
nuclear plant sites and demands for high-voltage transmission lines and routing

are also illustrated in Table A-6.

Also, over the next two decades the Federal Power Commission projects
the need for 300 electric power plant sites and the construction thereon of 300
generating stations with an average capacity of 3,000 MWe each, Additionally,

some 7 million acres of new land will be needed for electric energy transmission.
The trend is toward large plants to capitalize on the economy of scale.
However, in no circumstance will the single station output exceed the 10-15% 7

reserve of the total network base load. Hence, a preponderance of joint ventures

A-11
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Table A-5. Number and size of electrical plants (Ref. A-3)
Size of Units Number of Units Constructed
MW) 1970 1971 1972
500 and over 19 32 35
200 - 499 14 13 16
100 - 199 9 9 4
4 - 99 16 14 10
Total 58 68 65
Table A-6. New plant forecasts (Ref. A-S)
Actual Estimated
1965-1970 1970-1980 1980-1990
Numbker of 1, 000 MWe Units
needed per year
Fossil-fueled 15 15 16
Nuclear-fueled 2 14 35
Number of nuclear sites 2 7 17
needed per year
Thousands of miles of
transmission lines needed
per year
< 200 KV 5 5
> 200 KV 5 5

A-12
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appear in the offing where several utility companies will share in the operation

of central stations.

For the purpose of the LMMHD study, plant size was assumed to be 1000

MW electrical output and the number of plants required is given in Table A-6,

I, ELECTRICAL POWER GENERATION AND THE ENVIRONMENT

There has recently developed in the country a greater awareness of the
need to preserve the environment. As a result, restrictions are being placed
upon electrical power generation and distribution. If the LMMHD system is to
be applicable to future power generation, it must be capable of meeting pro-
jected environmental standards and restrictions., Specific environmental

characteristics restricting the electrical power industry are

1) Air quality.

2) Water quality.

3) Radiation levels.

4) Land use,

5) Aesthetics (noise, appearance,. etc, ).

The effects the alternative systems have on the envirenment, compared
with LMMHD, have been summarized in Appendix B, Section F. Also, an
evaluation of the effects on the environment of an LMMHD/steam binary plant
is made in Appendix F, Section E, Siting considerations are also discussed

in the following section of this Appendix,

The Clean Air Quality Act Amendments of 1970 have placed restrictions
on fossil fuel-fired power generation with the following results: particulate
removal systems have been developed and implemented; the use of low sulfur
fuels have been emphasized; sulfur removal techniques are being developed;
modified combustion techniques and flue gas recirculation are used to reduce
nitrogen oxide formations; and nuclear power is being introduced to base loading

at a rapid rate,
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The primary effects of electrical power generation on water quality are:
heat addition, discharge of chemicals, and release of trace amounts of radio-
activity. Of these effects thermal pollution is the most significant. The ""once
through' cooling typically used produces about 1500 cfs flows for 1000 megawatt
fossil-fueled plants. The discharge is typically 10° to 30° warmer than the
inlet, mixes with the receiving body, and, depending upon local conditions,
often quickly reaches ambient temperature a few hundred yards from the dig-

charge.

Studies of the effect of warm-water discharge have also shown little
adverse effect on water quality when the discharge is properly controlled
(Ref, A-4). Nevertheless, the Water Quality Act of 1965 and the subsequent
Water Quality Criteria issued by the Federal Water Quality Administration
have established water quality requirements for power plants. The result is
that future plants will tend to have closed cycle water cooling systems, such as
cooling towers or ponds, with the attendant increase in cost, land use and

esthetic problems of plant design.

Radiocactivity released from nuclear power plants is regulated by the U.S.
Atomic Energy Commission, which also licenses the facilities. Standards for
radiation levels are now established by the Environmental Protection Agency.
These are set at 1% of the exposure established by the Federal radiation guide-
lines for the general public. Experience with nuclear power facilities has
shown little difficulty in compliance with the regulations, On the contrary,

nuclear-power -plant radiation has usually been lower than the allowed value.

The power industry uses large amounts of land, creating plant siting
problems, There has been a trend toward location of plants a considerable
distance from load centers, reducing land use conflicts but presenting problems
regarding land use rights-of-way for transmission, and the use of 'unspoiled
country' which some contest should be preserved. This subject is treated in

more detail in the following section.

The industry has made significant advances in improving the appearance

of plants and transmission lines, but much remains to be done. Particular
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emphasis should be placed on replacing overhead transmission lines with

underground installations, including the high-voltage transmission lines.
G. SITE CONSTRAINTS AND CONSIDERATIONS

Site constraints can influence future plant selection as well as location.
It is necessary to understand what impact this could have on LMMHD imple-

mentation, Therefore, the following background information is presented.

Systematic identification and commitment of power plant sites is based
upon a weighted ranking procedure that considers the effect of different
parameters in arriving at an overall ranking of various alternate sites. Site
constraints include the assessment of economic, geological, meteorological,
and environmental considerations which are all interrelated, For example, the
assessment of air pollution will involve an evaluation of site meteorology and

dispersion potential, and site remoteness,

Additionally, thermal pollution and waste disposal assessment will include
an evaluation based upon effects of thermal and waste discharges upon the water
supply as well as the disturbances inflicted upon the aquatic cornmunity,
Compatibility assessment of the site with the general area development plan
will also include the consideration of aesthetic factors and noise and population
proximity to nuclear plants., Community considerations include enhancement
or withdrawal of areas for recreation and the consideration of economic benefits

to the area arising from the installation of the unit.

In a recent study conducted by the Committee on Power Plant Siting for
the National Academy of Engineering, an analysis of electric energy needs and
power plant siting was conducted and resulted in the following conclusions

(Ref, A-b):

1) Utilities are currently faced with a chaotic situation with respect
to the availability of suitable and adequate fossil fuel supplies for
present and future generating stations., This situation greatly

compounds the difficulties of planning and siting new facilities.
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2)

5)

Since nuclear power plants discharge a minimum amount of air
pollutants, do not require nearby fuel sources or major fuel
handling facilities, can be made aesthetic-ally attractive, and
remove a minimum amount of land from public use, this mode of
generation will provide an ever-increasing percentage of future
electrical capé.city, providing there is an adequate source of
nuclear fuel,

Although not free from environmental impact, hydroelectric power
provides a means of generating electricity that causes little con-
taminants to be discharged into either the air or water environs,
(Nitrogen ingestion into the water due to the turbulence created has
been determined to kill fish. Control mechanisms are now being
investigated). Because of the limited availability of hydroelectric
sites in most parts of the United States and the large amount of land
required for reservoirs, however, this method of generation will
not provide a major portion of future electrical requirements.
Pumped storage hydroelectric plants provide an effective means

for utilities to maximize use of existing generating facilities to
meet peak load demands. Due to the large amount of land required
for reservoirs and the inability of these systems to operate without
receiving energy from other generation facilities, pumped storage
plants will provide only a small portion of future electrical capacity.
Technology exists for extra high voltage transmission for both
alternating and direct current, which allows for great flexibility

in generating plant location, including remote siting. The principal
noneconomic constraint in the development of such transmission is
public reaction to the presence and appearance of these facilities.
There is high probability of achieving solutions to the sulfur dioxide
problem within the next decade by fuel desulfurization and flue gas
scrubbing systems, Development of two-stage combustion has
demonstrated that the production of nitrogen oxides may be reduced
to approximately 50 to 25 percent of previous levels in many large
fossil boilers, depending upon the boiler design or fuel being used.

New techniques that will allow significant reductions of nitrogen
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oxide emissions have not yet been developed. Ilence, the siting of
new fossil plants or expanding existing plants in a number of large
cities will be precluded.

7) All steam generating facilities reject heat into the atmosphere.
Condenser cooling water discharged into another body of water
transfers heat to the atmosphere by evaporation, radiation, con-
vection, and conduction. When cooling towers are employed, heat
is rejected directly to the atmosphere primarily by evaporation in
wet cooling towers or by convection in dry cooling towers. Each
type of system has its environmental advantages and disadvantages
which must be thoroughly investigated before deciding which method
of cooling should be employed at a particular generating site,

8) Electrical generating facilities and their associated transmission
and distribution systems require significant amounts of land. When
constructing such facilities, efforts must be made to make them as
compatible as possible with surrounding structures and land areas.

9 As a result of the increased concern for the environment by local,
state, and federal governments, a great amount of new legislation
is being considered. It is important that any such legislation
reduce to the maximum extent possible the difficult task of securing
permits, licenses, and approval from the many agencies, boards,
and districts at all government levels, and approach as closely as
feagible a one-stop review process to consider the public interest

as a whole.

Inasmuch as the site considerations are general in nature, it is imperative
that the utilities select sites with the greatest adaptability to a number of
alternative power generation modes in order to maximize the probability of

future site development.
H. FINANCING ELECTRICAL INDUSTRY GROWTH
Financing new concepts is one of the most serious obstacles to their

development and commercialization. The following paragraphs give background

information on the present and future financial outlook,
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The capital ocutlays required by the electrical industry in the 1970-1990
period have been estimated (Ref, A-4) to be of the order of $400 to $500 billion,
at 1970 prices. Based on the present pattern of financing it is estimated that 40%
will be provided by internal sources, mainly through depreciation accruals and
retained earnings; and 60% will be obtained competitively in the capital market.

The primary source of external funding will be through the sale of bonds.

The past record of successful financing and reasonable returns on

investment indicates that there have been no great difficulties in providing
adequate financing. Timing of the financing with construction will require
continued close consideration to avoid delayed construction and thus potential
supply problems, Thus far there have been no such significant financing
problems. ''The further ability of the industry to finance its growing require-
ments for new capital on schedule and on acceptable terms will depend largely

on how well it will be able to compete with other borrowers of capital' (Ref, A-4),

Rescarch and development (R and D) goals have been set forth in Ref, A-7.
Methods of financing the R&D required to achieve the established goals is

currently being studied, Some observations can be made now, however.

1) There will be a need to increase present funding for R&D to
accomplish the established goals.,

2) Because the manufacturing industry is so diverse, it may not
provide substantial increases.

3) Government funding is growing and will probably continue to
grow for some time.

4) The utilities can be expected to increase participation through
some form of increased combined commitment. The formation
of the Electric Power Research Institute is an example of this

trend.

1. RESEARCH AND DEVELOPMENT NEEDS AND TRENDS

Research and development (R&D) goals for the period through 2000 were
established by the Electric Research Council in Ref, A-7. Many factors were

A-18



1200-59

considered in setting the goals including needs, costs, priorities for a balanced
program, etc. However, these R&D goals were esta_l.blished without a detailed
examination of LMMHD applications, The following presents the current out-
look for R&D goals as given in Ref, A-7 with comments regarding the priority
of LMMHD based upon the analysis herein,

Since energy conversion is the primary consideration of this study, the

specific goals of Ref, A-7 for energy conversion are given as follows:

1) Establish nuclear breeder reactors as being commercially
available for purchase by the mid 1980's for central station
baseload applications.

2) Improve present methods of generation in efficiency, reliability,
and environmental impact. Continue development of gas turbine-
steam combined cycle.

3) Establish scientific feasibility of nuclear fusion within 5 to 8 years
and make it commercially available for purchase by the mid 1990's
for central station base-load applications.

4} Establish gasified coal fuel as economically available for gas
turbines, MHD and conventional boilers by 1975. Continue re-
search on other methods of fuel preparation such as hydrogen
production and solvent processing,

5) Establish open cycle MHD as being commercially available for
purchase by the mid 1980's, using gas, oil, coal, or coal derived
fuel, for central station base-load applications topping either
steam or gas turbines, KEstablish the MHD portion of these combined
cycle plants for peaking and emergency power requirements,

6) Establish fuel cells in the 10-20 MW size range as being
commercially available for purchase by the late 1970's for sub-
station application, fueled by natural gas, hydrogen, or fuels
derived from coal or oil.

7) Continue research on high energy bulk storage batteries for
peaking purposes,

8) Continue R&D for unconventional cycles such as potassium-steam
binary cycle and Feher CC)2 cycle. Continue research on thermionics

for topping nuclear and fossil generating plants,
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9) Proceed with additional research on solar energy at a moderate

funding level,

10) Continue basic research for new methods of energy conversion, "'

Table A-7 shows the priorities and annual costs for each of the
recommended energy conversion programs, Note that whereas LMMHD is not
mentioned in the specific goals, it is listed in Table A-7 as a fourth priority
item., Also, LMMHD is mentioned as a prime candidate as a topping cycle for
the nuclear fusion system, goal 3 above, Based upon the results of the analysis
herein, which indicates a favorable comparison of LMMHD with other systems,
it would seem that LMMHD should receive a higher priority. The priorities

are as follows:

"Priority 1 - Critically important: projects having an indispensable
effect on all of our goals, which by their nature must receive first
attention,

Priority 2 - Very important: projects having a somewhat less intense
impact; but which nevertheless must be included in any meaningful R&D
program,

Priority 3 - Important: projects of significance to future planning and
continuing operations,

Priority 4 - Desirable: other projects which are useful to accomplish

stated goals. "

Note that only projects in priority 1 have been allocated sufficient funds
to assure development for commercial applications. Funds allocated for other
projects should allow demonstration of the concepts, but will not be sufficient

to provide a marketable product without additional funding,

In setting specific R&D goals, the task force was guided by the following

principles:

"y Aggressively pursue a balanced R&D program that will keep
energy conversion options open. Opportunities for short term

benefits to the industry and the public cannot be passed by in

A-20



1e-v

Table A-7., Energy conversion R&D summary of costs to utilities,
manufacturers and government (Ref, A-T)
{Mitlions of 1971 Dollars)
193 1986 1991
Priority | Project 1972 1973 1974 1976 1976 1977 1978 1979 1980 1935 1830 2000 TOTALS
1 Breeders 250 340 369 427 432 476 415 331 208 500 250 200 4,108
Fusion 50 50 95 119 135 160 170 215 245  L6OQ 1,000 1,000 4,210
Present Methods 165 180 195 210 225 240 255 270 286 1650 2,025 5,175 10,179
Fue! Processing _ 8 _10 g0 b 10 8 2 _2 2 5 ] 15
Subtotal 473 500 G69 762 802 832 842 818 740 1,155 3,230 6,375 19,323
2 MHD — Open Cyele 42 44 a7 95 16.2 14.4 50 45 100 120.0  25.0 - 2379
Fuel Cells 6.5 8.0 4.0 4.0 3.0 2.0 2.0 2.0 20 5.0 - - 33.5
Bulk Energy Storage ﬂ]- ﬂi_ . E! 8.0 ﬂ ﬂ]_ 5.0 50 5.0 50 100 - G3.0
Subtotal 15.7 174 14.7 19.5 232 204 120 1.8 370 1300  35.0 - 3354
3 Unconventional
Cycles 6.0 6.0 3.0 9.0 8.0 4.5 3.0 3.0 3.0 15 - - 57.0
4 Solar Energy
Conversion 3.0 30 40 40 4.0 8.0 10.0 15.0 17.0 45.0 30.0 250 168.0
MHD-Liquid Metal 0.3 0.8 0.8 1.0 1.0 2.0 20 5.0 5.0 10.0 5.0 - 329
MHO-Closed Cycle 1.0 1.0 1.0 15 1.5 2.0 20 2.5 2.5 25.0 450 30.0 1150
Thermionics 1 1 20 20 W 30 20 20 1 25 25 - 20
Subtotal 5.3 5.8 1.8 8.5 9.5 15.0 160 24.5 25.5 82.5 82.5 55.0 3319
TOTALS 500 619 701 793 841 922 873 - 857 805 3,375 3,338 6430 20119
Unassigned s 500 700 2000 3,200
Totals Including
Unassigned 500 619 M 799 841 922 873 857 éoe 3875 4,698 3,430

23,119
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2)

10}

anticipation of larger benefits in the longer run, no matter how
much greater the potential long-run benefits; nor can long term

R&D be sacrificed for short term gains. And in both the short and
long term there is need for alternatives. In neither the short term
nor the long term do we know of any single concept so promising

in every area of importance to the industry and the public that

it would justify scaling down alternative efforts,

Assure that there will be several competitive means of generating
electricity to provide choices to fit differing requirements, to
stimulate innovations by manufacturers, and to avoid excessive
dependence on one or two systems, or on designs which have

limited opportunity for substantial further improvement,

Direct research toward methods which do not place excessive
demand on our precious high grade natural fuel resources. Such
demand would cause not only instability of price and insecurity

of supply, but could also waste irreplaceable commeodities having
great value for uses other than fuel.

Make fossil fuels adaptable to more exotic power generation devices,
Improve power plant efficiency to conserve fuel, minimize waste
heat and keep power costs reasonable,

Improve reliability to minimize relquirements for backup capacity
and to assure continuity of service.

FProvide for the most economical mi;; of power generation methods,
.with consideration for peaking, intermediate and base load operations,
decentralized small generation and energy storage facilities,

Design future energy conversion systems with the aim of minimizing
transmission requirements to the extent possible.

Make most efficient use of plant sites by planning to install maximum
feasible capacity on each site.

Maintain flexibility to adjust priorities to fit changing conditions

and take advantage of emerging commercial technologies. '

The Electric Research Council has a task force studying the R&D financing

problem,

It has been recommended that the electric utility industry contri-

bution be increased to as much as $150 to $200 million per year, while

continuing the present levels of funding by federal, state and local governments.
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One of the more promising methods of raising the money in the private
Participating
This cost

sector is to have coordinate industry-wide commitments,
utilities would contribute an amount based on their level of sales.

could then be passed on to the consumer. The participating agency would then

be assured access to the results of the R&D.
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APPENDIX B

CHARACTERISTICS OF ALTERNATIVE SYSTEMS

A, INTRODUCTION

To establish the merit of LMMHD for applications to power generation,
it must be compared with alternate methods of producing power. The character-
istics of alternative power generation systems are presented in this Appendix,
The analyses were based primarily on available references and consultation with

experts in the field,

Power generation can be divided into several categories. System types
selected for comparison with LMMHD include: fossil-fuel steam plants, open
cycle plasma MHD /fossil fuel steam binary plants, potassium Rankine/fossil-
fuel steam binary plants, gas turbine/fos sil-fuel steam binary plants, light
water nuclear reactor plants, gas-cooled thermal nuclear reactor plants and
liquid metal fast breeder nuclear reactor"plants. A rationale for the elimination
of other power conversion methods is presented and a brief description of the

selected systems is provided.

For each of the selected systems the following characteristics have been

defined for the specified 1000 MW base load plants:

1) Efficiency and load factor,
2) Economic factors:
a) capital costs.
b) fuel costs,
c) operations and maintenance costs.

* 1) See Appendix A, paragraph E, for plant size discussions and the rationale
for selection of this value.

2} For convenience the LMMHD/steam system was designed (Appendix E) for
a 2500 MW heat input to the LMMHD cycle. This resulted in a total power
output of 1637 MW. Costs and environmental factors were then normalized
to 1000 MW for comparison with the alternative systems.

B-1
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3)

4)

Environmental factors:

a) Air pollution.
b) Thermal pollution.

c) Radioactive pollution.
Other characteristics:
a) L.ead time.

b) Availability date (if currently not developed).
c) Technology growth potential.

It was beyond the scope of this study to consider reliability, maintainability,

and safety.

B. ALTERNATIVE SYSTEM SELECTION RATIONALE

Figure B-1 shows the possible alternative systems which could have been

considered in this study. The solid lines indicate those systems which were con-

sidered;

the dotted lines indicate the systems not considered. The power gen-

eration systems compared with LMMHD/steam binary plants were the following:

1)
2)
3)
4)
5)
6)
7)
8)

Coal-fired steam plants.

QOil/gas-fired steam plants.

Open cycle plasma MHD/fossil fuel steam binary plant.
Gas turbine/fossil fuel steam binary plant.

Potassium Rankine /fossil fuel steam binary plant.
Light water nuclear reactor (LWR) plants.

Gas-cooled thermal nuclear reactor {GCR) plants.

Liquid metal fast breeder nuclear reactor (LMFBR) plants.

The remaining possible systems have not heen considered for the reasons

given in the following paragraphs.
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There are advanced power conversion systems, which are in a similar

state of development as LMMHD.

1)

Closed cycle plasma MHD topping cycle — Closed cycle plasma MHD
permits non-equilibrium ionization to be established (using cesium-
seeded argon), allowing much greater gas conductivity and MHD
action at lower temperatures (1500°F to 3000° F) than for the open

cycle plasma MHD. However, work is still in the very early stages

and scaling up early results has yet to be successfully demonstrated.

For this reason and because of the limited scope of the study,

closed cycle plasma MHD is not considered further in this study.

Thermionic topping cycle — Thermionic conversion is being developed

for space applications, but as yet its use as a major utility power
source has not been economically demonstrated, The scale-up

for the large-scale power generation is considered feasible, but
funding to carry out the required research and development is
currently lacking. It operates at higher temperatures than LMMHD
and may be applicable to a ternary plant (Refs. B-8 and B-17).

Other advanced power generation systems which were not considered in

the comparison, since their probable commercial development is beyond the

period (to 1990} considered in this study, include the following:

1)

2}

Nuclear fusion plants - The feasibility of controlled nuclear fusion
has not been demonstrated. The advanced experiments have not yet
demonstrated the simultaneous achievement of the required plasma
density, plasma temperature, and confinement time necessary for a
practical fusion reactor {Ref, B-17), Although not addressed in
detail in this report, the application of LMMHD as a topping cycle
to a nuclear fusion plant is a promising application {(Ref. B-14),

The fusion system would have high enough source temperatures,

and lithium, required by the LMMHD System, is used as a coolant,

Fuel cell plants - Although demonstrated as small units, fuel cells

are considered to be uneconomical for large power generation systems

(Refs. B-1, B-5, and B-17).

B-4
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3) Solar energy plants - Solar powered systems developed thus far
have been small-scale and not applicable to efficient and economic
large-~scale electric power generation. Ground based systems
require large areas, high capital costs and the need for a low per-
centage of cloudy days. Space-borne systems, which beam to earth
power produced by solar cells, probably will not be developed
during the period considered in this study (Ref. B-5).

4) Gas-cooled fast breeder reactors and molten salt fast breeder
reactors - These systems are currently receiving secondary emphasis
by the AEC compared with the liquid metal fast breeder reactor
(LMRBR), and although they are considered competitive with the
LMFBR, their development will probably lag behind the LMFBR
and be beyond the period considered here (Ref. B-5).

5) Closed-cycle gas turbine - There is no indication that there is
sufficient interest in this system to indicate that it will be developed
for commercial application during the period considered in this
study,

6} All ternary plants - Many feasible ternary plants can be postulated,
including ones using LMMHD; however, their development would be

beyond the period considered.

Systems not to be considered in the comparison because of their geograph-

ical limitations are

1) Hydroelectric facilities.

2) Geothermal facilities.
Other systems not being considered in the comparison are the following:

1) Gas turbine base loading - Due to its relatively low efficiency and
small unit size, this system is presently being used primarily for
peaking plant operation which is not an application being considered

for LMMHD, It is anticipated that gas turbine efficiencies will be
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improved to allow it wider application; however, the gas turbine/
fossil fuel steam binary plant is considered a stronger competitor
for base loading plants and thus has been selected for .comparison
in this study.

2) Miscellaneous topping cycles/nuclear steam binary plants - Nuclear
reactor systems currently being designed and constructed have
gource temperatures too low for application of topping plants. If
advancements in nuclear reactor technology should provide higher
source temperatures, LMMHD could advantageously be applied to
reduce specific capital costs ($/kW) and increase plant efficiency.
This application and the application to nuclear fusion plants could
be as significant in the long run as the application of LMMHD as a
topping cycle to fossil fuel plants which is the primary consider-

ation of this report,
C. ALTERNATIVE SYSTEM DESCRIPTIONS

Brief descriptions of the alternative systems, selected in the foregoing

section for consideration in this study are as follows.
L. Fossil Fuel Steam Plants

Fossil-fuel plants utilizing the Rankine steam cycle have been the primary
electrical power producers in the past. Fossil-fuel steam plants may be divided
into three main categories by the fuel utilized: coal, gas, and oil. Although
the percentage of electrical production by fossil-fueled plants is predicted to
decrease from the present 80% to 35% in the year 2000 (see Appendix A), the
actual energy produced by this type of plant will be nearly doubled. With this
increase in fossil fuel usage, the nation's reserves, particularly of gas and oil,
are swiftly diminishing. Increased reliance on foreign oil is predicted and coal
usage may increase. No major changes, which might affect plant efficiency or
capital cost, are expected in fossil-fuel plant design during the period under

consideration in this study (through 1990), except in areas of pollution control
(Ref- B-l?)o
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2, Open Cycle Plasma MHD/Fossil-Fuel Steam Binary Plants

Plasma magnetoh.ydrodynamics (MHD) is a direct conversion method for
obtaining electrical energy, utilizing a heat source to produce a high velocity,
electrically conductive, gas stream which interacts with a magnetic field to
produce electrical power. Fossil-fuel combustion products, seeded with cesium
Or potassium are generally considered for the working fluid. Open cycle oper-
ation is the most likely near-term plasma MHD cycle to be developed (Ref. B-1}.
Plasma MHD requires heat source temperatures on the order of 4500°F with
Output temperatures typically 3500°F, Therefore, plasma MHD is generally
considered to be a topping unit for use with a steam bottoming plant. Because
of the need for extremely high temperatures for successful plasma MHD oper-
ation, most proposals consider coupling with fossil power plants rather than
nuclear plants, Nuclear plants with heat source temperatures high enough for

applications of plasma MHD as a topping cycle are far in the future.

Plasma MHD /fossil fuel binary plants are predicted to be capable of
thermal efficiencies of 50% or higher. The major technological problemé are:
achieving high levels of enthalpy extraction, long life insulating walls, durable
electrodes for plasma MHD generators, and pollution control. These problems
are currently being investigated in demonstration units now being operated,

Other problems listed in Ref. B-1 include coal combustion problems, require-
ments to improve generator efficiency and requirements to improve the predic-
tion of gas electrical conductivity (in order that the power output can be predicted

with accuracy).
3. Gas Turbine/Fossil-Fuel Steam Binary Plant

Whereas gas turbines for stationary power plants are presently restricted
primarily to peaking plant operation, combined gas turbine/fossil-fuel steam
plants are being offered for mid-range power applications (Westinghouse
Electric Corp., General Electric Company, Turbo Power and Marine Systems,
Inc., Turbodyne Corp., and Stone and Webster Engineering Corp. (Ref, B-2)).
Because of projected efficiency gains, the gas/turbine steam binary plant offers
the potential for extensive base plant operation. These efficiency increases are

predicted on the basis that gas turbine technology has not yet reached maturity,

B-7
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as has fossil-fuel steam technology, and, therefore, significant improvements
are possible. In particular, efficiency itnprovements are projected to be achieved
by increasing the compressor pressure ratio and turbine inlet temperature, The
latter is predicted to be achieved by the use of new and improved materials and
blade cooling (see Refs. B-1 and B-3 for a summary of the predicted technology

achievementsl.

There are several possible design variations for the gas turbine/steam
binary plant, but the variation which simply utilizes the gas turbine's waste
heat to produce steam is projected to be the most promising for future designs
(Ref., B-1)},

4, Potassium Rankine /Fossil-Fuel Steam Binary Plant

Liquid metal topping cycles using mercury have been operated in the past.

But as the steam cycle became more efficient (steam temperature increased)
mercury topping cycles became less desirable due to temperature limitations
of the working fluid, Potassium employed in a Rankine cycle overcomes the
temperature limitations of mercury and provides a viable option for future
toepping cycles. It would be preferred over cesium due to its lower cost. The
potassium Rankine topping cycle can be either retrofitted to existing steam
power plants or it can be built as a new installation. In either case, it can
achieve efficiencies which can be considered competitive with or greater than

the other binary plants considered in this study,

There has been considerable experience with components utilizing potas-
sium over the past ten years, particularly work conducted at the General Electric
Company and research at the Oak Ridge National Laboratory (Ref. B-4), If a
low temperature (1500° F) system were selected, there would be no significant-
materials problems anticipated in the development of the potassium turbine
piping system. Efficiencies for the system at these temperatures are predicted
to be about 45%, Stainless steel materials would be acceptable, Turbine blade
erosion, and the development of adequate seals are obstacles to overcome in the
development of this system. However, to achieve high efficiencies, new, advanced
materials would be required. The solution of these problems and the develop-
ment of these materials is a key element to the successful technological growth

of this system. B-5
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5. Light Water Nuclear Reactor (LWR) Plants

Nuclear power is just beginning to be a prominant factor in electrical
power generation., Light water reactors have been the most prevalent systems
utilized thus far, Light water reactors, which use water as a coolant and a
moderator, are of two basic types: pressurized water reactors {PWR) and

boiling water reactors (BWR),

In pressurized Wa,tef reactors (PWR), water is both the coolant and the
moderator. Water {(under extreme pressure so that steam cannot form) is
used in the primary circuit, where it absorbs heat generated by fission in the
fuel rods. The heated water is pumped from the reactor core to a heat exchanger,
where a secondary circuit {(containing water also) absorbs the heat to become
' steam, which in tufn is used to drive a turbogenerator. Boiling water reactors
{(BWR) use the same principles as a PWR except that in the BWR, the water is

allowed to boil.
6, Gas-Cooled Thermal Nuclear Reactor Plants

Another type of thermal reactor is a gas-cooled reactor. The advanced
helium cooled reactors will have temperatures and pressures equivalent to those
in fossil-fueled generators--about 25% mofe efficient than water cooled nuclear
reactor plants. Reduced heat discharge in the new system makes the reactor
more suitable for water-short areas than water-cooled units. Although gas-
cooled thermal reactors have seen only limited use in the past, {Philadelphia,
PA and Rt. St. Vrain, Colo.} they are being considered for implementation in
the California desert and in the Philadelphia, PA area. They may, therefore,

be employed increasingly in the future.

7. Liquid Metal Fast Breeder Nuclear Reactor {LMFBR) Plants

A reactor design important in the development of advanced reactors is the
sodium-cooled fast reactor. Its principle lies in the sodium's ability to absorb

the highest possible core temperature while remaining liquid over a wide tem-

perature range and not act as a moderator. Sodium is used in the primary
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coolant, but the system requires a secondary (or intermediate) coolant loop.
This is because sodium becomes highly radicactive in the reactor core, which

would contaminate the water in the steam circuit,

The breeder reactor converts useless isotopes of uranium or thorium
into rich fuels of U-233 or plutonium. The doubling time (the time to double
the amount of fuel present initially) is typically from eight to fifteen years.
Breeders could increase supplies of fissionable materials a hundred times over,
while supplying energy at costs equivalent to that of conventional reactor types.
FBR's, with their short doubling times could create enough fuel to last a
thousand vears. The greater fuel efficiencies counteract increased capital costs
to produce total power costs equivalent to current nuclear reactors. If fuel
cost escalation is considered, the LFMBR could show significant future cost
advantages. The LMFBR is receiving considerable attention and is predicted to
be available beginning in the period 1982-1986, which is toward the end of the

period considered in this studjr.

Problem areas to be resolved in the development of the liguid metal fast
breeder reactor (Ref. B-1) are: development of an adequate fuel element;
provision for core stability control (a safety issue}; transportation, processing,
etc. of the fuel elements which are more radicactive than those uséd now;
prevention of sodium leaks (a safety issue); and protection of fuel theft { a
national security issue), Note that there are several safety questions to be
resolved in the development of this concept. Construction of demonstration
units are planned to resolve these and other problems {(Ref. B-14)., Demonstra-
tion plants would be constructed beginning in 1972 with commercial availability

by 1986,

D, ALTERNATIVE SYSTEMS' PERFORMANCE - EFFICIENCIES
AND CAPACITY FACTORS

Efficiencies and capacity factors for the selected alternative systems are
presented in Table B-1. The sources for the data are also shown in the table.

The basis for the data presented are discussed as follows.
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Table B-1. Alternative system performance - efficiencies and load factors

Plant Efficiency (%)

Lpad Factor

. ’ Values Used Capacity | Full Load
Operating System (1000 -MW) Late '70s 1980s in the Avg.. Hrs.(ﬁn Factor Capacity
Analysis Line/Yr { %) Factor (%)
1. Fossil Fuel Steam Plant (4)
(Coal) ’ 40 42 40 6, 600 75 75
2. Fossil Fuel Steam Plant , (4)
(Oil/Gas) 40 42 40 ?, 600 63 80
3. QOpen Cycle Plasma MHD/
Fossil Fuel Steam Binary (1, 2) (5)
Plant - 50-60"" 50 -- 60 70
4, Gas Turbine/Fossil Fuel
Steam Binary Plant 451, 2.3) 52(2 3 48 5, 900 60t 75
5. Potassium Rankine/Fossil (3) (3) (5) 75
Fuel Stearn Binary Plant 45 51 48 T 60 (Coal-fired)
T75
(Oil-fired)
6. Light Water Nuclear
Reactor Plant 32(2) 33(2) 33 7, 100 got®) 80
7. Gas-Cooled Thermal
Nuclear Plant 39{2) 39(2) 39 - gol®) 80
8. Liguid Metal Fast Breeder (2) (6)
Reactor Plant - 40 40 - 80 80

NOTES:

1. Ref. B-5
2. Ref. B-1
3. Ref. B-3

4, Data from private communications.
5. Assumed to be the same as the gas turbine/steam binary plant.
6. Assumed to be the same as the light water nuclear reactor plant.
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1, Efficiencies

Efficiency predictions are shown in Table B-1 for the late 1970's and
1980's. Also shown are the efficiency values used in the study., The efficien-
cies given for fossil-fuel steam plants, light water nuclear reactor plants and
gas-cooled thermal nuclear reactor plants are reasonably accurate, based on

the references,

Efficiencies for advanced plants are not as easily predicted due to devel-
opmental uncertainties for these systems, The efficiencies used in the study
have been selected to represent reasonable and comparable values for the mid-
1980 period and do not necessarily represent the maximum values achievable,
The efficiency for the combined cycle gas turbine/steam binary plant have been
presented in several sources and is based on technology advancements from
the present. The prediction given is from Refs. B-1 and B-3. It is based on
reasonable advances from present technology (a turbine inlet temperature of
2400°F), but does not represent the maximum achievable, References B-1
and B-5 were the sources for efficiencies estimated for the open cycle plasma
MHD/steam binary plant. The lower end of the predicted efficiency range was
selected for use in this study due to the difficult technology problems which
must be overcome to develop the plasma MHD concept. (Lower values were
also selected for LMMHD for similar reasons.) References B-3 and B-4
were the source for the potassium Rankine/steam binary plant data, The
efficiency for the late 1970's corresponds to a low temperature system using
available materials; the 1980 value is a maximum value for a high temperature
system using advanced materials. The selected efficiency for use in this study
is an average of the two and is representative of liquid metal temperatures
assumed for the LMMHD system and achievable by the potassium Rankine/steam
system, Reference B-5 was the source for the liquid metal fast breeder reactor

plant efficiencies.

It was assumed that the open cycle plasma MHD/steam binary plant and
the liquid metal fast breeder reactor plant would not be developed for commer-
cial operation before the 1980's, The potassium Rankine/steam binary plant
may not be available for the -1-9-80!5, but the low temperature (1500°F) system
could be developed by the late 1970's, given sufficient funding.
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REME-

I M(Q?%‘P.%?"W Factors

ey dea oo

~ The capacity factors shown in Table B-1 are based on data from private
conlrﬁunications with industry, and were assumed to be the same for the late
1970's and 1980's. They were generated on the basis that coal-fired fossil fuel
and nuclear plants operate at 100% load when on line, and that oil/gas-fired
fossil fuel plants and combined cycle gas turbine/steam plants are swing plants
which do not operate at full load all of the time they are on line. Oil/gas and gas
turbine combined cycle plants have the ability to follow sharp changes in load
faster than other unit types and thus are suited to swing plant operation. In addi-
tion, fuel costs are such that these plants can only be justified when operated at

s

a lower capacity factor,

Average hours on line/year and capacity factors were not available for
the other four selected systems. The two advanced binary systems were
assumed to have capacity factors the same as the combined cycle gas turbine/
steam binary cycle. However, it is possible that the plasma MHD/steam system
would have a lower capacity factor due to maintenance resulting from the high
temperature corrosive environment. It has been estimated, for example, that
the plasma MHD channel would have to be replaced monthly. The two nuclear
plants for which data were unavailable were assumed to have capacity factors

the,same as the light water nuclear reactor plant.

. Comparisons of LMMHD with the alternative systems were made assuming
that all plants operate at full load. The full load capacity factors assumed for
that comparison are shown in the last column of Table B-1. Note that the plasmal
MHD system is again considered lower than cther systems due to the mainten-
ance requirements. By using the influence coefficients given in the following

section it is possible to compare systermns under varying operational assumptions.
E, ALTERNATIVE SYSTEMS' COSTS

Costs have been developed for the alternative systems., Since the study is
limited to comparison of generation systems, only generation costs are pre-
. sented, Therefore, transmission costs, administration costs, etc. are not in-

cluded. System generation costs for the selected alternative systems were
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developed for the categories: capital costs, fuel costs, and operations and
maintenance costs. Since there is a wide variation in costs dependent upon
region, design, and other factors, nominal costs have been selected for the
Southern Pacific Coast-Southwestern United States region. Costs for all sys-
tems are based on projected 1980 costs. Some advanced systemns will not be
available by 1980, However, costs are available for these systems and have
been normalized to 1980. In all cases the sources of the costs are listed and
the reasoning behind modifications of the source data are given. The general
cost study which follows includes an analysis based on nominal costs and other
factors and presentation of influence coefficients which permit variation of
these parameters. The analysis was based on nominal costs and influence
coefficients rather thaﬂ consideration of parametric variations due to the num-
ber of parameters to be considered and the difficulty in displaying the variation,

Also, scenarios of possible future fuel restrictions were considered,
1. Capital and Fixed Costs

Nominal specific capital costs are shown in Table B-2 for the selected
1000 MW alternative systems. The capital costs for coal-fired steam, oil/gas-
fired steam and light water reactor plants were available from several sources
listed in the notes of Table B-2, The data from these various sources were
adjusted to arrive at the nominal 1980 values shown, These are gslightly lower

than the projections of Ref. B-16.

Cost data for advanced power géneration plants were not readily available,
And since the scope of this study did not permit detailed evaluations of the costs
that were available they are subject to greater error than the conventional power

plant costs given,

Open cycle plasma MHD/fossil fuel steam costs were given in Reference
B-19 as $100 to $120/kW for a first-generation plant. The specific capital cost
used in the analysis was $110/kW, 1968 costs. This cost was escalated at 5%
per year, as practiced for all other systems. The binary system cost was
determined using the same method used for the LMMHD/steam plant given in
Appendix F, paragraph D-3._ This gave a 1980 specific capital cost of $300/kW.

In Ref. B-5 plasma MHD costs were developed for each major component of the
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Table B-2. Alternative system capital and fixed costs
‘ (1000 MW plants; reference year 1980)

3. Ref, B-2 data escalated at 5% year to 1940,

4. Ref. B-3 plasma MHD data used to calculate binary capital cost as in Appendix F,

Paragraph D-3.

5. Ref, B-19 potassium Rankine system data used to calculate binary capital cost as in Appendix F, Paragraph D-3,

Open Cycle . Potassium Light Gas-Cooled P
) t Coal-Fired Qil/Gas- Plasma MHD/ G}:as T'Lir;mel/ Rankine/ Water Thermal E{";qug Me;:;
arameter Steam Fired Steam | Fossil-Fuel O851l-tue Fossgil-Fuel | Nuclear Nuclear st bree
Steam Reactor
Steam Steam Reactor Reactor
Capital Cost, $/kW 320l 2301 350005 2701 3 325 (Coal)! M| 400!V} a00'® 50012
. (Dist, oil} 260 (0il)
Financial Charges, %/Yr 15 15 15 15 L5 15 15 15
Capacity Factor, % 75 80 70 75 75 (Coal} a0 280 80
T7. 5 (Qil)
Fixed Casts, Mill/kWh 7.3 4.9 7.4 6.3 7.4 (Coal) 8.6 8.6 10,7
5.7 (0il)
NOTES:
l. Refs. B-§, B-7 and B-8 and data from private communications.
2, Ref. B-5 data scaled consistent with data from sources in Note 1.
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MHD system and then total plant costs were derived. However, considering
capital costs currently projected for future power plants, the costs presented
were low, and did not take into account recent rapid co.st increases. Therefore,
it was not possible to use the component costs given in Ref, B-5 to calculate
plasma MHD/fossil fuel steam plant costs, The reference did show, however,
that the projected plasma MHD/fossil fuel steam plant costs were 15% more than
the conventional coal-fired steam plant, Thus, the capital costs used in the
study, which are lower than conventional steam plants, are considered to be

favorable to the plasmma MHD system.

Gas turbine/steam binary plant costs were available from several sources
listed in Table B-2, The capital costs shown in Table B-2 are those quoted by
users, escalated at 5% to represent 1980 costs. It is also assumed that there
is no increase in costs to account for the technological improvements (improved
efficiency) used in this analysis. This is believed to be an optimistic assump-
tion even though Ref, B-1 indicates a decrease in capital costs with increasing

performance.

Costs given for potassium turbine plants in Ref, B-3 were used to estab-
lish specific capital costs. In that reference, the potassium Rankine system
produced 320 MW of a 1000 MW binary power plant at a 1970 cost of $53 million,
Escalating this cost at 5% per year to 1980, and applying the method of calcula-
tion used for the LMMHD/steam binary plant given in Appendix F, paragraph

D-3, the specific capital costs were determined to be as shown in Table B-2,

The costs developed in Ref, B-3 were for a low temperature (and low per-
formance) systerm, The low temperature system is costed here, even though
the performance used is representative of a higher temperature system, Thus

the costs are considered to be favorable to the potassium Rankine/steam system.

Gas-cooled nuclear reactor and liquid metal fast breeder nuclear reactor
(LMEFBR) costs were given in Ref.lB-S. These costs are low based on the 1980
base year estimates in this study and were thus scaled with the light water
reactor plant costs which were obtained from more up-to-date references, and
which were estimated for 1980. In Ref. B-5, the gas-cooled thermal reactor '

plant costs were estimated to be slightly tess (7%) than the light water reactor
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costs. For the purposes of this study, they were agsumed to be the same as the
LWR. The LMFBR was estimated to be about 25% more costly than the LWR,

This percentage cost increase is reflected in Table B-2.

The fixed costs in mills/kWh are calculated as follows:

" Total plant cost ( $ )X (1000 mills)  Annual fixed chg_/io)
Total plant output \kW 5 100 \Yr
Capacity Factor (%)

8760(%) X 150

Fixed costs (m/kWh) =

The annual percentage carrying charge on capital costs is made up of

factors shown as follows:

Component of Charge o, of Capital Cost/Year
Income 2.0
Depreciation 3.3
Federal Income Taxes 2.0
Bond Interest 4.0
l.ocal Taxes and Insurance 4,0

Total Carrying Charge 15.3

A carrying charge of 15% is selected as the nominal value for this study. This
factor is important in determining both absolute and relative generation costs.
Power plants with high capital costs will be more affected by changes in the

annual carrying charge than power plants with low capital costs.

Lead time variations were considered, but based on the discussion of

Ref. B-15 were determined to have a minor effect on the cost comparison,

The capacity factors used in Table B-2 are the nominal full-load values

from paragraph D.

Influence coefficients which can be useful in making cost trade-offs and
determining effects of variation from the nominal values used in the analysis

are shown in Table B-3, These are partial derivatives of the fixed cost with

B-17%



g1-d9

Table B-3. Alternative system's fixed cost influence coefficients
Open Cycle . Potassium Light Gas-Cooled P
- Confiiciont Coal-Fired Oil/Gas- | Plasma MHD/ G;ssz.‘;fg“"el" Rankine/ Water Thermal | iduid Metal
niluence Loeticien Steam Fired Steam Fossil-Fuel t-tue Fossil-Fuel Nuclear MNuclear
. Steam Reactor
Steam Steam Reactor Reactor
3 Cried _ 10 (F)*  mills
5 Cl = =] . Th 0.0228 0,0214 00,0245 0,0228 0.0228 (Coal) 0.0214 0.0214 0.0214
'C ( : 0.0221 {Oil)
(Multiply by change in
Cer $/kW, to get change
inC,. , mills/kWh}
fixed
ac,. 10 C
af";_ed = HCAP, a, 4860 0.3280 0. 4900 0,411 0, 495 {Coal) 0. 5700 0, 5700 0.7130
(£} i 0, 384 (Oil)
mills yr
kW h
{Multiply by change in {F},
%iyr, to get change in
C,, , mills/kWh)
fixed
¥ Clixea _ 10Cc ) -3 -3 -3 -3 -3 -3 -3 -3
& (H) B {H)Z -1.11 = 10 -0,.70 x N -1,20 x 10 -0.%t x 10 -1.13 x 10 -1,22x 10 -1.22x 10 -1.52 x 10
{Coal) _
miils yr -0.B7T x 10
2 {Oil)
kW(H)
{Multiply by change in {H),
HR/yr, to get change in
GC.. . mills/kWh)
fixed
Cﬁxed Fixed Cost
(F} = Fixed Charge, %/yr
(H) = Average hours on line/year - h/yr.
C = Gapital GCost, $/kW
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respect to the major parameters affecting the fixed costs. They can be used to
determine the change in fixed cost from the nominal values by multiplying the

appropriate coefficient by the change in the parameter of interest, Care should

' 3 Fixed Cost

d Capacity Factor’
Since fixed cost is non-linear with respect to capacity factor, the value of this

be.exercised in using the capacity factor influence coefficient,

influence coefficient should be used only for slight variations from the nominal,

All other influence coe-fficients are valid for any value of the parameter.
2. Fuel Costs

Fuel costs are subject to increase and fluctuation even more than capital
costs. There are many readily available published references on the causes of
the change, including predictions of future costs. In examining the energy fore-
casts and in formulating long-range plans, consideration of regional fuel con-
straints must be assessed. Although increasing stringency on air pollution
regulations will have a significant impact upon the competitive posture of can-
didate fuels, the general conclusions reached by the Federal Powér Commission
regarding the competitive stature of fossil.and nuclear fuels by regions can be |

summarized in the following paragraphs (Ref. B-10):
a. New England and Middle Atlantic

~ With the exception of Central and Western Pennsylvania where low-cost
coal is abundantly available, the New England and Middle Atlantic states do not
have access to low-priced coal. The competitive fuels in these areas are the
imported low-sulfur-residual oils in locations with deep-water port facilities,

and nuclear fuels.
b.  East North Central States

In these states.coal has a marginal advantage over nucl_ear fuel, .Most. of
the coal in this area, however, has a very high sulfur content and is not a com-
petitor where air pollution regulations restrict the emissions of sulfur oxides,
In an attempt to circumvent this problem area, Chicago has initiated the import

of low-sulfur coal from Colorado.
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c, West North Central States

Both coal and natural gas compete e'ffectivel'y th.roughout most of this area,
in part because of the relatively small average size of units which are required
to accommodate the incremental energy demand in the region, Gas is expected
to remain the dominant fuel in Kansas and very low-cost, low-sulfur lignite
will predominate in North Dakota. In Missouri, high-sulfur coal has a signifi-
cant advantage over nuclear fuel. The effectiveness of this price advantage can

be expected to be diminished by air pollution control regulations.
d. South Atlantic States

Although coal accounts for about 80 percent of the thermal generation (the
use of residual fuel oil is significant only in Florida), its competitive position
vis-a-vis nuclear fuel is weak except for West Virginia, which is the leading
coal-producing state in the Nation, In this state coal will continue to be the
principal fuel for electric power generation, although a preponderance of plants
along the Appalachian are converting from coal to oil. These states have also

been the most successful in installing nuclear power plants in recent years.
e. East South Central States

Low-cost coal will continue to be highly competitive with nuclear fuel in

Alabama, Kentucky, and Tennessee. Natural gas will prevail in Mississippt.
f. West South Central States

Practically all the thermal electric power in this area is generated with
natural gas. This region, including its offshore areas, is the origin of 30 per-
cent of the Nation's current consumption of natural gas. Gas will continue to
be the principal source of primary energy for electric power generation in the

foreseeable future.
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g. Mountain Statés

The Mountain States are well-endowed with low-cost, low-sulfur coal and
this fuel will remain the dominant fuel in the electric utility market of the area.
In addition, significant quantities of natural gas will continue to be used in
Arizona, Nevada, and New Mexico. Synthetic gas from coal gasification is ex-

pected to be competitive with LNG and methane,
h, Pacific States

Although plans are underway for the use of coal for electric power genera-
tion in this region, to date, more than four-fifths of thermal electric generation
is produced with natural gas and the remainder with residual fuel oil. The cost
of fossil fuels in the Pacific States, however, is generally high, and nuclear
fuels should be able to compete effectively in the area, assuming that suitable

gites for nuclear generation can be established.

The average cost of fossil fuels has increased noticeably in the recent
past, Continued escalation is expected in the future. For the purposes of this
study, fuel costs expected to occur in 1980 in the Southern Pacific and South- -
western region of the United States were emphasized. These costs can be
varied to account for regional effects by using the influence coefficients pr6~
vided. Fuel costs, in c:ents/lO6 BTU, are shown in Table B-4 where they are
converted to mills/kWh for each of the competing systems, The sources for
the data are given in the table. The oil/gas-fired steam plant fuel costs are
based on the projected cost of oil. It is assumed that gas prices will be adjus-

ted upward to be comparable to oil prices.

Fuel cost influence coefficients are given in Table B-5. These can be
used to determine fuel cost changes from the nominal with change in the para-
meters of interest. Since the fuel cost is honlinear with respect to efficiency,
the efficiency influence coefficient is valid only for small efficiency changes
about the nominal, Thus care should be exercised in using this influence co-
efficient. The- alternative system efficiencies were previously presented in

paragraph D of this Appendix,
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Table B-4.

Alternative system fuel costs
(1000 MW plants; reference year 1980)

QOpen Cycle . Patassium Light Gas-Cooled A
o . Coal-Fired | Oil/Gas- | Plasma MHD/ G;S nglri;nel/ Rankine/ Water Thermal | Siduid Me;al
arameter Steam Fired Steam Fossil-Fuel ogfl ;’ ue Fossil-Fuel Nuclear MNuclear R rfe er
Steam gam Steam Reactor Reactor eacior
Fuel Cost, ¢/10% BTU 40t 2 | 90 oyt {40 (Coal)t' B! | 105 (Dist. Oi) | 40 (Coanl P [ 24(1 2 241+ 2) 10t 2)
90 o'V
Plant Efficiency, % 40 40 50 48 43 33 39 40
Fuel Cost, mills/kWh 3.413) 7.7 {01l 2.7 7.5 (Dist. Oil) | 2.8 (Coal) 2,53 2.1 0.9
6. 4 (Oil)

NOTES:

1. Date from ptivate cornmunications.

2. Reference B-& fuel costs referenced to 1980 using 5% escalation.

3. Compares with data in Ref. B-8.
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Table B-5. Alternative systems' fuel cost influence coefficients
(nominal costs for 1000 MW plants, based on 1980 reference year) _

Cpen Cycle Gas Turbine/ Potassium Light Gas-Cooled [ Ligquid Metal
Influence Coefficient Coal-Fired Qil/Gas- Plasma MHD/ Fossil-Fuel Rankine/ Water Thermal Fast Breeder
Steam Fired Steam| Fossil-Fuel 5 Fossil-Tuel Muclear Nuclear Reactor
Steamn
Steam Steam Reactor Reactor
PCF__0.0341% mills BTU
1. = — ' 0.085 0,085 0,068 0,071 0.071 0,104 0.088 0,085
3 cC n ¢ kWh
fuel
(Multéply by change in Cfuel'
#/107 BTU, to get change in
CF’ mills /kWh)
Ll CF 0. 341 Cf 1
2. = -, -B.5 -19.2 -5.5 -15.6 -5.9 {Coal) -7.5 -5.4 2.4
" n -13.3 (0il)
mills/lkWh
(Multiply by change in n,
%/100, to get change in
C.., mills/kWh.)
¥
*CF = Fuel-related generation cost, mills/kWh.

Cfuel = Basic fuel cost, é/lnE’ BTU,

1 = Plant efficiency, %/100,

690021



1200-59

3, Total Costs

Total costs are comprised of the fixed costs and fuel costs previously
presented plus operations and maintenance costs, insurance costs and amortized
research and development costs for advanced systems not yvet developed. The
nominal total costs are shown in Table B.-6. Influence coefficients are presented
in Table B-7. These can be used to establish variation from the nominal of the

total power generation costs with variations of the various cost parameters,

The operations and maintenance (O & M) costs shown in Table B-6 for the
conventional steam plants {fossil fuel and nuclear) and the gas turbine binary
plant were obtained from private communications with industry. The coal-fired
steam plant O & M costs are higher primarily due to repair and maintenance of
coal handling equipment exposed to heavy duty, ash handling, fuel storage, etc.
The O & M costs for the coal-fired plasma MHD binary plant were assumed to
be slightly higher than the steam plant due to the added complexity of the MHD
systermn and the need to replace the channel. Similarly the fast breeder reactor
plant was assumed to have a glightly higher O& M cost than the light water nu-
clear reactor plants. The oil-fired potassium Rankine binary system was assumed
to have slightly higher O&M costs than the gas turbine binary plant; the coal-
fired potassium Rankine binary plant was assumed to have O&M costs slightly

higher than the coal-fired steam plant.

Insurance covering liability to personnel at the nuclear plant sites is inclu-
ded for all nuclear plants, The approximate annual nuclear insurance cost is one
million dollars for a plant having an electrical output of 1000 MW (Ref, B-9).

This also compares with insurance data presented on page 87 of Ref. B-10.

Amortized research and development (R&D) costs have been estimated as
follows. It has been estimated that the development of an advanced plant using
fossil fuels, e.g., the gas turbine/fossil fuel binary plant, would require about
$150/kW added cost for the demonstration plants. If one small (150 MW) and
three 1000 MW demonstration plants are built, the R&D costs would total about
$500 million., From Appendix A, the projected new plant requirements were
16-1000 MW fossil fuel and 35-1000 MW nuclear plants per year.
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Table B-6.

Alternative system total costs

Open Cycle . Potassium Light Gas-Cooled A
Cost Paramete Coal-Fired 0il/Gas- Plasma MHD/ G;;ﬁgf';_‘”ﬁ’ Raankine/ Water | Thermal Elj‘q:‘g Me;al
ram r Steam Fired Steam Fossil-Fuel S‘:;_:;mue Fossil-Fuel | Nuclear Nuclear asR rere er
Steam + Steam Reactor Reactor eactor
Fixed Cost 7.3 4,9 7.4 6.3 7.4 {(Coal) 8.6 8.6 10,75
5.7 (0Oil)
Fuel Coat 3.4 7.7 {0il) 2.7 7.5 {Dist. Cil) 2.8 {Coal} 2.5 2.1 0.9
6.4 (Oil)
Operating & Maintenance Costs 0,91 0.5t 1ot 0,75t} 1o coany | 0,35 [ g, 35D 0.4
a. 8%
Insurance Costs . - -- -n- -- 0.1 0.1 0.1
Research & Development Costs -- -- 0.1 0.1 0.1 -- -- 0.1
Tatal Costs 11.6 13,1 {0il) 11,2 14, 653 (Dist. Qi) 11.3 {Coal) 11.55 11,15 12,2

13,0 {Oil)

(1) O & M costs for conventional plants averaged from data from private
communications,

{(2) O & M coats for advanced systems estimated to be higher than conventional
systems,

{3) O & M costs assumed to be slightly higher than the coai-fired steam plant,

{4) © & M costs assumed to he slightly higher than Gas Turbine Binary Cycle.
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Table B-7.

Alternative systems’' total cost influence coefficients
(nominal costs for 1000 MW plants, based on 1380 reference year)

Open Cycle Gas Turbine/ Potassium Light Gas-Cooled | Liguid Metal
Copal-Fired Dil/Gas- |[Plasma MIID/ F( "rrF)L:.el Rankine/ Water Thermal Fast Breeder
Parameters Steam Fired Steam| Fossit-Fuel OZ“’I Fossil-Fuel Nuclear Nuclear Reactor
Steam
Steam Steam Reactor Reactor
2 _ 10F  mills 0. 0228 0,021+ 0.0245 0.0228 0.0228(Coal) | 0.0214 0.0214 0.0214
5¢. C B 5h : : : : : : : -
n, 0221 {0il
(Multipty by change in Cc.
§/kW, to get change in CC'
mills/kWh, ) !
%% 2% mills yr 0. 186 a, 3u2 0,49 0,411 0. 495 (Coal) 0.570 0,570 0.713
3F b H ' kWh ’ ' = ! ' : . . '
0. 384 (01l
(Multiply by change in F,
"/yr, to get change in G
mills/lkWh. ) !
ac o C.F .
_HC' = ‘_“—;:C_' M*—i—z\‘—* o x10Y aroxie3l zoxo ] caes e Lo s o3 e S22z x 107 S5k 1073
¢ H kWh {Coal)
-3
-0,
{Multiply by change in M, h/yr, ?Toﬁ)m
ta get change in Cp, mills/kWh.}
PCg | 0.0341  mius BTU D. 085 0.085 0.068 1,071 0,071 0,104 0. 0B 0.085
3 C i n ' ¢/kWh N v ’ ' ' ) - .
fuel
(Mult%ply by change in Cp .,
¢/10° BTU to get change in
Co. mills/kWh.)
a CG 0.0341 Cf I
e 5 Ve mills/kWh -8, 5 -19.2 -5. & -15.6 -5.9 (Coal) -7.5 -5, 4 -2.4
n -13.3 (01l
(Multiply by change in 7, %/100,
to get change in CG' mills/kWh,)
CG = Power Generation Cost, mills/kWh F = Fixed Charge, %/yr H = Average Hours on Line Per Year, h/yr
Cp = Capital Cost, $/kW Cruat ~ Fuel Cost, ¢/10% BTU n = Plant Efficiency, %/t00
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If it is assumed that about one-fourth of the new fossil fuel plants con-

structed per year are advanced plants, the amortized R&D costs (20-year

amortization period and 75% capacity factor) are about 0,1 mills/kWh, For the

liquid metal fast breedér reactor the added R&D costs have been estimated to be

2 to 3 times as great as that estimated above for advanced fossil fuel plants
(Ref, B-14). But the number of plarnts to be built will be substantially greater
and thus the amortized R&D cost of 0; ] mills/kWh is used for it also. If differ-

ent numbers of advanced plants are actually built, or if a different amortization

period is used, the above number will, of course, change. For the purposes

of this study 0.1 mills/kWh is added to advanced plants for amortized R&D

costs,

Examination of the influence coefficients in Table B-7 shows the following:

1)

3)

4)

5)

Since the annual fixed charge was the same for all systems and the
full load capacity factors varied only a little, the effect of changes
in capital cost on total cost is about the same for all systems. The
generation cost of the open cycle plasma MHD/fossil fuel steam
system is seen to be most affected by changes in capital cost due to
the lower capacity factor assumed for this system.

Changes in financial charge will affect the generation cost most for
the systems having the higher capital costs, Compare, for example,
the influence coefficient for the liquid metal fast breeder reactor
(LMFBR) with the other systems.

Changes in capacity factor (hours on line per year) affect generation
costs more for systems having high capital costs and/or low capacity
factors, e.g., the nuclear systems and the open cycle plasma MHD/
fossil fuel binary plant.

Changes in generation cost due to changes in fuel cost are a function
of plant efficiency; the greatest effect occurs with plants having low
efficiericy.

Efficiency change has the greatest effect on the generation cost of
plants having high fuel cost and/or low efficiency, Note the large
effect efficiency changes have for oil-fired plants, and the small
effect it would have for the LMFBR.
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Figure B-2 is a plot of the nominal total costs as a function of fuel costs.
The lines drawn through each nominal value show the generation cost trends with
changes in fuel costs. Note the similarity of the curves, indicating the small
relative cost effect on plants using the same fuel; absolute cost changes with
fuel cost changes are significant, however. The nominal costs shown can be ex-
pected to vary as much as 15-20 percent due to possible changes in capital costs
and fuel costs resulting from alternative site locations, inflation, environmental
control pressures, etc. Capital cost variations alone as predicted in Ref., B-7
would result in 10% variation in nominal values. The relative cost accuracy would
be less, however, since all plants would be subject to similar changes in labor

rates, fuel costs, annual carrying charge, etc. The figure reveals the following:

1) Of the conventional plants, the coal-fired steam, light water nuclear
reactor and gas-cooled nuclear reactor systems have the lowest
costs, and for this reason they are employed as base loading plants,
(Relative changes in fuel cost or capital costs, or fuel availability
could change this.}

2) The liquid metal fast breeder reactor is potentially competitive for
full-capacity base loading.

3} Oil-fired steam plants have higher generation costs than nuclear or
coal-fired steam plants due to the cost of fuel and are thus relegated
to swing plant usage, unless environmental pressures or fuel avail-
ability preclude the use of coal-fired systems.

4) The coal-fired potassium Rankine/steam plant and plasma MHD/
steam plant have potential 1980 generation cost reductions of 0.3 to
0.4 mills/kWh compared with conventional coal -fired plants.

5) The oil-fired potassium Rankine/steam plant has a slight {about
0.1 mill/kWh) potential cost reduction compared with conven-
tional oil plants,

6) The gas turbine/steam plant, although also capable of achieving
improvements in performance, suffers from the need to use expen-
sive fuels and thus has the highest generation cost calculated.

T} The generation costs of the three advanced binary ptants could be
reduced as a result of technology improvements., These are discus-

sed in section 2 following.
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POWER GENERATION COST, MILLSAWH
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14+
NOTES:
® PROJECTED NOMINAL 1980 COSTS
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T. COAL-FIRED STEAM
* . 2. OIL-FIRED STEAM
3. COAL-FIRED PLASMA MHD/STEAM
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50 6. LIGHT WATER MUCLEAR REACTOR
7 7. GAS-COOLED THERMAL NUCLEAR REACTOR
B 3 8. LIQUID METAL FAST BREEDER REACTOR
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<. T N |
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FUEL COST, ¢/10° 81U

Fig. B-2. Alternative systems' generation cost
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4, Alternative Fuel Scenarios

The above analysis considered that there would Be no drastic restrictions
on fuel availability and that the use of alternative fuels would be governed pri-
marily by economic factors, There are other pressures, however, which could
affect the use of the alternative fuels, such as environmental restrictions and
import limitations., Possible alternative fuel scenarios and the effect on power

plant selection are postulated in Appendix F, paragraph D-6.
5. Technology Improvements

The technology status (efficiency) assumed for the advanced alternative
systems is considered consistent with the liquid metal MHD technology assump-
tions used in this study. However, it is possible that improvements in tech-
nology, not considered inthe previous analyses, could result in higher efficien-
cies for the gas turbine/steam binary plant and the potassium Rankine/steam
binary plant. Also, it is possible that technology could be developed to allow
assumption of a higher capacity factor for the plasma MHD/steam plant than
was previously used in the analysis. The effect on total cost of agsuming im-
proved performance for the above three systems is established here, Table B-8
shows the efficiencies and capacity factors for the three advanced plants, and
the corresponding generation cost determined from the influence coefficients
of Table B-7.

By comparing the costs in Table B-8 with the costs in Table B-6é the

following conclusion can be drawn:

1) The gas turbine/steam binary system is still the most costly system
due to the need to use expensive fuel and its relative position would
only change if fuel costs for other systems increased significantly
from those used in this report.

2) The coal-fired plasma MHD/steam binary plant has become signifi-
cantly less costly than the coal-fired and nuclear steam plants (about
1 mill/kWh) due mainly to the increased capacity factor. The fea-
sibility of achieving the performance given in Table B-8, however,

is in question,

B-30
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Table B-8, Cost effects of technology improvements
for selected advanced alternative systems
(1980 costs, 1000 MW plants)

Generation
, Capacity Efficiency, Cost,
Advanced Alternative Factor, % A  Mills/kWh,

Systems - : ;
ystem Baseline] New | Baseline| New | Baseline New

Value | Value Value |Value Value [Value

l1.. Open Cycle Plasma MHD/

Fossil Fuel Steam 70 75 50 55 11.2 10.5

2. Gas Turbine/Fossil Fuel
Steam 75 75 48 52 14.65 14.0
3, Potassium Rankine/Fossil 11,3 11,1
Fuel Steam 75 75 48 51 (Coal)
13,0 12.6
{Oil)

3) The potassium Rankine/steam binary system now has a generation

cost about 0.5 mills/kWh lower than conventional fossil-fuel plants.
The '1nipfovernent relative to the oil-fired system, when compared
with the data of Table B-6, was greater than the improvements rela-
tive to the coal-fired system due to the more significant efficiency

effect for systerms utilizing high cost fuels,
F. ALTERNATIVE SYSTEM ENVIRONMENTAL EFFECTS

Environmental effects in this study are considered only to the extent that
addition of a liguid metal MHD topping cycle causes a change. Consequently,
the effects of fuel mining and transportation (oil spills, etc,) are not considered.
Alternative systems' environmental effects, primarily due to the plants them-
selves, are presented here for use in the comparative analysis (Appendix F),
The relative importance of environmental impacts, which the competing systems
present via the atmosphere, surface waters and land surfaces, is exemplified

by the data presented as follows:
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1. Ajr Pollution

Table B-9 (data from Ref. B-11)} shows the poll.utant formation and annual
release from a typical 1000 MW plant. Conventional coal-, oil- and gas-fired
plants are shown in Table B-%9{(a}). The air pollutant emissions from a coal-
fired plant are conspicuously significant and can be traced to the ash and sulfur
content of the fuel and the efficiency of combustion. The use of oil- and gas-
fired facilities significantly reduce the air pollutant emissions. Table B-9 pre-
sents pollutant emissions expected from the operation of a representative 1000

MW installation of gas turbines burning gas, oil, or jet fuel,

Fossil fuel emission factors are presented, per unit of fuel, in Table B-10,
based on data from Ref. B-6. These values take inlo account current and future
EPA standards where appropriate. The total production of air pollutants per
vear for all plants of various types as a function of future years is shown in
Table B-11 (Ref. B-6), The predictions of Table B-11 are based on plant pro-

jections presented in Ref, B-6,

For the advanced open cycle plasma MHD/steam and potassium Rankine/
steam binary plants, the air pollutants, except for NOX’ will be reduced per KW
of electricity generated, with respect to conventional plants, in proportion to
their increase in efficiency (paragraph D, Appendix F), NOX production is a
function of temperatures and residence times at high temperature. Thus systems
operating at high temperatures, particularly the plasma MHD/steam system,
will have higher NOX production than shown in Tables B-9, B-10 and B-11,

2. Nuclear Pollution

The following is a direct quote from Reference B-6 on radiation pollution.

"The radiation dose to the population from normal operation of nuclear
power plants is determined, as an upper bound, by the standards set for the
permissible dose at the plant boundaries. New regulations currently under

review would limit off-site doses to 5 mrem per year, a factor of 100 lower

than those currently in effect, Current practice is consistent with such a limit.
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Table B-9. (a) Air pollutant emissions from a typical
o ! 1,2
1000 MWe conventional power plant( )

Annual Release (106 ib)
Pollutant

Coa.l(3) ! 011(4) Gas(B)
Particulates 9.9 1.6 1.02
Oxides of sulfur 306.0 116.0 0.027
Oxides of nitrogen 46.0 47.8 26.6
Carbon monoxide 0. 460 0.0184 Negligible
Hydrocarbon 1.150 1.47 Negligible

(b) Approximate annual gas turbine emissions for

1000 Mwell
Annual Release

Pollutant “06 1b)(6)
Particulate Carbon . 2.5-6
Particulate Ash ) Negligible
Oxides of sulfur 25
Oxides of nitrogen 25-160
Carbon monoxide 5-400
Hydrocarbon (other than carbon) 1

Ref, B-11,
Based on normal average heat rates, load factors, and fuel properties.

Burning 2.3 x 106 tons/year. Assuming 3, 5% sulfur content of which 15%
remains in the ash, and a 9% ash content with 97, 5% fly ash removal
efficiency.

Burning 460 x 106 gallons/year. Assuming l.6% sulfur content and 0.05%
ash content. : '

Burning 68 x 109 sulfur -content fuel/year.

For #2 distillate oil, sulfur content 0.2%, full load conditions, heat rate
15,000 BTU/kW, '
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(1)

TabLe B-10. Air pollution emission factors for fossil fuels
{2) Particu- Hydro- Alde-
Parameters COZ co SOZ 7 NOy lates carbons| hydes
Electric Utilities - Existing
Qil (Residual}
(lb/103 Gal) 0,04 157 S 105 8 2.0 1.0
(1b/106 BTU) 170 0.0002 1.047 5 0,700 0,054 0.013 0.007
Coal (Bituminous){lb/ton) 1.0 38 § 20 26(3) 0.3 0,005
(lb/l()6 BTU) 224 0. 040 1.529 3 0. 81 1.054 0.0121 @, 0002
Gas (1b/106 ft3) 0.4 0.6 350 15 40 3
(1b/106 BTU) 122 0.000387 0.00058 0.378 0,0145 0.0387 0,0029
Electric Utilities - New Plant
Oil (Residual)(lb/106 BTU) 170 0.0002 0.8(4) 0.30(4) 0.054(4) 0.013 G.007
Coal (Bituminous)
(1b/10° BTU) 224 | 0.040 1.2 | o 70 0,200 0.0121 | o0.0002
Gas (1b/106 BT1) 122 0.000387 0.00058{( 0.20 0.0145 0.0387 0.0029

(I)Emission factors are from Ref, B-12, unless indicated otherwise. Table from Ref. B-6.

(

2)S stands for percentage of sulfur in fuel.

(3)Given by 2A(1-1), where A-10 and -0. 8.

(4)From EPA standards, Federal Register (Ref. B-50).
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Table B-11. Annual production of air pollutants

fe-dg

Air Pollutants(z)
Year | TOssil Fuel co, oo S0, NOy | Partic-| Hydro- | Alde-
Plant Type 1012 b/ ulates | carbons hydes
yE 109 tb/yr

Gas 0.439 0.001 0.002 1.36 0.052 0.139 0.010

1969 Oil 0.272 0.0003 3.85 1.12 0.086 0.021 0.011
Coal 1.66 0.297 31.8 6.02 7.83 0.090 0.001

Gas 0.466 0. 002 0.002 1.17 0.055 0.148 0.0I11

1977 Oil 0.529 0.001 2.46 1.68 0.168 0.040 0.022
' Coal 2.14 0.383 I1.9 7.32 6. 81 0.115 0.002
Gas 0.437 0.001 0.002 0.939 0.052 0.138 0.011

1985 Oil 0.670 0.001 3,13 1.73 0.213 0.051 0.028
Coal 2.57 0.458 14,03 8.4%7 5.72 0.139 0.029

Gas 0.476 0.002 0.002 0.78 0.057 0.151 0.011

2000 Oil 0.928 0.00l1 4,37 1. 64 0.295 0.071 0.038
Coal 4,37 0.781 23.42 13,7 3.9 0.236 0.004

(

l)Includes production attributable to energy conversion only. Industrial process emissions
that are not related to fuel combustion are not included here (Ref. B-6).

(2)

Based on emission factors given in Table B-10.
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At these relative low exposure levels, the quantity of interest is the total
accumulated dose to the population in man-rems. The new limits would corre-
spond to a dose of about 400 man-rems per year per 1000 MWe installed capa-
city. In 1969 the actual population dose corresponded to less than half that
amount, (The average dose to those living within 50 miles of a nuclear plant was
calculated to be 0,01 mrem/year.) In any event, the resultant dose, either now

or projected, is low compared to that due to natural background."

"Of more long-term significance is the KR-85 and tritium produced in the
nuclear reactors and released primarily at the reprocessing plants. The total
amount of high-level radioactive waste is also a potential major concern. The
unit production rates for these materials are shown in Table B-12 for light water
reactors (LWR's) and liquid metal cooled fast breeders (LMFBR's)." Radio-
active materials produced/year are also shown in Table B-13 (Ref. B-11), The
data in the two tables are from two different references, giving the data in some-
what different form and for different years. The data for solid high level wastes
from the two references are consistent. The radioactive materials production

data in Table B-14 is based on data presented in Table B-12.

Cumulative Kr-85, Tritium and high level solid wastes from Ref. B-6 are

shown in Figs., B-3, B-4 and B«5.
3. Heat Rejection

A universal problem confronted by both the nuclear or fossgil-fueled
electric power plants is heat rejection and, depending upon site constraints, the
incorporation of heat dissipation techniques can represent a sizeable capital
investment., Heat rejection requirements for representative power generation
cycles are presented in Table B-15 along with corresponding efficiencies and
heat rates. The once-thrpdgh cooling water requirement listed assumes a 15°F
temperature rise. The management of heat dissipation, of course, can be
uniquely handled, depending upon site selection, to benefit the local envirenment,
Probable applications include heating of homes or greenhouses, desalinization

of sea water, agricultural and aquacultural applications, recreation, etc.
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Table B-12.

Environmental effects of nuclear power plants

(1)

Effect

Quantity/1000 MWe-yr

Lwr(?

LMFBR(B)

Basis

Population exposure due to

normal releases

Kr-85 production

Tritium production

High level waste

(5)

588 man~-rem
5.3 % 10° Ci

1.9><:1C'l4 Ci

(4)

(

588 man-rem
1.0 x 10° Ci

2.7 x 104 Ci

0.91 x 104 gal

4)

Proposed standards

2.9 x 10-3 atorns/U-235 thermal {ission
0.79 x 103 atoms/Pu-239 fast fission
Production of fuel rods at the rate of:
1.2 x T atoms/U-235 fission
2.5x 10_4 atoms/Pu-239 fission

As liquid 1.0 x 104 gal 100 gal/10, 000 MWd(th)
As solid 110 ft3 gl ft3 1 ft3/10, 000 MWd{th)
(”Ref. B-6.

(Z)LWR burnup =

(3)LMFBR average burnup = 33, 000 MWd(th)/MT, efficiency = 0,40

33, 000 MWdA(th)/MT, efficiency = 0.33

(4)Based on 400 man-rem/1000 MWe installed capacity and 0. 68 load factor.

{5)For storage in salt formations, 110 ft3 of high level waste requires approximately 0.3 acres of salt area,
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Table B-13. Estimated high level waste from the
civilian nuclear power industry (Ref. B-11)
Calendar Year
1970 1980 1990 2000
Installed Capacity, 10?J M'We 6 150 450 940
Spent Fuel Processed,
Metric Tons/yr 55 3,000 | 9,000 19, 000
Volume of High-Level Liquid
Waste
Annual Production
108 gal/yr 0.017 | 0.97 3,3 5.8
Accumulated, 106 gal
{if not solidified) 0.4 4,4 29 77
Volume of High-Level Waste,
if solidified
Annual Production
103 £t3/yr -- 9.7 33 58
Accumulated,
103 t3 -- 44 290 770
Table B-14.I Production of radioactive materials (Ref. B-6)
Radivcactive Materials
. Solid High Exposure to
Plant T g P
Year Ty&;r; ¢ Kr Level Wastes Population
10° Ci/yr 106 Ci/yr 103 ft3/yr 103 man-rem/yr
1969 | LWR 0,028 0. 784 0.163 0,870
1977 | LWR 1.11 31.1 6.45 34,4
1985 | LWR 3.19 88.9 18,5 98.6
2000 | LWR 5,03 140, 4 29.1 155,7
LMFBR 7.40 28,5 24,9 162, 3
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Fig. B-4. Cumulative Tritium
activity corrected for decay
(Ref. B-6)
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Fig, B-5. Cumulative solid
high level waste {Ref. B-6)
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Table B-15. Heat rejection

Cnce-Through

Efficiency Heat Rate . (1)
System Cooling Water
y (%) (BTU/kWh) (gal) kWh)
Present Nuclear Reactor 33 10, 342 55
Conventional Steam Power-
ptant 40 8, 533 40
High Temperature Gas
Cooled Reactor 40-50 8, 533-6, 205 40-30
Advanced Nuclear 40 8, 533 40
Open Cycle MHD 55 5, 641 30
Gas-Steam Combined Cycle
(Hydrogen Cooled Blades) 40-55 B, 533-5, 641 40-39
Fusion Direct Cycle 50-80 6, 205-3, 878 33-21

{1) Assumes l5°F temperature rise.

4, L.and Use

Average land use for various plant types is shown in Table B-16 from
Ref, B-6, Cumulative land use for different plant types is shown in Table B-17,

based on plant use projections from Ref. B-6.
G, OTHER CHARACTERISTICS OF ALTERNATIVE SYSTEMS

Some of the other alternative system characteristics which have been con-
sidered and which will be used in the evaluation of the liquid metal MHD-steam
binary system are:; lead time, development schedule for presently undeveloped
systems, and technological growth potential, Table B-18 summarizes aspects
of these other characteristics for the alternative systems. A brief description

of these characteristics is given as follows,
1. Reliability, Maintainability and Safety

It was beyond the scope of this study to consider reliability, maintaina-

bility and safety of the alternative systems.
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Table B-16,

Land use {Ref. B-6)

Use

Amount

Basis

Power Plants
Coal
Oil
Gas

Nuclear

Electrical Transmission

1.6 miz/lOOO MW e

0,40 miZ/IOOO MWe
0.24 m'12/1000 MWe

0.47 m'LZ/lOOO MWe

19 miZ/IO'OO MWe

3.1000 MWe plants at same
site.

On-site coal storage and
ash disposatl

Adequate on-site fuel
storage

Pipeline delivery and
modest on-site fuel storage

Based on exclusion area
requirements

Projected transmission line
right-of-way and electrical
capacity requirements for
1990

Table B-17,

Cumulative land use,

(1)

103 square miles

Central station electric
plant sites(2)

Coal fired
Oil fired
Gas fired

Nuclear
Subtotal

Electric transmission

(2)

plant sites,

(I)Based on land use factors in Table B-16. Ref. B-6,

1969 1977 1985 2000 2020
0.229 0.325 0.400 0.715 1.712
0.016 0,024 0.031 0.450 0.250
0.019 0.019 0,019 0.022 0.021
0,002 0,042 0,121 0,390 1,026
0,266 | 0.410| 0.571 1,577 3.009
5.035 8. 2651 12.635] 28.082 |64. 600
Does not include hydroelectric, gas turbine, or internal-combustion
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Table B-18.

Other characteristics of alternative systems

. Lig -G ] Agui
. GCoal-Fired | Cil/Gas- Open Cyele Plasma MHD/ | Gas Turbine/Fessil- Potassium Rankina/ ight Water | Gas-Goaled [lquid Metal
Characteristic " ; ; e . Nuczlear Nuclear Fast Breeder
Slaam Fired Steam Fosail-Fuel Steam Fuel Steam Fogsi!-Fuel Steam
Reaalar Reactor Reactor
1. Reliability Ranking!'? 3 2 7 5 & 1 ] 4
2. Safety Ranking' 1 1 z ! 3 | 1 5
3, Lead Time, Yearsrj) ki b 7 4 T 8-10 8-190 8-10
4, Commercialization Date Availabla Available Mid I‘l?m‘s(q) Available Early 1980's Available Available l‘?ﬂél‘”
Advanced Systems -
19R0
5. Technological Growth
Fatential
a. From the present Small Srmal! Undeveloped -suhstantial Significanl eificiency | Undeveloped-substantial Small Small Undevel oped -substantial
state-of-the-art improvermnent possibility gains and cost reduc- | improvement possibility improvement possibility
tieng passible
k. From the state-of- Small Small Potential efficiency and Potential cificiency Potential efficiency and Small Small Small

the-art assumed in
this Appendix

cast gains

gains and cuet reduc-
tions

cost gaing

NOTES:

1, Ranking based on 1 being rost reliabla,

2, Ranking basert on 1 being the safent,

3. DBased on data [rom private communications.

4. Reference R-14,
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2. Lead Time

Lead times as shown in Table B-18 were obtained industry sources for
fossil fuel plants, light water nuclear reactor plants and gas turbine combined
cycle plants. It has been assumed that all nuclear plants, once they have been
accepted, would have lead times the same as the light water nuclear reactor.
Also, it has been assumed that the plasma MHD/steam and potassium Rankine/

steam binary plants would have lead times similar to coal-fired steam plants.
.3, Development Schedules and Commercialization Dates

The following alternative systems are presently available and in use on a

commercial basis:

1) Coal-fired steam.

2) Oil/gas-fired steam,

3) Gas turbine combined cycle.
4) Light water nuclear reactor,
5) Gas-cooled thermal nuclear reactor.

The presently available gas turbine combined cycle systems are for mid-
range power levels and have generally lower efficiencies than given in this
Appendix. The advanced systems, such as the COGAS system of United Air-
craft Corporation will require 8 to 10 years to achieve the performance listed
in this Appendix (Refs. B-1 and B-3). Thus, the earliest commercialization

date for an advanced system would be about 1980,

Although gas-cooled thermal nuclear reactors are in use today, their use

is quite limited. - It is possible that these reactors will be used more extensively

in the future. .

The remaining three alternative systems are yet to be developed and thus

their commercialization date is uncertain, If the plasma MHD/steam binary

system were developed according to the development schedule given in Ref. B-14

the system could be available for commercial application in the mid-1980's,

3



1200-59

Similarly, if appropriate development funds were made available for the potas-
sium Rankine/steam system it could be available for commercial application in
the early 1980's. A development schedule for the liquid metal fast breeder re-
actor was presented in Ref, B-14. Construction of demonstration plants would
begin in 1972, 1974 and 1976 with commercial availability by 1986.

4. Technological Growth Potential

Technological growth potential is defined in this study as technological
change of a system which produces improvements in costs, efficiency, or en-
vironmental effects. Technological growth potential is considered from two

standpoints:

1) Potential growth from the present state-of-the-art.

2) Potential growth from the state-of-the-art assumed in this report.

Considering the first standpoint, the alternative systems can be cate-
gorized into two classes: developed and undeveloped. Of the developed systems
there is no evidence that any technological change will produce significant im-
provement in system costs, except for the gas turbine/steam binary system.
And whereas environmental pollution will be reduced, it will be accomplished at
increased costs, Reference B-14 presented brief descriptions of technological

improvements which could be made in existing and future systems,

Even though there are R&D improvements which can be made to the fossil
fuel-fired steam systems, the effect on improved cost and efficiency are rela-
tively small. Similarly, technological improvements will be made for the con-
ventional nuclear systems, but it is unlikely that efficiencies and costs presently
achieved for these systems will be improved upon. The gas turbine/steam bi-
nary system is just beginning to be applied commercially and has significant

potential for improved efficiency and cost.

The other advanced systems are presently undeveloped and thus have

substantial growth potential.
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When considering the growth potential from the state-of-the-art assumed
in this report, the three advanced binary systems have the potential of improved
efficiency, above the nominal value used in the basic cost analysis. The effect

of improved performance on cost of these advanced binary systems was invest-

igated in paragraph D-5,
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APPENDIX C

SUMMARY OF TECHNOLOGY STATUS OF LMMHD
SEPARATOR SYSTEMS

A, INTRODUCTION

Alternative liquid metal MHD cycles have been considered for application
to central station utility power. The cycles have been reviewed and two were
selected for more detailed analysis (Appendix D). Component performance
capability is reviewed as background for use in the cycle analysis, Finally,

the liguid metal MHD program at JPL is reviewed.,
B, LIQUID METAL MHD CYCLES

The basic process which is common to all liquid metal MHD (LMMHD)
cycles is the acceleration of a liquid metal to a high velocity to generate
electrical power in a magnetic field. Many different thermodynamic cycles
have been proposed to achieve this acceleration in a closed system operating
between a heat source and heat sink. Comprehensive summaries of these
cycles and the working principles have already been given (Refs, C-1 through
C-5}. In general, the cycles proposed have evolved from simple, single-stage
systems of low efficiency to more sophisticated systems with power extraction
at several stages of the acceleration process and/or regenerative heating to

achieve higher levels of efficiency,

The most highly developed LMMHD systems are the two-component
separator, single-component separator, injector, and emulsion flow MHD
cycles, KEach of these will be described; {irst, in its simplest, single-stage
configuration and, then for the former two, in its most efficient multistage
variation. Although the multistage variations may be necessary to attain the
efficiency levels needed for central station power generation, other applications
occur where weight, size, and simplicity are important and single-stage liquid
metal MHD systems are competitive with alternative power sources. Two of

these applications are power systems for space (Ref, C-6) and for deep

C-1
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submergence vehicles (Ref. C-7). The following summaries should provide
insight into the physical processes occurring in these four cycles. Temperature-

entropy diagrams are given in Refs, C-4 and C-5 and will not be repeated here.
1. Two-Component Separator Cycle

In the two-component separator cycle shown in Fig. C-1, a liquid metal
with low vapor pressure (such as lithium) is heated and mixed with a liguid
metal of high vapor pressure (such as cesium) resulting in a two-phase mixture,
The vapor performs work on the liquid, accelerating it to high velocity in a
nozzle and subsequently the liquid phase is separated from the vapor phase.

The high velocity liquid phase flows through the MHD generator, producing
electric power. The kinetic energy remaining after extracting the power is
used to circulate the liquid through the heat source and to the mixer. The
vapor, which was separated, flows to a heat exchanger where it is condensed,
with the heat being rejected to either ambient or to another power cycle. The

cesium is subsequently pressurized and returned to the mixer by a pump.
2. Single-Component Separator Cycle

The single-component separator cycle of Fig, C-2 uses a single liquid
metal (such as potassium). This fluid is vaporized in the heat source to a low
quality (mass ratio of vapor to total fluid, typically 1-5% vapor) and is expanded
to a higher quality and high velocity in a nozzle. The resulting high velocity
liquid is separated from the vapor and passed through the MHD generator and
then returned to the heat source. The vapor is condensed and returned to the

heat source by a pump.
3, Injector Cycle

The injector cycle, which usually uses a single component, is similar to
the single-component separator cycle in that a liquid metal is vaporized in the
heat source and expanded to a high velocity in the nozzle. In this case, as

shown in Fig. C-3, an all liquid flow is attained by injecting subcooled liquid
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to condense the vapor phase. Part of the resulting stream flows through the
MHD channel, generating electric power, and is returned to the heat source.
The remainder circulates through a heat exchanger, where it is subcooled and

is subsequently injected to condense the vapor.
4, Emulsion Flow Cycle

The emulsion flow cycle (Fig. C-4) uses two components -- a liquid metal
(such as sodium) and an inert gas (such as helium). The liguid metal is heated
and mixed with the gas at high pressure. The resulting mixture is expanded
through a nozzle (which also incorporates an MHD channel), generating electric
power until a void fraction of gas is reached at which the electrical conductivity
is too low for power generation, The mixture is further expanded to a velocity
high enough to return the liquid, when separated, through the heat source to the
mixer. The gas, which was separated, flows through a heat exchanger where
it is cooled and is then elevated to the peak pressure of the cycle by mechanical

compressors.
5. Cvycle Selection

Due to the limited scope of this study, the number of cycles analyzed had
to be reduced. Of the cycles described above only the emulsion flow cycle is
applicable as a primary cycle; all the others are applicable as topping cycles,
but the emulsion flow cycle has calculated efficiencies lower than a conventional
steam cycle for the temperature limits of a steam cycle. The emulsion flow
cycle must operate at higher temperatures than the steam cycle to achieve
equivalent efficiencies, and then a steam cycle with a topping cycle operating

between the same temperature extremes would have a higher efficiency.

The emulsion flow cycle also has a basic problem of liquid metal freezing
on the compressor blades at the lower temperatures, which might dictate the
incorporation of an MHD compressor. This would reduce the presently
calculated efficiencies. Therefore, the emulsion flow cycle was not considered

further in the study, and analysis was limited to topping cycle applications.
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Of the remaining cycles the separator cycles have had the benefit of much
greater applied research and have demonstrated adequate hydraulic performance
as a power system. The injector -condenser systems, on the other hand, have
not yet demonstrated adequate performance. Therefore, the separator cycles
were selected for more detailed analysis in this study. Two were analyzed to
determine the maximum efficiency: a multistage Cs-Li separator cycle with a
small amount of regenerative heating, and a multistage potassium (K} separator

cycle with extensive regenerative heating.

The multistage Cs-Li system is shown schematically in Fig. C-5 for five
stages of power extraction. Lithium and cesium are mixed in the first stage
nozzle and expanded to an intermediate pressure and velocity and then separated.
The resulting high velocity stream of lithium passes through the first MHD
generator and is then remixed with the cesium vapor from which it had been

separated.

The mixture is further expanded in the second stage nozzle and the
separation and power generation steps repeated. This process is continued to
the last stage where sufficient dynamic pressure is retained in the lithium to
return it through the heat source to the first-stage nozzle. The separated
cesium vapor from the last stage flows through a regenerative heat exchanger
to the condenser where it is condensed., Then it is pressurized by a pump and

returned through the heat exchanger to the first-stage nozzle.

The single-stage. cycle, while the simplest, has two disadvantages: all of
the vapor-liquid separation occurs at the lowest pressure in the cycle resulting
in a high vapor-liquid volume ratio and therefore a large separator area per
unit volume of liquid; a very high velocity flow (typically 500 ft/s) is presented
to the MHD generator, resulting in high frictional losses in this component,
The multistage cycle obviates these difficulties by achieving a major portion of
the separation at higher pressures and by presenting lower velocity flow
{(typically 200 to 400 ft/s) to the MHD generator,

An example of a multistage potassium separator system with regenerative
heating is given in Fig, C-6. Heat is added to the liquid metal flow in the upper

'stage of a multistage system. This heat input results in a two-phase flow of

C-8
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low vapor quality (0.01-0.10) at the maximum cycle temperature., The flow is
expanded in a nozzle to a pressure resulting in a higher velocity and higher
quality, This two-phase stream impinges on a surface separator. The high
velocity liquid flows through the MHD generator producing power and is returned
to the first stage heater. The vapor flows to a regenerative heater in the second
stage. The first stage condensate is pressurized by a pump and returned to the
first stage heater. This process continues through several stages. Finally, in

the last stage, the heat from the condensate is rejected,
C. COMPONENT PERFORMANCE

Testing of components of both LMMHD separator cycles has been quite
extensive. The cesium-lithium separator cycle tests have been conducted
primarily in the USA, using other test fluids. Components of the potassium
separator cycle have been tested largely in the USSR and West Germany, in

conjunction with their investigations of potassium injector cycles,
1. Nozzles

The most efficient two-phase nozzles have been those using two-component
flow. Tests of a large (50-in. length) nozzle using NZ-HZO and Freon—HZO
mixtures have given exit velocities which are 89% and 92% of the isentropic

values (8). These values result in energy efficiencies of 79% and 85%,

respectively. In addition to the high efficiencies, the test results have shown
excellent agreement with theory, Figures C-7 and C-8 {from Ref, C-8)
illustrate the excellent correlation between theory and tests for the two fluid
combinations above. For the two-component nozzle, which would be the type
of nozzle in the cesium-lithium LMMHD system, the design techniques to

obtain high efficiency appear to be well in hand.

For the case of a single component-two phase nozzle the results to date
have not been as promising. Design of this type of nozzle is complicated by the
fact that the ratio of liquid to vapor is a continuously varying quantity in the
nozzle, The analysis, to be accurate, must consider supersaturation effects

in the vapor. To date the most efficient single component nozzle had an energy
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efficiency which was about 48% (Ref. C-9). Fairly good agreement both in
trend and magnitude was obtained for theory and test data in this study. Part of
the reason for lower efficiencies to date has probably been due to inadequate

injector design.
2. Separator

The separator must provide nearly complete separation of the vapor and
liquid phases at the nozzle exit without inducing large frictional losses in the
liquid, Separators have been built and tested with nitrogen and water which
provide 99% liquid flow at the outlet with an energy efficiency of 60% (Ref. C-10).
The absolute value of the separator efficiency is low but is usable for a space
power system. However, excellent agreement occurred between the test results

-and an analysis of the separator as shown in Fig, C-9. This same analysis
when applied to the case of mulﬁple stages predicts much higher efficiencies
to occur due to lower values of vapor-liquid volume ratio and higher Reynolds

numbers,.
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Fig., C-9. Comparison of measured and predicted velocity at exit
of separator and upstream diffuser
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Work has also been conducted on low loss, advanced separator concepts.
Testing of impinging jet separators have shown that significant liquid concen-
tration (> 3 to 1) is possible with very low velocity losses (Ref, C-31), More
recent tests have shown that a sizable fraction of the component of kinetic
energy normal to the surface gseparator is congerved, These tests may lead
tb the design of a surface seﬁaratér of much steeper angle than previously

tested with a concurrent reduction in frictional losses because of the lower

surface area,
3, Generator

IMMHD generators have been tested by several groups using NaK and K
as working fluids., Direct current generators have been tested in small sizes
with net efficiencies of 75% with single phase liquid metal flow (Ref, C-11).
The highest efficiency achieved for a two-phase dc MHD generator is 59%
(Ref, C-7). The reason for the lower efficiencies obtained thus far are lower

fluid electrical conductivity and/or vapor liquid slip problems.

For ac induction generators, the maximum efficiencies obtained thus far
are on the order of 40-50%. Part of the reason for these lower values is the
small scale of the generators tested. Another problem area is high end losses
which can be encountered unless special stator winding techniques are used.
More recently, a two-phase ac induction generator with 31 kW net power output
has been tested at JPL. Continuing tests are oriented toward determining the
maximum output and efficiency of this generator. Experiments thus far tend to
validate a theory developed (Ref, C-12) which, when applied to large scale,
lower velocity LMMHD generators such as would be used in a central station

power system, gives efficiencies in the range of 80-85%,

Experiments in the USSR (Ref. C-13) and West Germany (Ref. C-14) have
shown the feasibility of extracting power from a liquid metal stream at high
temperatures (as contrasted to the low temperature experiments cited above).
The generator stator and winding structure being installed for liquid metal
testing in West Germany has been heated to temperatures in excess of 500°C

with no electrical degradation,
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4, Diffusers

. In both separator systems being considered in this study, the diffuser is
used for circulation of the larger liquid metal flow to achieve maximum efficiency.
Other methods can be used, particularly in larger systems, but the diffuser
remains the simplest and potentially most efficient method, The chief problem
area in the diffuser is the possible occurrence of two-phase flow which usually
results in supersonic flow requiring a convergent-divergent geometry for

efficient pressure recovery,

For the cesium-lithium separator system, the amount of gaseous cesium
entrained in the lithium leaving the separator is less than the equilibrium
solubility at that temperature. Because of the large residence time (~0.1-0,2
sec) and high values of Reynolds number in large systems, it is expected that
single -phase flow will occur at the diffuser inlet and an efficiency of 85% can be

easily obtained.

The effects of void fraction on two-phase diffuser efficiency have been
determined experimentally and are reproduced in Fig, C-10 {Ref, C-15), The
efficiency was determined to be a slowly varying function of gas to liquid

volume ratio. Even at a volume ratio of one (the highest which would be expected
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to occur), a diffuser efficiency of 75% was measured, This value would reduce
the cycle efficiency by less than a half percentage point for the conditions of

the topping cycle, The subject of two-phase supersonic flow has been studied
extensively as applied to diffusers (Ref. C-15) and as basic research (Ref. C-16).

The results show that such a flow is analogous to single phase supersonic
flow and that conventional normal shock and oblique shock relations can be used
to design components, For example, Fig, C-11 (Ref, C-15) shows a comparison
of the measured pressure profile with that calculated for a supersonic two-
phase diffuser. The measured pressure rise and profile agree to within about

5% with the calculated values in the throat and divergent section,
5. Other Components

The other components for a LMMHD system are more conventional in
nature, consisting of such items as gas-fired or shell-and-tube heat exchangers,
centrifugal (or electromagnetic) pumps, high-temperature piping, and the
required valving, Design relations and operating experience are extensive for

other applications requiring the use of these components with liquid metals at
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temperatures as much as 700°F higher than this application (2500°F vs 1800°F)
(e.g., Refs. C-17 through C-21), Even more work has been devoted to the

subject of liquid metal corrosion,

Several materials have been identified as compatible with lithium and
cesium or potassium at the temperatures of interest and higher (2650°F)
{Refs, C-22 through C-26) and the effects of high velocity (Refs. C-27 and C-28)
and protective coatings (Ref., C-29) have also been investigated. The material
loss rates from protective Cb-1% Zr sheet and vapor deposited coatings in flowing
lithium at 1800°F were negligible for a 100 hour period at a maximum
velocity of 200 ft/s. The loss rates for Cb-1% Zr in flowing lithium at 2000°F
were measured at a maximum of 7 um for 500 hours at 160 ft/s. This corres-
ponds to only 0,015 inches per year maximum for the operating conditions of
a cessium-lithium topping cycle., In actuality the material loss and deposition
rates would probably be much less than the above since the system would

operate at 1800°F instead of 2000°F.

In addition, much of the technology, instrumentation and design techniques
being developed for the Liquid Metal Fast Breeder Reactor Program are
directly applicable to large LMMHD systems. The use of large ligquid metal
systems may seem to present a significant safety problem. However, radio-
active liquid metal systems of a similar scale have been built and operated in
commercial power facilities, Examples of these are the Enrico Fermi-I
Installation, a fast sodium—-cooled reactor rated at 70 MW electric power and
the Hallam Installation, a thermal sodium-cooled reactor which provided 75 MW
electric power, Decommissioning of the Hallam installation required the
handling and disposal of in excess of 0. 75 x 106 b of radiocactive sodium,
comparable to the liquid metal inventory (non-radioactive) of the LMMHD
topping plant having a 337 MW electrical output. In general, the areas of

materials, reliability, and safety appear to be well in hand,
D. SYSTEM OPERATION

Startup and operation of lower temperature LMMHD conversion systems
have been accomplished in the U.S. A. (Ref. C-29) and U.S.S.R, (Ref. C-13)..

Once the shakedown period was ended, both systems have proved easy to start
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up, control, and shut down. Other alkali metal systems of equal or greater
complexity have been operated with very little difficulties at temperatures to
2500°F (Refs. C-17 through C-21). In one example, a gas-fired potassium
turbine system was operated for over 11, 000 hours (Ref. C-17). While thisg
figure is small in comparison to the 20 to 30 year requirements of a central
station power system, it is a result of the general design goals for a space
power system (10, 000-20, 000 hr operation). Of greater gsignificance is the high
capacity factor attained, During a test of a three-stage turbine lasting 5000
hours, the use factor for the system was 66%, quite high for an experimental

program which had programmed shutdowns to inspect the turbine.
E. LIQUID METAL MHD PROGRAM AT JPL

Liquid metal magnetohydrodynamic power generation was first proposed
in JPL Technical Report 32-116, "A Two-Fluid Magnetohydrodynamic Cycle
for Nuclear-Electric Power Conversion," July 30, 1961 by D, G, Elliott, The
concept was patented by NASA in U. S, Patent No, 3,158, 765, "Two-Fluid
Magnetohydrodynamic System and Method for Thermal-Electric Power

Conversion,' November 24, 1964,

The first experiments were liquid acceleration tests with a two-phase
nozzle using water and nitrogen in FY 1962, Freon-water tests verified the
flash-vaporization process in 1963, Conical separators were also investigated

in 1964, as well as two-phase diffusers,

The choice of cesium and lithium as the working fluids for high-temperature
operation was made in 1963, and the required immiscibility of the two liquids
wasg verified in tests to 1100°C, GStatic exposure tests of ceramics in lithium
at 1100°C were begun in FY 1964, A computer program for two-phasge nozzle
analysis was developed. A blow-down facility for sodium-potassium liquid
(NaK) was completed in 1964 and an output dc power of 11 KW was produced at
48% generator efficiency with a dc generator. The solubility of cesium in
lithium was measured and cycle calculations of 300 KWe space power systems
showed 6% cycle efficiency to be attainable. A 5 MW d¢ motor-generator (MG)
set was purchased in 1964 for simulation of the nuclear reactor heat source iﬁ

Cs-Li converter tests,
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In FY 1965 the first closed-loop operation with a liquid metal was achieved
in experiments with a NaK-nitrogen liquid metal converter without a generator.
Exposure of ceramics to 1100°C lithium for 4000 hours was completed. A
supersonic two-phase (water-nitrogen) tunnel was put in operation to study
shock waves in two-phase flow. A 5 MW heat rejection system for Cs-Li

converter experiments was designed.

Tests of ac induction generators were conducted in FY 1966, culminating
in the generation of 1.0 KW of 700 Hz, three-phase power in a self-excited
generator using compensating poles for suppression of end losses; this new
generator concept was patented by NASA in U. 5. Patent No., 3,422, 291,
""Magnetohydrodynamic Induction Machine, " January 14, 1969,

A circulating lithium loop constructed of columbium-zirconium alloy was
put into operation in 1966 for evaluating resistance of materials to high velocity
lithium. A new laboratory building was constructed for the liquid metal MHD

program and occupied in 1966,

In 1967 the ac generator tests in the NaK blow-down facility were completed.
A lithium loop constructed of Haynes-25, a candidate low-cost material for
Cs-1i converter experiments, was operated. A new test section in the
columbium-zirconium loop was operated at a lithium velocity of 60 m/s for
500 hours. Mass transfer was extremely low and was found to agree with
conventional relations for turbulent flow at lower velocities. Computer programs
were written for design of a 1000°C Cs-Li converter and analyses of flight

systems.

In 1968 a 30 kWe NaK-nitrogen converter was fabricated, and water -
nitrogen tests were conducted. The heat transfer characteristics of a generator
channel wall concept were measured at 1100°C, A building for the 5 MW MG

set was constructed,
In 1969 new concepts for low-friction separators were tested with nitrogen

and water. Electrical tests without liquid metal flow were conducted on a 30-

kWe induction generator for the NaK-nitrogen converter. The electrical
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conductivity of cesium-lithium mixtures was measured under contract, The

5 MW MG set was installed.

In FY 1970 the first NaK flow tests were conducted with the NaK-nitrogen
converter. A new loop for simultaneous flow of cesium and lithium at the full
150 m/s velocity of a conversion system was constructed. A study of liquid
metal MHD systems for nuclear-electric propulsion was conducted under

contract by the General Electric Company.

In 1971 the NaK-nitrogen converter generated electric power for the first
time, and the cesium-lithium loop was started up. The 5 MW NaK-to-air heat

rejection system for Cs-Li converter tests was installed,
In FY 1973 the NaK-nitrogen converter generated 30 kW of power,

A milestone chart surnmarizing the main events of the liquid metal MHD
program is shown in Fig, C-12. The manpower for the liquid metal MHD
project has been 3-4 engineers and 5-6 technicians since FY 1964. The average
funding has been $600, 000 per year, and the total cost through FY 1973 was
$6. 0 million,

Beginning in 1964, other laboratories in the U.S., and abroad have been
conducting work on liquid metal MHD. Argonne National Laboratory and
Atomics International have studied cycleé for commercial power generation.
Induction generator research has been conducted at M.I, T. and at University
of Illinois. Commercial power cycles are being investigated at A, E. G., Berlin,
and at the High Temperature Institute, Moscow. A liquid metal MHD space
power system is being developed at the Krzhizhanovsky Power Institute in

Moscow.

Thus, the liquid metal MHD program at JPL has not only furnished a
potentially valuable space power generation method for NASA but has spear-
headed a growing international effort on advanced commercial power generation

usging liquid metal MHD,
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APPENDIX D

CYCLE ANALYSIS

A, INTRODUCTION

Two separator cycles were selected for more detailed analysis after the
review of possible LMMHD eycles (Appendix C) was completed, These two
cycles were (1) the potassium separator cycle and {2) the cesium-lithium separ-
ator cycle. The potassium cycle had the advantage of a2 less corrosive, less
expensive work.ing fluid, but its efficiency was known to be lower than the cesium-
lithium cycle. The analyses determined that the potassium cycle efficiency was
unacceptably low. Thus, the cesium-lithium system was selected for prelimi-

nary design {Appendix E), The following details the cycle analyses.
B. MULTISTAGE POTASSIUM SEPARATOR CYCLE ANALYSIS
I. Summary of Results

The initial direction taken on the I.MMHD topping cycle study was con-
sideration of a multi-stage potassium separator system, The cycle is shown
schematically in Fig, C-6 of Appendix C. A previous study (Ref, C-2} had
conclusively shown that a small, single-stage potassium separator system was

much less efficient than a single-stage cesium-lithium system,

However, recent findings reported by Shpilrain (Ref. C-30) indicated

that the inefficiencies may be overcome by staging and regenerative heating.

Shpilrain, in fact, reports a four-stage system with a thermodynamic
efficiency of 19% and actual efficiency of 11-12% based on assumed component
efficiencies. Independent calculations using Shpilrain’'s component efficiencies
verified his reported cycle efficiencies, If these levels of efficiency could be
attained, the potassium cycle would have an advantage over the cesium-lithium
-cycle because of the less corrosive nature of the potassium and the fact that it

ig less expensive than the lithium and cesium working fluids.,

D-1
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A detailed analysis was performed which calculated both nozzle and
separator efficiencies. The nozzle inlet gquality was varied from 0.0l to 0,10,
values which yield higher thermodynamic efficiencies than the all-liquid inlet
case of Shpilrain. The component efficiencies, however, were found to be lower
than those assumed by Shpilrain. The results are summarized in Fig. D-1,
Even with nine stages, the peak efficiency was only somewhat greater than 8%,
If three stages were used, the maximum efficiency would be only about 6%.
Because of the low efficiency, no further analysis of this cycle was conducted.

Instead, efforts were concentrated on the cesium-lithium cycle,

2. Multistage Potassium Cycle Efficiency Analysis Using
Calculated Nozzle and Separator Efficiencies

a, Nomenclature
COMPUTER
PROGRAM

C = specific heat of liquid potassium CPA(N),

p CPB(N)
Lv = latent heat of vaporization, nth nozzle inlet LVA(N)

na
Lv = latent heat of vaporization, nth nozzle exit LVB(N)
nb
_ th
Mn = mass flow rate, n  nozzle M(N)
N = number of stages in cycle S5
P, = nth stage nozzle inlet pressure PA(N)
th ;

Pob = n  stage nozzle exit pressure PB(N)
Py = maximum pressure in cycle PA(1)
P, = minimum pressure in cycle PE(S)
Pen = electric power output of stage n PE(N)
PeN = npet electrical power output PEN
PeT = total power output PET
Ppn = required pumping power for stage n PP(N)

D-2
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Fig. D-1, Efficiency of multistage potassium separator cycle
vs nozzle inlet vapor quality
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< <« HA H1JH 4 D D

b.

Q

+ {1 —xnb)m

n P XMy [Ty

heat input to stage n

heat rejected from cycle

fluid temperature, nth nozzle inlet

fluid temperature, nth nozzle exit

fluid temperature, end of nth stage

itaid velocity, nozzle inlets
fluid velocity, nth nozzle exit
vapor quality, nth nozzle inlet
vapor quality, ntl‘1 nozzle exit
cycle efficiency

efficiency of diffusers
generator efficiency, n":h stage
pump efficiency, nth stage
separator efficiency, nth stage

liquid potassium mass density

Analysis

= T L]
(n-1)b Pin-1) Sp Tpa t M Ix L

An energy balance on mixing heater n gives:

Vna

T
n cp ne T *ab Mp (Cp Tnb +

P

P

COMPUTER
PROGRAM

Q(N)
QR
TA(N)

TB(VN)

VA
VB(N)
XA(N)
XB(N}
ETAC
ETAD(N)
ETAG(N)
ETAP(N)
ETAS(N)
DLA(N),

DLE(N),
DL(N)

' 2
(n-1)b P -1)b T V(n-1)p/287]

na - Pin+l)a )

T
Pep

T

na

)

(1)
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The exit temperature from stage n is equal to the total temperature

at the nozzle exit less the useful energy terms:

-2 =2
- Vv

T - T L an _ (1 an}mgn) nb
ne nb = 2glc Je Tsn 2g

P P
2 2
_ Pha ~ Ppp ) _Via; ) (Pha = Pup) ) Va (2)
p P 2g pgpic Zchp

Substituting 2 into 1 and collecting terms gives

2 =7
{1 - xnb)
2gJ sn

L 52
Canb + (1 - X! an/ZgJ -

2
4 (- xnb)(Pna B pnb) (1 -an}ngh 1)+ (1 - X:‘.H) Va ((1 Sx ) _
p,J g - 2gJ nb'tgn )
£ D
xnb(pna ] p(n-’r-l)a) .
+ = - L -¢ T m = - Qn
Pfqpn na v P na n

* [x(n-l)b ®o2Tha = ®a-1)p Ty " Xin-1)b p 7 (n-1)b

(n-1)b

vZ ]
- x (n-1)b | _
(n-l)b _Z-gJ_ mn_l (3)

"For an equal pressure ratio per stage and N stages

Fo (42)
= a
(pg/p ) DN

pna
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Pn+l)a

Pin-1)b

P(n-—l)a

na

nb
" Tia-1)b

na
*(n-1)b
nb
nb

V(n-l)b

(PO/pr)n-Z/N

fl(pna)

£ Py

£(Pm-1)b)

f(c,

falc,s N, P )

f

4(:[2! 3? mn; Pnb)

(4b)

(4c)

(4d)

(4e)

(5a}

(5b)

(5¢)

(6a)

(6b)

(6c)

(7a)

(7h)

(8a)
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rlgn - f5(mn, Nsn’ f3)
cp = f6(f1)
Lv = f'?(fl)

The electric power per stage is

_ : _2
P _ Zgn(1 } an) M . Vnb ) Pha ~ pnb)
en J sn  2g Y]D Py

’

The total power is:

N
PeT - Z pen
1

The heat rejected is

N

. N -
- Qr = Z Qn h PeT + prn/qpn
1 1

where the pumping power is

P - [pna } p(n+1)a] *nb i
pn pr n

The net power is

N
PeN - PeT } prn/r]pn
1

(8b)

(9a)

(9b)

(10)

(11)

(12)

(13)

(14)



1200-59 i

The cycle efficiency is

__Fen - (15)
e Qr4'PEN

The above equations were programmed in Fortran IV for a Univac 1108,

The program listing follows:

MASS FLOWSy LBM/SEr
® * ¥ ¥ k& Kk %k K ¥ ¥ & Kk ® Kk % k& £ ¥ &k k k ¥ ¥ K ¥ ¥ w» % & ¥ % ¥ %k ¥ *

RFAL MyNS»LVAsLVA
INTEGFR SeCASF
DIMENSTON Q(9)Y e XA(G}»ETAP{9)»FETAN(S) »ETAGRLI)
NTMENSTON PACIN)I»PRIO) e TA[(Y) » TR(D) ,
DIMENSTION XR{9) , VBRI »LYA(Q)»LVEB(D) s DLA{tNY yNLA(YY o NL ()
NIMFNSTION CPA{G) »CPRIG)
NTMENSTON Rl(Q).09fQ}.QKEQ)-QQIQ)odeQ)-Qﬁ(q)oQTEQ}-RB(Q)pRQKQ}
NTIMFNSTON ETAS(9) pM({ Q)
NDIMENSTON PE{Q) P2 (Q)
NIMENSTON QNOZ{Q) pRENDZ L) pIPRIME(Q) yRF(Q) 4 CF (D)

5 FORIMAT ()

7 FORMAT (Y1CASF NIUMSFRY ¥ 1277 7)

10 FORMAT (' STAGE' QW 'FTAS Y s 1 1Y) MY 13, YOET ,{RX VP2 £ /)

2() FORMAT (3H r T1eAYFR, R, 3{RYyF1N,.5) 1}

A0 FORMAT (/7% PFT ZV1,F1N .5t M)

40 FORMAT (v PEN =V, Ein Gt Myt

50 FORMAT (' QT ' )Eq1n,Rs? Myt

A0 FORMAT (' QR =V ,F10,5s " Mat}

70 FORMAT ('Y FTAC =eF1IN,R)

QA FORMAT (* ITERATIONS NTO NOT CONVERG

97 FORMAT (' FTAS(t»I1,') AS IGNEN VAL'JE OF N,9,.")

C % % % #% k¥ ¥ ¥ % %k % ¥ ¥ ¥ X ¥ % £ % ¥ % ¥ ¥ * % ¥ ¥ ¥ & ¥ ¥ % *k * ¥ %
C “MULTISTAGE POTASSTHM SEPARATOR CYCLE PERFORMANCE ANALYSIS

C ¥k« NOZ’LFE PROGRAM PROPFRTIES *4£-
C**************#:x**t##**************
C UNITS OF INPUT/ZOUTPIIT QUANTITVIES: TEMPFRATIIRESs DEGREMS RANKINE

C ‘ ' PRESSUIRES, PSIA

C PONERS, ™My

C

C

107 6232,17 B FT/SEC*42

110 J=778.2 R FT=LA/T

130 CASF=n

140 CASE=raGE+1

142 RFAN S5 A NUMRER OF STAGES

148 TIF (S.FQ,N) GO TO 100 B FNNS PROGRAM 1IN

155 READ S (R(N) NZ1,§) DOHEAT ANOTITION AT FANH STAGF, Mw
156 N0 157 NZ1.S N CHANGFE FROM «a TO ATII/SER

197 A(NIZAIN) /1, N5 Fax

Dag
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1A RFAN Se (XA (MNY )Nz, S) DONNDZBLE JHLET SQALTTIFG
1A2 REAN S {XRIN) sNZ1. ) 0 ONDZILE T¥ T NIALTTIFG
165 RFAD Ry (FTAR{A) 4NS 1,51 D Ml prote roenrTeg

170 REAN Sy (FTAN M) e ddT1 2R 2 OYEGFD IR Trrfijr 1eg
P76 READ B, (FTAGIMNIpMNT15) Q) AENTRATNS L 1nToNe 115G

THN 2EAN R4 ROMIZZLE TR ETY S 0T IR

1A\ QFAN 5 (YRIT) pnNze,5) RONOZ LF £(TY wrLOCTTES

TRA 2EAN K, (RA{) s izt %) A7 LR TNLETY 2Ee e

1RT REAN &) (NI{H) gnimy )y 9 M7 LT T T RREC BT

17 W2E ALY S (TAL ) 5 2165 oYY e T B rOCERMET AT 37 g '
19N DEAN B, (TR T ) TLOMMI? e EYYT TOMPTOAT R,

TN REAN S[e (VAL o NT1 05D SVTZZIT TR LT AT WTATYS OF ARORITATTION
TAR REAN oy (LW IN) BT, 8 0 NOZVLE FXTIT LA CCHT Wi T I8 WAROSTZATTON
200 N 208 N2 G SOCHATIGE PSI T P5C

202 DAY IFA N %) gy

ANE HHE A RN 1y

e

210 IE T GOTOTAL ¢ ECTRICAL Power INniTral 12en

21 PTIN, LOT@TAL PO SUPPL ST TO PUMTG TNTTRALTZED
220 Q[T=0,.N DTS At MTAT AMNTTYION (NITTALTZED

GHND N 20 NT1.5 W CALC #F ATTON OF THERMOINYNAMIO PROCERTIFS, £TC.

BnA NLAMNITIZ2 A+N, S22 31« (301 2T A (M 1% - Q4D , 3502 { 3U12=TA{MN)

40AR NLB(NITI2,/4+4N, 5231 (307 2=T0 §) t9 . 5+ AFRE 2% ( 201 2-THIN) -

410 DLINYZIDLAINI+NLRINY ¢ 70

415 CRA(NIZ, 227=  AROF U« TA (M) + 2T Tk TA(N) ¥ 22

420 CPRINIZ P07 = ALAC—UkxTRIN) +, D ROF =T TR () * kD

430 NDLA{G+1)ZOLR(S)

L35 PA{S+1)=ZPRIS) }

Gull DD 470 NZ1eS B CALTURATION F TERMS TN MAG . FLOw 9018710

445 RTINIZCPRINY®TRIN) + (1 =XR{N) , *xVB(N)*x =2/ (2% G*))

450 R2ZINIS(1=XA(N)} ¥t 2kFTAG{ M) *VR(N) ® %D/ (2%6G%. 1)

a5 Q3(N):f1—YR(N}}*(pA!Ni—QH(N)!*[(1—XR(N)?#ETAG{N)/ETAWINJ—1’/
1LINLIN)Y * )

460 RUINIZ(1-XAIN) )Rk VAX 2% ([ 1=X4 (NI YRFTAG{ NI =1 )/ (DaBx})

462 HIZPAIN) /DILALN)

Upty HI2ZPA(N+TI /DLAINET)

BAA RS (N)ZXRINY & (H1=H2) / (ETAP (M) #J) =XA () *LVA (M) =CPA{N) #TA (N)

70 RAINIZRIINI+RI(N) +RL (N) +85{ )

475 NO 430 NZ2,Q

480 RAINIZXRIN-1)* (CRAIN})ETA(NI=CPRHRIN=1 ) £ TA{N=1 ) =L\ { ij=1) )

4AR% RT(N)SHRIN=1 ) *VA(N=Y Y k=27 (760G ))

490 RI(N)ZRAINI=-RTIN)

[0 ND 798 Nz, S WOREGIN TTEOATTINN T FArd CTAGE
502 ITFRT1 D FTRST ITEIATTOH

5N% ETAS(MN)=Zn , 9 B OSFRARATON CECTOTIAMAY ITNTTTAlD T700
SN7 NSzZN,.N S OLN YALOF NE ETAS TNTTIALT7EN

510 DHZ2,.n BN THORIFMINT O FTAS INTTVAL 176N

512 IF (ITER,LF,11) &0 TO 519

.K13 PRINT 7,CASE ‘ ,

514 PRINT 94

519 PRINT 979

s1Hh ETASINYIZ0 .9

519 IF (N,6T,1) 60O T3 53%n

520 MINIZQINI /(R2(NY®FTASL M) ~RF [ ) R FECECTIVALY SETS M(N) =n
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525
53N
539
540
RU5
540
l-—):-)s"
Bh
557
548
549
S5AN
565
L8HA
570
BTh
58%
590
5494
SYIAE
A5
AN
15
H2n
A25
630
635

765,

770
775

780
785
79N
795
809
aas
A0
A1

812
813
R14
RB15
R1A
A17
819
R55
860
8A5
870
875
840

G0 TO 535
M{NI S (RO (N)RM(N=1) = (N) } Z{RATN)=R2 (N) *TTAS(N) )

NZFTAS (N)~NS W CFY TNCREMINT OF ETAQ
IF (ARSIN/ETAS(NY } ,LT,0, 0 8) GO TN 775 4 COMPLETTON OF TTERATION PCESS
IF (DD, LT,ARS(N) Y A0 TH 74% 2 RIANCH IF NIVERGING

NN=ARS (D) B OLD INCREMENT OF FTAS CHANGED
NSTFTAS(N) D OOLD JALUE 0OF EYas CHANGFD
[TERZ{TER+1Y

IF (ITFR.FR.,2) 530 T9 540

RE(N)ZREM®M(N) 0 NEW REYNOLDS NMAFR

50 TH 570

REAN 5, QNOZ (N} » RFHO7Z (1)

RFE (MY T2 22%REMNDZ (A

REMITRE (N) /M{N)

CFIMI = N2R/RF(N) ¥, 2

RPRIME (N) ZCF (N) £QN07 (N)

IF (RPRIME(N) ,GT.0.02) G0 T AN

FTAS (M) Z( ,9P=,N282% AL0GBI N {APITIME(N) /,15) > «% 2 :

30 TH 512 B BRANCH AACK TO CALCOLATTIAON X MASY FLOW

IF (APRIMF(N) ,6T.N.NRS) &N T /1%

FTAGI{N)=!{ ,8A~, 1 3RKALOGT N (IRPRTIME(N) /, NRAF) 1 %+ D

GO T S12

IF (@R TMFEIN) LARTUNL,75) 6O TY a3

FTAQ(N):(.au-_JH*Aso FIRTOPRTME(N) /1 e D

GO TO 517

ETAS{N)=(,5=,298%AL0OGIN(GPRTIME(N) /1,53) ) x=D

GO TO 512

FTAS{NIZETASIN)I=N.5%k{FTAS(N) =S} W FORCE CONVFRGFNCFE OF ITFRATION
GO TO 512

PE(NIZETAGIN) % ( 1~XR{N) J *¥M{ D)k (FTAS(NIKVI(N) % =2/ (D%G) =

L{PAIN)=PR(N)) Z(FETANDIN)I*NLIN) ) 1/ J A POWER FROM STAGFE (RTU/SFC)

PETZPET+2F (N) @ TOfAL POWFR
PN ZXRIN) xMIN) % (PATN) /NLA(NI=PA(N+EL) ZNLAIN+ 1) Y 70 @ PUMP 2OWFER FOR STAGE
PETSORTHP(NY /FTAP(NY N TOTAL OiHMP POWFR REQIIRED
R(T=AT+R(N) @ TOTAL MWMFAT ADATITION
PENZPET-PRT ' @ NET POWFR O TPYT
QAR=QT-PFN A HEAT RFJFCTED

ETACZPEN/NT W CYCLE FF-TCIFNCY

NG R1% J=1.N 0 CHANGE ITV/SFC TO Mu

PECN ZPE(J) %1 [ NHTE=%

B2 z2PP{J) #1085 F=2

PETZVFET%®Y ,NS3F~7

PFNZPFN* 1, D55F-3

ATZOT*1,05%E=3

NRZAR%1 , 1°7-F -3

PRINT 79 CASE B AFGIN PRINTOUT SFEQUENCF

PRINT 10

DO AK5 N=1.S

PRINT 210, NrFTAH(N)rM(Ni'PE(U)pPH(Nl

PRINT 30.PET

PRINT 40,PEN

PRINT S0+97T
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845 PRINT Ane QR

RGN PRINT 70 FTAC

ann GO TO 14N W FEY oAy
1007 END

C. MULTISTAGE CESIUM-LITHIUM SEPARATOR CYCLE ANALYSIS
1. Summary of Results

A computer program to calculate cycle efficiencies was developed based
on the analysis of Section B, The velocity at each stage was calculated for the
given temperature and pressure ratio from a computer program for two-phase
nozzles and was subsequently input to the cycle efficiency program. The sep-
" arator efficiency was calculated, using parameters from the nozzle program,
Values of 0,85, 0.70, and 0. 80 were assumed for diffuser, pump, and MHD

generator efficiencies, respectively.

As discussed in Appendix C, the aforementioned values appear to be con-
servative estimates and are representative of the values which would be attained
for a large system. The single-phase diffuser and pump efficiencies have been
routinely attained. The generator analysis of Ref. C-12 of Appendix C has pre-
dicted efficiencies as high as 85% for large systems. The maximum cycle
efficiency is shown in Fig, D-2 as a function of the number of stages. Efficien-
cies greater than 14% are possible with three or more stages. Also note that

the reduction in efficiency to two stages is not great, i,e., the efficiency is
above 13, 5%,

2. Multistage Cesium-Lithium Cycle Efficiency Analysis

a. Nomenclature Computer

Program
n = number of stages : N
py = Pressure at first shage nozzle inlet PO
P = pressure at exit of last stage nozzle PN
Ap = pressure drop through heat exchanger and nozzle inlet Dp
ﬁ{i = 1liquid flow rate in ith generator _ MLG

D-11
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HEAT INPUT = 2500 MW
MAXIMUM TEMPERATURE = 980°C (1800°F)
REJECTION TEMPERATURE = 565°C {1050°F)
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Fig., D-2. Maximum efficiency of multistage Cs-Li MHD topping cycle
vs number of stages
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Computer

Program
vgi = liquid velocity in ith generator ' VLG
Pi = power from ith generator ‘ G
ngi = efficiency of ith generator ETAG
«i = cfficiency of ith separator ETAS
i = velocity of liquid at exit of ith nozzle VLN
ﬂD = diffuser efficiency ETAD
Pra = density of liquid lithium DLB
ﬁ£n = 1liquid flow rate at exit of nth nozzle MIN
mgn = wvapoer flow rate at exit of nth nozzle MGN
ﬂp = pump eff%ciency ETAP
Py, = density of liquid cesium : DLA
_va = latent heat of vaporization of cesium LVA
Bn = fraction of lithium vapor in cesium flow BETAN
,Tn = temperature at exit of nth nozzle TN
va = specific heat of cesium vapor CPVA
To = temperature at inlet of lst stage nozzle T0O
C{h = specific heat of cesium liquid CPLA
Tr‘ = rejection temperature ‘ TR
Lva = latent heat of vaporization of lithium LVB

b, Analysis

From Fig, C-5 of Appendix C, the power extracted in generator "i" is

_ 2 2
P, = mﬁngi(vgi - 507)/2 (1)

The generator velocity V'gi is related to the nozzle exit velocity by:

v. = T.v (2)

Equation (1) becomes

) 2. 2 2
Pi = mﬁngi nsi vni - 50° /2 (3

In the last stage or stages, sufficient dynamic head must remain to return

lithium to the nozzle entrance, The powe r associated with this head is

D-13
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. - & Pg - P, + Ap
r  in ﬂDp{a

(&)

Also to be provided from the gross electrical energy is that required to pressurize

the cesium:

Py - P, T+ &p
P - n‘ 0 5 n ’ (5)

n-1 ' 2 2
v P p,. + dp
1 . 2 2 2 . sn_nn__ ‘0 n
Pe I 2: Huingi{nsi Vni - 50 ” t m&nngn 2 ﬂDpLa
1 .
p, = P, t+ &p
. 0
- ® (6)
gn o0 :
or
n
i (
. 1 Z 2. 7 zﬂ in_gn gn \
k =175 m 'n 'n 2 - 50 - -+ [ - p
€ 2 - L1 gl{ si ni J nDpia an&bl\ v n
2
507 .
+ 2 {nngn 2
with the proper units
n m,
1 ] 2 2 2 £ 2
P = —— - - _n_gn - s
e 47,500 z: n%ingi{nsi vni 50 10,900 p%a (pO Pn t Ap) + 50 m&nngn
1 .
m [p -p + 10,
- .390 -BRLO __n (8)
i
(for = .85, = ,50
m, n = .50)
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The heat rejection is

r

Q= 1,055 d‘gn[l‘vb(l - Bn) + B 8780 + T - Tr) + cvb[l - E‘n} ('J.'n - Tr]} - Ry
(9)

The heat absorbed by the subcooled cesium in passing through the repenerative

heat exchanger is

Q, = 1.055 mgn[en + é{b[l - Bn]][T{) - 'rr] - .5 R (10)

The cycle efficicney is therefore

e (11)

These equations and a term which expresses the power which could he
extracted from the cesium vapor were programmed in FORTRAN IV for a

UNIVAC 1108 computer. The program listing follows:

REAL LVArLVBsMLN MGNy MLG

INTEGER CASE

DIMENSTION VLN(10) +MLG{I0) sETASIID)Y fETATII0YPETALLTN)
DIMENSION PGII10) o PAL10) o PSU10Y e MGNILI0) s GNOZEL0) P RENQZ (LN
DIMENSION RE(10)CF{10)» APRIME(L1Q)

in FORMAT ()

15 FORMAT (2AR)

FORMAT ('1CASE NIMBER ', I2:5%y 'DATA SET ty24A)

30 FORMAT (¢ QTAGE'-QX-'ETAS'vlle'pG‘r13Xr'PA'!l‘K-'PS'}
40 FORMAT (3H PrI1eBXr FR.5eB3(R%rE10.5))

50 FORMAT (t PE S1 3F1N.5e " Myr)

&N FORMAT (t PAT St yFI1N,5¢ " MWt

T0 FORMAT (f QR Z'sE1N.,Ret Mwr)

B0 FORMAT (' QL ' »F10.50' Mw')

8% FORMAT (' QT =V, E10.5¢t Mw®)

90 FORMAT (' ETAC ='+F10.9)

95 FORMAT (' *x%xxx END OF PROGRAM RUN ®xxd¥w?)

101 CASE=D

102 CASEZCASFE+1

104 READ 15:DATA

B T LI | i e B T B R T T R AV I
[2%]
(=]
-p wm -

D-15
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105
107
110
115
120
130
140
150
160
165
170
180
200
210
220
225
226
227
230
231
235
236
240
241
242
245
250
252
254

00

3in
315
320
325
330
335
340
3uh
350
355
360
365
370
375
385
390
400
410
420
430
440
450

READ 10+N @ NUMBER OF STAGES

IF (N.EG.0) GO TO 905 W ENDS PROGRAM RUN

READ 10+P0»Tn R FIRST STAGE NOZZLE INLET PRESGURE, TEMPERATURE
READ 10:TR A REJECTION TEMPERATURE

READ 10PN, TN ® LAST STAGFE NOZZLE FXIT PRESSURE, TEMPERATURE
READ 10.0P @ REACTOR AND NOZYLE [NLFT PRESSURE NROP

READ 10«DLAYNDLAYLVALLVBY CPLAYCPVA,CPLR B FLUID PROPERTIES
READ 10/ETAP»ETADIETAG @ PUMP, DIFFUSER, GENERATOR EFFTCIENCIFS
READ 10, MLN B LAST STAGBE MNOZILE FXIT LIQUIND MASS FLOW RATE
READ 10eRETAN B LAST STAGE NOZLE £XTT LI VAPOR MASS FRACTION
READ 10+ (MGNIT1, I=Z1/N) R NUZZLE EXIT GAS FLOW RATES

READ 109 (MLGUT) » T=1 4N} @ GENERATOR LTIOUID FLOW RATES
READ 10, (VLNII)» IZ10N) @ NOZZLE EXIT LIGUTD VELOCITIES
READ 10+ {ETAT(T) s 121, N) W TURBINE FFRICIENCIES
READ 10+ {ETAA(TI)r IZ1 e N) W ALTERNATOR FFTICIENCIFES
PO=PO*1bu, @ CHANGE PST TO PSF - :
PN:PN*}qu,

NP=DPx 14y,

DLA=DLA/32.174 & CHANGF 1LBM/C1) FT TO SLUG/CU FT
DLRZOLB/ 32,174 .

LVASLVA*25030n, @ CHANGF 8TU/LRM TO ET-LR/SLUG

LVARZLVB*25030,

CPLAZCPILAX25N30, B CHANGE BTU/ZIBM=-NEG TH FT=LR/SLUG=-DEG
CPVAZCPVA%X25030.,

CPLB=CPLB%25030.

MUNZMILN/32 . 174 B CHANGE LRBRM TO SLUG

Nnd 254 I=1sN

MGNITYZMGN(T)Y /32,174
MLG(T)=MLG (T} /32,174 |
READN 1Ny ANOZ LT s RFENGZ (1) D NOZZLE PROBJIRAN Gy RF

RELT)I=2,22«RENOZ( T)
CFIIVZ.N26/RE(T) %+ ,2
QPRIME (I ZCFR (T xQNO7 ([ 1)

IF (QPRIME(T) . 6T,N, 091 50 TO Aus
FTAQ(I):(.99-.0982¢ALOG1ﬂrNPHrMF[T}/.1q))

GO TO 3ARH
IF (GPRIME(D) . GT.0.085) G0 TO 340

ETAS{TIZ (.86~ 13R%ALOGIN(APRIMF(T) /,085) }
GO TO 345

IF (QPRIME(T).6T.N.75) 6O TO 375
ETAS(I)=( . B4~,28%AT.0G10 (QPRIME(T)Z.1))

GO TO 385

ETAS(1)=(,5=4298%ALOGI 0 (UPRIME({ 1) /1.53) )

COMTINUE

IF (N.EG.,1) GO TO 4uQ @ *%<« PERFORMANCE CALCULATTIONS %+
NT=N=1

DO 430 I=zieNT
PG(I)Z.S*MLG(I)*ETAG*{(ETAS(I]*VLN(I)‘**?-GR.**?)
PA(I)=.5*MGNtIJtETAT(I)*ETAA(IJ*(VLN(I)*ve—an.**gj
PG(N)ZMLG(N)*ETAG*(.S*tFTAS(N)*VLN{N))tt?-(PO-PN+OP}/(ETAO*DLB}l
PAIN) ZMGNIN) * [ L S#ETAT (N)#FTAA NIk (VLN{N) 4%2=50 , 5%2 ) ~ ( PO~PNeNP) 7
1{(ETAP®DLA)Y ) .

D-16



1200-59

Lal
Ln
4EN
490
510
820

"25
530
540
550
554
560
565
57N
575
580
590
600
£10
620
630
ALO
650
650
670
h715
680
700
900
1000

no 490 I=1eN

PS{DIZPGITIHPALT) @ NFT ELFCTRICAL. OHTPUT OF STAGF
PEZPE+PS( D) @ NFT FLECTRICAL OUTPUT OF CYCLF
PAT=PAT+PA(T) B TOTAL POWFR FROM TURRO=-ALTFRNATORS
QL=MEN{ N 4 ( (BETAN+CPLA% (1 . ~AFETAN) ) * [ TO=TR) =~ {PO~PN+NR} /DLA)

QR=MGN{ MY * ( (LVA+CPVAR (TN=-TR) 1 % (1. ~3FTAN) +BETAN* (CPLR* (TN=-TR) +

1LVR)Y ) =Ql,

RI=PE+GR A THERMAL POWFR TNPYT
ETACZPE/{PE" QR) W CYCLE EFFICIENCY
DD 860 [=teN @ CHANGE FT=LR/SEC TO Mw
PGLI)=FG(I)*1.356F~5F

PA{IYZPA(Y) =1 . 35/AE~F

PS{TIZPS( IV %1, 356F~A

PFIPF®1.3560E-n

PATZPAT®] « 3565~6A

QLzQl*1 . 356F-6

GRZQR*1. 3566

QT=QI*x1 ., 356RE-A

PRINT 20 CASE/DATA P BEGIN PRINTOUT SEQUENCE
PRIJNT 30

DO A3ZIN IZ1eN

PRINT 40 J:ETAS{TI)Y»PGLTV s PALT)Y PSI T

PRINY 50+ PE

PRINT &0 PAT

PRINT 7nrGR

PRINT 80 GL

PRINT RS+¢0T

PRINT ansETAC

GO TG 102 &8 END OF CASF

PRINT 95

EMD
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APPENDIX E

CESIUM-LITHIUM MHD TOPPING CYCLE DESIGN

A, INTRODUCTION

Analyses of cycle alternatives (Appendix C) and efficiency calculations
(Appendix D) led to the selection of the cesium-lithium topping cycle for pre-
liminary design, In this appendix, the selected cycle is described and cycle
conditions are determined. Preliminary LMMHD system design is presented,
including a system schematic design and layout, component description,
materials and structural design, consideration of steam system interfaces and
start-up, and auxiliary systems and controls, Finally, a cost estimate for the

LMMHD system is provided, including specific capital costs projected to 1980,
B. DESCRIPTION OF CYCLE

The basic cycle chosen for final sizing and analysis is given in Fig. E-1.
Lithium is heated in the furnace to a maximum temperature of 1808°F, The
mass flow of 1 x 105 1b/s is mixed with liguid cesium at a pressure of 137 psia.
The mixture is expanded in a nozzle to a pressure of 25.7 psia, resulting in an
exit velocity of about 407 ft/s. The two-phase mixture is separated and the

liquid lithium stream is passed through the MHD channel, generating 233 MW,

The lithium exiting at 100 ft/s is remixed with the cesium vapor and ex-
panded to a pressure of 4, 8 psia in the second stage nozzle, resulting in an exit
velocity of about 400 ft/s. The lithium is separated from the cesium vapor and
passes through the second MHD channel, generating 109 MW. The remaining
dynamic head is used to increase the pressure to 152 psia to return the flow
through the furnace to the first stage nozzle., The total temperature drop in the

lithium is only about 24°F, so the heating in the furnace is nearly isothermal.

The cesium vapor separated irom the lithium in the second stage flows

through a regenerator, where the latent heat of lithium vapor in the cesium
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vapor and some of the cesium superheat is transferred to the cesium condensate.
The cesium vapor then condenses on the primary boiler tubes, transforming the

waste heat from the topping cycle into useful enthalpy of steam.

The cesium pump pressurizes the condensate to about 150 psia, retarning
it through the regenerative heat exchanger to the first stage nozzle, completing

the cesium part of the cycle.
C. DETERMINATION OF CYCLE CONDITIONS
1. Maximum Temperature

The maximum temperature of a topping cycle is usually limited only be-
cause of materials or heat source considerations. In general, higher temper-
atures result in higher efficiencies due to the increase in fluid availability.

In the case of the cesium-lithium LMMHD cycle, however, the efficiency is
maximum at a temperature of only 1800-1900°F, The vapor pressure of lithium
and the subsequent lithium vapor carryover and heat rejection increase rapidly
above that temperature range and produce a decrease in efficiency. Other
liquid metal combinations could be used for high efficiency at higher tempera-
tures, but it was felt that the technology was not sufficiently well developed to

consider their use.

The temperature chosen was 1800°F which also corresponds to about the
maximum useful temperature for 1.-605 (Haynes-Stellite No. 25) alloy. This
alloy has demonstrated corrosion resistance to liquid metals and furnace gases
at that temperature. It can be operated without a protective atmosphere {as
contrasted to the refractory metal alloys) and conventional welding and fabrica-
tion techniques can be used. In tests reported in Ref, C-29, this alloy was used
to contain high velocity lithium at 1800°F by using a vapor-deposited internal

coating of Cb-1Zr and by using a mechanical insert of Cb-1Zr sheet.
The 1800° F temperature is compatible with conventional coal- or oil-fired

furnace practice. By using the furnace heat for the economizer and reheat sec-

tions of the steam turbine bottoming cycle and by having an air preheater, the

E-3
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furnace efficiency should be comparable to present units in the range of 85-90%.
For the calculations, a value of 86% was used as being representative of current
practice. High-temperature-gas or liquid-metal-cooled reactors could alsc be
used with the LMMHD topping cycle, Several experimental reactors have been

operated with gas temperatures sufficiently high for this application,

The combined efficiency of a furnace heated LMMHD-steam turbine plant
is 45% versus an efficiency of 40% for a conventional furnace-steam turbine
system. If a reactor were used, a combined efficiency of about 53% could be

possible (section C-5),
2. Rejection Temperature

The rejection temperature chosen was 1050°F for the condensing cesium
vapor, This value provides sufficient temperature difference to produce steam
at modern conditions {1000-1010°F) with a compact heat exchanger geometry.
Lower values, if used, would result in higher LMMID efficiencies, However,
for this study it was decided that the overriding factor should be providing steam
conditions typical of a modern, steam turbine cycle. The value of condensing
temperature means that chrome-moly steel or stainless steel can be used for the

steam boiler tubing,
3. Power Level and Output Form

The basis for cycle calculations was a heat input of 2500 Mwt into the
LMMHD heater. This value, when applied to 2 modern steam turbine cycle,
would provide an output of about 1000 MWe, a common level. However, when
the furnace inefficiency is taken into account, and the heat input directly to the
steam cycle is considered, the total furnace heat requirement to provide 2500
MWt to the LMMHD heater is 3630 MWt (see Fig, E-1). This heat input would
result in an output of 1300 MWe from the steam turbine plant and 337 MWe net
from the LMMHD plant, When compared with a 3630 MWt input steam plant,
the net increase due to the addition of the L MMHD plant is 180 MWe, This is
an increase of 12% over a steam turbine system operating with the same thermal
input (same fuel consumption), The steam turbine plant and furnace in the above

example are approaching the largest sizes planned, However, two units could

E-4
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be used with no appreciable decrease in efficiency. For comparison with
alternative systems (Appendix F) the design was normalized to provide an

electrical output of 1000 MW,

The power from the MHD generators could be provided over a wide range
of voltages or frequencies, For the purpose of estimating capacitor and genera-
tor costs, the voltage was assumed to be 4160 V at 60 Hz frequency. The

voltage would remain constant with load decreases.

4, Thermodynamic State Points and Flow Balance

The more important state points are summarized in Fig. E-1. The total
flow rate of lithium is about 1 x 10° lb/s and that of cesium is 7090 1b/s for a
flow ratio of about 14 to 1. The lithium flow has a temperature change of only
about 24°F and thus is nearly isothermal. The maximum lithium temperature
is 1808°F and the maximum pressure is 152 psia., The condensing temperature
and pressure for the cesium are 1050°F and 4, 8 psia. Carryover of lithium
vapor with the cesium was treated in the calculations (Appendix D}); liquid

carryover was not,

The presence of liquid lithium droplets in the cesium vapor has a small
effect on cycle efficiency due to the presence of the regenerative heat exchanger,
Each one percent of lithium carryover would result in lowering the cycle
efficiency by about 0.25 percentage points. Carryover rates of only 1-2% or
less are typical of experimental results to date, The separator and MHD
generator components operate at essentially constant pressure and temperature

50 the state points are not repeated for those components,

The considerations that led to the choice of two stages rather than a

greater number are discussed in the following subsection and in paragraph D,
5. Efficiency

The efficiency of the cesium-lithium MHD system was determined for the
parameters given above by the analysis summarized in Appendix D. A three-
stage cesium-lithium LMMHD system was selected for initial design considera-

tion because of the rapid decrease in the efficiency added by each successive
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stage after the third. However, the large size of the third stage would make it
difficult to achieve a reasonably compact plant layout without undue expense on
the components and supporting structure. The long ducting which would there-
fore be required would necessitate a large inventory of liquid metal, and the
liquid metal would spend a large proportion of its time in circulating through the
ducting rather than in producing power., It was found that the structural material

needed for such a system would be very large.

It was noted that reducing the system from three stages to two entailed a
reduction in cycle efficiency on the order of 1 percentage point, while decreas-
ing the capital outlay by roughly 50%. This reduction in efficiency was con-
sidered acceptable in view of the large savings in capital investment (see
Appendix F, paragraph C}. Moreover, the two-stage system lends itself to a

compact layout, making effective use of the floor space required,

The two-stage LMMHD system chosen has an efficiency of 13. 5% exclu-
sive of furnace losses. Design of the furnace to achieve optimum efficiency is
outside the scope of this program; however, use of a furnace efficiency of 86%
means the net efficlency would be 11.6%. If a high-temperature reactor were
used with a furnace efficiency of unity, the net efficiency would be 13.5% less

any power consumption required by the reactor auxiliaries.

If all of the furnace heat was transferred to the liquid metal MHD heater,

then the total plant efficiency would be

Mp = Mg [np + (1 - np) "]
where
Np = total plant efficiency
Mg = furnace efficiency
N = LMMHD topping cycle efficiency

Ng = steam turbine bottoming cycle efficiency

For the calculated value of Nr = 0.135 and for typical values of g and g
this becomes
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Np = 0.45%
If 80% of the furnace heat goes into the LMMHD heater and 20% into the

steam cycle, then:
np = 0.87, ["T F (1 ‘”T)”B] +0.2mymy = 0.45

If the furnace efficiency were unity (as in a high-temperature reactor) and

all the heat went into the LMMHD system, then a total efficiency of

Np = 0.53

would be possible.

Due to the large size, much higher efficiencies were calculated for a top-
ping cycle than for a space power system. For example, a single-stage space
power system (~200 kWe) was calculated to have an efficiency of only 5. 8%
while a single-stage topping cycle had an efficiency of 12% for identical temper-
ature and pressure conditions, The main reasons for the increase in efficiency

at larger sizes are

1) The larger size permits the use of longer nozzles (for the same
aspect ratio) which results in a lower pressure gradient and hence
lower vapor-liquid slip and higher nozzle efficiency.

2) The larger size means that the liquid Reynolds number is larger
and hence skin friction coefficients are smaller on the separator
and generator duct surfaces,

3) The surface area/volume ratio in the generator duct becomes
smaller as the size increases. This also reduces Benerator

friction losses compared to the generator power output.

Increasing the number of stages produces a higher efficiency. This
effect is primarily due to the lower liquid flow velocities and higher separator
efficiencies in the upper stages (which are at higher pressure). The higher
separator efficiencies result from the lower values of vapor to ligquid volume

ratio to be separated. Figure E-2 shows the effect of increasing the number
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of stages at the optimum mass flow ratio, The efficiency increases from about
12% for a single stage to about 14. 8% for seven stages. The initial increase
from 12% to 13, 5% for two stages is very large, Further increases are notas
large. As discussed previously, the reduced rate of efficiency increase above
two stages and the larger capital costs favored selection of two stages for the

design example,

The optimum values of the ratio of lithium mass {low to cesium mass flow
were found by varying the mass ratio from 5 to 25 and simultaneously varying
the number of stages from 1 to 7. As shown in Fig. E-3, the peak efficiencies
Aoccur at a mass ratio of from 10 to 15, Although the peak efficiency point
(rc ~ 14) was selected for the design example, use of a lower mass ratio should
produce a lower capital cost. This is due to a reduction in component size re-
sulting from higher velocities in the nozzles and separators and smaller piping
resulting from the lower liquid flow rates. For example, reduction from a
mass ratio of 14 to 7 could reduce the capital cost by as much as 25% while
decreasing the efficiency by about one percentage point. Thus, depending on the
economic evaluation, further optimization with respect to mass flow ratio is

possible and necessary for the lowest cost system.
D. PRELIMINARY DESIGN

The choice of the number of stages to be included in the design of an
LMMHD topping cycle depends on many variables. The overriding considera-
tion is that the cost of adding an extra stage must be weighed against the power
output it adds to the system, Preliminary stuaies were conducted for systems
having one, three, five, and seven stages in order to determine the dependence

of the cycle efficiency on the number of stages.

The first oper ation in this study was the use of predetermined thermody-
namic state points and other assumed conditions to determine the sizing and
performance of the nozzles for each stage of each proposed system. This was
accomplished with the aid of a2 computer program which employed the laws of
two-phase, two-component flow to determine the flow conditions along each

nozzle from the given inlet conditions,
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The results of these calculations were analyzed by another computer pro-
gram which determined the efficiency of each system, its heat input require-
ments, and other pertinent information. The resulting efficiencies were plotted
against the number of stages in each system and the ratio of lithium mass flow
to cesium mass flow, Examination of these graphs seemed to indicate that the
optimum system would have three stages and would operate at a mass flow ratio
of about 14, with a topping cycle efficiency of about 14.5%. This result was
based on nozzles each having lengths of 100 ft and inlet velocities of 50 ft/s,
and on the requirement for equal exit velocities for the nozzles in each given

system.

A plant layout and a preliminary cost analysis of this system were per-
formed. It was found that the large size of the third-stage components preclu-
ded the design of a reasonably compact plant layout. This necessitated an
arrangement of long, large-diameter, liquid-metal ducting in the system. The
large liquid-metal inventory needed to fill these lines, along with the structural
material needed to build the third-stage components, raised the necessary capital

investment to intolerable levels ($350-3$400 per kW),

Changing from a three-stage system to one having two stages, the topping
cycle efficiency is reduced by approximately 1 percentage point, However, we
would expect the size of the two stages to be only slightly larger than the first
two stages of the three-stage system, thus eliminating a large amount of liquid-
metal ducting by allowing a more compact design, These considerations led to
a complete analysis of the two-stage topping cycle presented here, and the ex-

pectations were borne out by the results,

1. Component Description

The final binary cycle design is represented in schematic form in Fig.
E-1, Liguid lithium passes through the furnace at a flow rate of approximately
100, 000 1b/s and absorbs 2500 MW¢t, reaching a temperature of 1808°F at a
pressure of about 142 psia, The lithium is injected into the first-stage nozzle
where it is atomized by mixing with cesium vapor entering the nozzle at a flow

rate of about 7090 Ib/s. The average temperature of the flow upon mixing is
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1800°F ., The mixture accelerates to a velocity of about 400 ft/sec in the super-
sonic nozzle. It shoild be noted that a small fraction of the lithium becomes
vaporized in the nozzle, raising the vapor flow rate, The amount of heat ah-
sorbed by lithium in vaporizing is significant and is utilized later in the topping

cycle,

The two-phase mixture then enters a flat-plate separator which separates
the mixture by impinging it on an inclined plate, Here, the liquid flow is di-
verted into the channel of the first-stage MHD generator, where it outputs 233

MW of electrical power,

The lithium is then injected into the second-stage nozzle where it is again
mixed with the vapor extracted in the first-stage separator. The pressure at
the inlet to the second-stage nozzle is about 25,7 psia, and the mixture temper-
ature is about 1792°F. The mixture accelerates down this nozzle to roughly the

same velocity as in the first-stage nozzle.

The mixture is again separated by impingement on an inclined plate in
the second-stage separator., The liquid passes through the second-stage MHD
generator where it gives up 109 MW of electrical power, It is then diffused to
a velocity of approximately 20 ft/s and returned to the furnace. The lithium

temperature at the furnace inlet is about 1785°F at a pressure of about 152 psi,

Meanwhile, the vapor leaving the second-stage separator passes through
a regenerative heat exchanger, where it gives up about 269 MWt to the ligquid
cesium flow being pumped to the first-stage nozzle. This heat transfer is
accomplished by the condensation of about half of the lithium vapor in the vapor-
gside flow. The vapor, with entrained droplets of lithium, then passes into the
steam-generator/cesium condenser. Here the preheated feedwater for the steam
cycle is boiled by passing through tubes exposed to the vapor flow. At the same

time, the cesium vapor (and remaining lithium vapor) is condensed on the out-
side of the tubes.

The condensed liquid metal then enters a mechanical pump which sends the
flow through the regenerator tubes so that the pressure and temperature reach

the correct conditions for injection into the first-stage nozzle.

E-12
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Characteristics of the major LMMHD converter components are summar-

ized in Table E-1,

The steam turbine cycle was chosen to be representative of present-day
designs. It is a double reheat system having a maximum temperature of 1050°F,
and an electrical power output of about 1300 MW, No detailed design of the
steam cycle was attempted, since the scope of this study was not intended to

include such work,

It should be noted that the superheater and reheat sections of the steam
cycle, along with the economizer for feedwater preheating, are included in the
furnace housing with the lithium heater section, while the water boiler section

is contained in a separate housing with the regenerator and cesium condenser,

A plant layout of the topping cycle is shown in Fig, E-4, which presents a
side view and a top view of the plant, Structural ribbing is shown but the sup-
porting structure is omitted for the sake of clarity. With this background, it is

now advantageous to discuss the major components individually.
a, Furnace

The furnace is an oil- or coal-fired unit producing 3630 MWt, Its basic
design is similar to that of conventional steam power plant furnaces and entails
no new technological developments. Along with a lithium heater section, the
furnace inctudes the steam superheater for the bottom steam cycle, the two

reheat loops for the steam cycle, and a conventional economizer.

It should be noted that the major difference between this furnace and
those usually employed in steam power plants is the replacement of the water
walls at 1200°R with the lithium heater surface at 2300°R. Consequently, the
lithium furnace will have higher bulk temperatures than a boiler and may also
be larger in size. Another difference is that the liquid lithium undergoes a
relatively small temperature rise in the furnace, resulting in smaller thermal
stresses in the tubing as compared with conventional steam plant boiler-super-
heater units. Because only liquid lithium flows in the tubes (no vapor), hot

spots are not to be expected.
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Table E-1. Summary of characteristics of LMMHD converter components

1) First-stage nozzle

a) Length - 50 ft,

b) Exit area - 100 ft2

c) Exit velocity - 407 ft/s

d) Exit temperature - 2252°R

2) First-stage separator
a) Surface area - 200 ft2
b) Inclination angle - 30°

c) Efficiency - 0. 905
d) Exit velocity - 387 ft/s

3) First-stage generator

a) Inlet aspect ratio (width/height ratio) 10. 8
b) Length - 26 ft

c) Height - 92 ft

) Width - 10 ft

e) Power output - 233 MW

4) Second-stage nozzle

a) Length - 75 ft

b) Exit area - 517.7 ft2

c) Exit velocity - 399 ft/s

d) Exit temperature - 2244°R

5) Second-stage separator
a) Surface area - 1035 ft2
b) Inclination angle - 30°

c) Efficiency - 0.742
d}) Exit velocity - 344

6} Second-stage generator

a) Aspect ratio (width/height ratio) 50
b) Length - 21 ft

c) Height - 46 ft

d) Width - 22.8 {t

e) Power output - 109 MW
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From the work of Gorzegno, et al. {(Ref. E-1), the average heat flux to
the liquid metal in the heater section of the furnace is on the order of 60, 000
BTU/hr ftz. Computations show that tubing of Haynes-25 allow having an out-
side diameter of 1 in, and a wall thickness of 1/8 in, is satisfactory for use in
the heater section, as it can provide adequate resistance to liquid-side erosion
and to thermal stresses, while exhibiting good working properties for fabri-
cation, The total length of tubing required under these circumstances is approx-

imately 543, 300 ft.

The possibility of tube rupture in the boiler can be minimized by proper
design for thermal stress. A tube rupture if it did occur could be tolerated
with minimal damage to the furnace by 2 quick dump of the LMMHD circuits,
Previous experience with a massive potassium leak at 1600°F in a gas-fired
furnace has shown no catastrophic reactions to occur, If it was desired to
minimize the liquid inventory which could be involved in such a rupture a two-

loop system could be used at a slightly greater expense,

If the liquid side mass transfer is too large with the Haynes-25 material,
thin wall Cb-1Zr tubes can be provided to mask the H-25 from the bulk flow
velocity. As discussed previously this technique was shown to be successful in

tests with 1800° F high velocity lithium in a Haynes-25 test system,.

It is recognized that the furnace design will be a challanging task,
Fireside corrosion with stainless steel has apparently been accelerated when
wall or tube temperatures have been increased in the presence of normal
sulfur-bearing fuels. Fireside-corrosion experimental data with Haynes-25

is needed.
b. Injectors

Each injector consists of a square array of 1/4-in. tubes, one foot in
length, which leads from an injection manifold to the nozzle inlet. Liquid
lithium passes through this system into the nozzle. The casing containing the
tubing and the manifold serves as a plenum for the cesium, which is injected
-into the nozzle through the spaces between the lithium injector tubes. An

example of such an injector is shown in Fig. E-35,
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The pressure drops in the injectors comprise a significant loss in the
system and, if the injection velocity is the same for each stage in a multistage
system, this loss is the same for each stage also. Thus, as more stages are
added to the system, this loss becomes a larger and larger percentage of the
power produced by each stage. This accounts for the rapid decrease in the
increment added to the cycle efficiency by the addition of extra stages as evi-

denced by the curves of Fig. E-3,

The net pressure drops calculatedfor the injectors in the two-stage cesium-
lithium system are about 5 psi for each stage, These figures are based on an
injection velocity of 100 ft/s for each liquid in each stage and 85% recovery of

the exit velocity from each stage.
c. Nozzles

The nozzle design is closely related to the basic separator design since
these components must combine to provide high velocity and low vapor gquality
flow for the MHD generators. Since the inclined-plane type of separator was

chosen for the system, the nozzles were designed to have square cross sections,

Another reason for the choice of square nozzles is that such nozzles could
be fabricated and assembled cheaply and rapidly, as described later, while
circular nozzles would prove to be more costly. In addition, tests have shown
that the mixing and acceleration characteristics of the two types of nozzles

are essentially the same.

The sizing of each nozzle was performed with the aid of a computer pro-
gram which utilized the laws of two-phase, two-component flow to find the flow
properties by numerical methods from given inlet conditions and a specified
lengthwise pressure distribution, For inlet velocities of 100 ft/sec in each
stage for each fluid and for a linear lengthwise pressure distribution, the nozzle
length which gave equal average exit velocities was chosen because of general
arguments which indicated that the generator performance would be optimized
by this condition, However, since the separator performance would be en-

hanced by better mixing in the low-pressure second stage nozzle, it is possible
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that a longer nozzle might be desired in the second stage than in the first, Any
net improvement in system performance due to such a modification could prove

to be significant,

Because of the material costs involved in these long nozzles, and in the
interest of designing a reasonably compact system, it was decided to use nozzles
which would be shorter than the 100 feet dictated by the requirement for equal
exit velocities. The first-stage nozzle was shortened to 50 ft, and the second to
75 ft. The resulting drop in the exit velocities achieved was less than one per-
cent for each nozzle, and this small change produced a very small change in the

overall performance of the system.
d. Separators

As discussed previously, flat-plate separators were chosen for this system
design study, In this type of separator, the high-velocity two-phase mixture
entering from the nozzle impinges on a flat plate which is inclined at an angle
to the flow direction, The liguid flow tends to form a layer which follows the
plate to the separator exit, while the gaseous flow is forced into the area above
the plate. The liquid then continues at high velocity into the MHD generator

channel, and the gas is allowed to exit from the separator through a duct.

The important measures of the effectiveness of a separator design are the
degree of separation of the fluid phases and the liquid velocity recovery through
the separator, These properties depend on the velocity and vapor quality of the

incoming two-phase flow,

The liquid velocity recovery is expressed by the separator efficiency,
which is the ratio of the separator liguid exit kinetic energy to the inltet kinetic
energy, The separator efficiency is a function of the inlet pressure and the

Reynolds number,

Since the power output of the MHD generators depends directly on the flow
velocity, the separator losses have a major effect on the cycle efficiency. In-

deed, they constitute the largest single loss in the topping cycle. The calculated



1200-59

separator efficiencies in the cycle under study are 90.5% for the first-stage

separator and 74. 2% for the second.

The lower second stage separator efficiency is a necessary consequence
of its operation at lower pressure. In a single stage system all the separation
would be done at the lower pressure at an efficiency of about 74%. Thus, a very
real gain is achieved by performing part of the separation (and power extraction)

at a higher pressure,
e. MHD Generators

The topping cycle power is generated in multi-wavelength ac induction
generators. Each generator has a set of copper windings in a removable stator
assembly which is insulated from the hot channel by ceramic plates. The first-
stage MHD generator is shown schematically in Fig, E-6., As noted, the first-
stage generator is some 26 ft in length while the second-stage generator is 21 ft
in length., The stator structures operate at a temperature of less than 200°F,
making conventicnal motor winding materials and methods useable. Indeed, the
flat configuration of the stators makes construction simpler than usual motor
practice, Fabrication techniques currently being applied to large linear induc-
tion motors for high-speed train drives and conveyor belts are directly appli-

cable.

The channel is simply ceramic plates protected by thin Cb-1Zr sheet
which is attached to a Haynes-25 alloy backing structure. Depending on the
results of a detailed design analysis, insulating vanes may be required at the
inlet and exit of the channel. The stress in the channel wall is supported in
compression against the stator structures. This is conventional practice in
linear induction pumps where a similar requirement exists for a thin channel
wall, The contract resistance to heat transfer of the ceramic plate, backed
by ZrO, microspheres, has been shown to provide adequate thermal insulation
for the stator structure (Ref, E-2), Electrical insulation is not required,
Water cooling of the stator back side will provide the necessary heat removal
to limit the stator temperature to 200°F, Thermal expansion compatibility of

the structure requires further examination,
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The magnetic field will be somewhat less than 1 Tesla in both generators,
enabling construction of the stator with conventional materials. The analysis
of Ref, E-3, when applied to the power level of the two MHD generators, pre-
dicts efficiencies of about 85%. Figure E-7, taken from that reference, shows
this trend. A value of 80% was assumed in the calculations. If the 85%, efficiency
were attainable the cycle efficiency would improve from 13, 5% to 14, 3%, If
85% efficiency were attained in combination with the higher values of separator

efficiency, the simple two-stage cycle would reach an efficiency of 17, 2%.
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Fig. E-7. Effect of power level on LMMHD generator efficiency (from
Ref. E-2)

f. Regenerative Heat Exchanger

The regenerative heat exchanger consists of an array of 6-in., Haynes-25
pipes within the Haynes-25 shell, which also contains the steam generator. A
total of 100 pipes occupy about a 4-ft length of the shell. The total cesium
pressure drop was only 0. 35 psi for this configuration. Figure E-8is a
schematic drawing showing the arrangement of the regenerative heat exchanger

and the steam generator in the Haynes-25 shell,
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g. Cesium Condenser -Steam Generator

The steam generator tubes occupy the rest of the volume of the Haynes-25
shell, TUsing the methods of Ref. E-4 a total of 1400 tubes, 40 ft long, will be
required to transfer the heat input of 2163 MW to the stearmn. The steam tubing
and headers can be constructed of either Series 300 stainless steel or chrome-
moly steel and still be compatible with the condensing cesium at 1050°F, In the
cost analysis, it was assumed that the cost of this tubing would be the same as
in a conventional furnace-boiler. This is a conservative assumption since the
required surface area and baffles in a furnace are much greater. The cost of
the shell and regenerative heat-exchanger turbine was debited to the LMMHD

cycle,

The cesium condenser/steam generator will have to be designed for fluids
at extreme temperature ranges (cesium vapor at 1800°F, subcooled feedwater,
and saturated steam). The design alternative considered here requires thermal
sleeves for the pipe feedthrough and an interior baffle arrangement so that the

walls ''see' only the superheated cesium vapor.
2. Materials and Structural Preliminary Design

The high temperatures involved in the LMMHD topping cycle result in
serious problems of structural design, In addition, the materials contacting
the liquid metals must resist erosion and corrosion for the lifetime of the
system. Among the few materials which have been found to be resistant to
liquid lithium at high temperatures and flow rates are Haynes-25 alloy and Chb-
1%Zr alloy. Of these, the latter is better in terms of corrosion resistance, but
its high cost (about $60 per pound of sheet or plate) makes it undesirable as a

basic structural material of the system.,

Haynes-25, on the other hand, has an average cost of about $5. 55 per
pound for plate, which makes it acceptable as a structural material in spite of
its somewhat lower corrosion resistance as compared with Cb-1%Zr. However,
the acceptable stress levels for Haynes-25 at the high temperatures in the top-
ping cycle are so low that it would not be economically feasible to build the noz-
zles and other components from this metal only. In fact, the fabrication scheme
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chosen as the basis for the cost analysis of the system employs Haynes-25 only

for its resistance to corrosion by the liquid metals, and not as a main stress-

bearing material,

Since many of the components of the system lend themselves to forms
having square or rectangular, rathern than circular cross sections, it is advan-
tageous to make use of fabrication techniques appropriate for the use of large
flat plates or sheets of structural material such as in wind tunnel practice. The
following preliminary design concept, which has been used previously, was
devised to take advantage of this consideration, as well as to provide structural
integrity at a minimum cost. It should be noted that the technique could also

be used in the fabrication of the large-diameter circular ducts in the system.

A sample cutaway section of the finished structure is shown in Fig. E-9.
Using chrome-molybdenum steel plate, 1-in. thickness, for most of the topping
cyecle components, and somewhat thicker for the high-pressure regions, an
outer shell is fabricated. Before or after this assembly, studs are welded to
the inside of the plate at intervals of approximately 2 ft, as represented in the
figure, Then a surface of an appropriate forming material (such as plywood) is
placed over the studs so that an air space of about 3 in. is formed between the
outer metal shell and the inner wooden one.

Next, castable ZI‘O2 is poured into the air space, filling it completely.
Upon curing, this ceramic forms a thermal insulator for the outer shell. The
forming mold is then removed and Haynes-25 plate is attached by welding to the

exposed ends of the studs.

Thus, the Haynes-25 is primarily used to resist corrosion by the liquid
metal while the studs and ceramic backing serve to transfer the pressure
stresses to the outer steel shell. The insulating layer would allow a maximum
outer shell temperature of less than 800°F, making 1/2 in, and 1-in, chrome-
moly steel plate satisfactory for most of the system. The heat loss associated
with this wall temperature gradient is less than 1 MWt for the whole system,
This system must be supported by a constant force system to allow for thermal

expansion. The support system has not been designed.
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Haynes-25 appears sufficient to resist corrosion by the liquid metal in
most parts of the topping cycle. The actual corrosion rates must be determined
by extended duration tests. The inclined plates in the separators, however, are
subjected to continual impact by high-temperature, high-velocity droplets of
liquid lithium. Haynes-25 could not withstand this bombardment without severe
erosion and mass transfer, However, sheets of mechanically attached Ch-1%%Zr
alloy have been used for mass transfer protection under similar conditions,
Previous test data for 2000°F high velocity lithium flow, discussed in Appendix
C

quite insignificant for the dimensions of the separator surface and generator

indicates a maximum mass transfer deposit build-up of 0.15 inches per year,

2

duct,

A proven scheme for installing such a plate is illustrated in Fig, E-10,
A Cb-1%Zr sheet is squeezed between flanges on the nozzle and separator shells,
as shown. The flanges are then welded to provide a leak-tight joint, The bent
Cb-1%Zr sheet will be held down by the dynamic pressure of the impinging jet
during operation. This scheme has been tested and has proven successful for
short durations (Ref. C-29).

3. Interface with Steam System and Startup

The LMMHD topping cycle presented here interfaces with the steam
turbine system in the primary evaporator section of the cycle, Economizer,
superheater, and both reheat sections are located in the furnace., Startup of
the steam turbine system will occur before startup of the LMMHD system,
Furnace heat is transferred from the furnace to the cesium condenser-steamn

generator by evaporating cesium in the lithium heater,

The cesium evaporates at a temperature close to thé condensation
temperature and flows to the steam generator where it condenses, transferring
heat to the boiler. Cesium condensate is continually recycled to the furnace
heating section by the cesium pump. When steady state operation of the steam
turbine system is attained, 1800°F lithium is injected into the first-stage nozzle.
Injection is continued until steady state operation is reached (~10-20 sec).
Injection startup used with a smaller NaK-nitrogen LMMHD conversion system

(Ref. C-10) produced steady-state operation in 1-2 sec,
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Shutdown of the system must be sequenced so that stream flow is not lost
before the heat input has been reduced to a low level. Part load operation will
enable the heat load to be reduced while maintaining a constant temperature in
the LMMHD system. The steam plant can be operated without the MHD

generator so long as the MHD system is operable,

Although the primary application of the LMMHD system would be for base
loading (efficiency is greatest at full load), it is possible for the system to
operate under varying load conditions, By reducing the furnace heat, the
maximum temperature of the ligquid metal could be reduced, consequently
reducing the liquid metal flow rate and the MHD power generation., The steam
system would be throttled to match the liquid metal condition. The voltage can

be maintained constant as the ligquid metal velocity is reduced.

The control parameters on the furnace and stearn turbine system, there-
fore, are identical to those for a conventional system, The control means for
matching the LMMHD output to changing furnace heat rates is to vary the cesium

inlet pressure and flow rates.
4, Auxiliary Systems and Controls

The auxiliary systems required for the LMMHD topping cycle will be
quite similar to those required for the steam turbine system and, in general,
such systems can be shared, Control air, vacuum systems, cover gas systems,
auxiliary electrical, instrumentation and readout, and electronics are all con-
ventional in nature. Control during startup is accomplished with conventional
air-operated valving and gas pressure regulation equipment. During steady
state operation, control is achieved by conventional furnace controls and con-

trols on the steam turbine system.
E. COST ESTIMATE

A cost estimate for the LMMHD topping cycle was performed for the

following assumptions:
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1) The design life was to be 30 years.

2) The cost of the MHD generators is comparable to that of large
electrical motors (on a unit power basis}.

3) Haynes-25 corrosion characteristics are adequate for cesium
vapor and low velocity lithium flow.

4} Ch-1Zr plate is used to protect high velocity regions (see paragraph
C) from dissolution and/or extensive mmass transfer,

5) The costs of components and materials are based on present-day
manufacturers' quotations. Costs in 1980 were derived by assuming
a five percent annual increase which was also applied to the alterna-

tive systems that were compared with the LMMHD/steam system,.

With these constraints a summary of the cost estimate for the configura-
tion of Fig. E-4 is given in Table E-2. It should be reiterated that the system
has not yet been optimized with respect to cost, Operation at a lower mass
ratio of lithium to cesium could result in a lower cost for the structure and
liquid metal inventory while lowering the cycle efficiency by a small amount

(i.e., about one percentage point).

The main cost uncertainty is the amount of Ch-1%Zr plate required to
protect the internal surfaces from high-velocity lithium mass transfer. For
the costs shown, only the separator and MHD generator surfaces were pro-
tected. If the other portions of the MHD circuit (cesium vapor and low-velocity
lithium) had to be protected, the material costs would increase by about $6. 38
b4 106. However, on the basis of published corrosion data and experience at

JPL, this probably would not be necessary.

A possible reduction in cost could be achieved if it were possible to sub-
stitute a low-cost refractory material (such as silica) for the castable ZrOz
backing structure. The use of more efficient separators would decrease the
cost per added kW by enabling the production of more power. For example, if
a separator efficiency of 95% could be attained in the first stage and 90% in the
second stage, the cycle efficiency could be increased to 16, 2% from the calcu-

lated value of 13, 5% while the capital costs remained essentially constant,
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Table E-2, Cost estimate summary for topping cycle
for LMMHD-steam turbine binary power plant

Material Costs ($ x 106)

Haynes-25 alloy plate 981,000 1b @ % 5.55/1b 5. 44
Cb-1%Zr plate 7,6001b @ 60,00/1b .46
;Z'.rO2 backing structure 2,704,000 1b @ 1. 85/1b 5,00
Cr-Moly steel plate 1,686,0001b@ 1,00/1b 1.69
Haynes-25 alloy tubing 543,300 ft @ 7.02/ft 3. 81

74,3001 @ 10,00/1b .74

53,400 1b @ 10.00/1b .53
Structural steel 1,470,0001@ 1,00/1b 1,47

(installed)
Foundation (installed) 1,600 yd @ 50.00/yd .10
Insulation (installed) 41,300 ft2@ 1, 30/ft2 . 05
Component Costs

MHD generators 342,000 kW @ 13, 20/kW 4.53
Cs pump | .50
Capacitors 1,014, 000 kvar @ 1, 66/kvar 1.66
Controls . 50
Auxiliary Systems 1.00
Duump and start tanks 4, 87
Total material and component costs 32,35
Construction cost (25% of component costs, not
including installed costs) 7.68
Total Direct Costs 40.03
Indirect costs (25% of direct costs) 10.01
Total 1972 costs less liquid metals 50.04
Liquid metal inventory 1972 costs 14, 38
Liquid metal inventory 1980 costs 21,24
Total 1972 cost with liquid metals 64, 46
Total 1980 cost without liquid metals : 73.90
Total 1980 cost with liquid metals 95,14
Specific cost, 1980, without liquid metals (337 MWe) 219.0/kW
Specific cost, 1980, with liquid metal (337 MWe) 282, 0/kW
Specific cost, 1980, liquid metal inventory 63.0/kW
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APPENDIX F

EVALUATION OF LIQUID METAL MHD AND COMPARISON
WITH ALTERNATIVE SYSTEMS

A, INTRODUCTION

The LMMHD/steam binary system has been compared with alternative
systems on the bases of costs and environmental impact. Technology status,

reliability, maintainability and safety have been briefly considered.

Also included is a general topping cycle analysis which can be used to
consider LMMHD/steam plant cost, performance and power trade-offs. A
summary of the results of these evaluations is presented in the following

sections.
B, EVALUATION SUMMARY

LMMHD topping plants with coal-fired, oil-fired and nuclear bottoming
plants were evaluated in comparison with alternative systems. The following

discussion summarizes the evaluation.
1. Coal-Fired ILMMHD/Steam Plant
a, Costs

The coal-fired LMMHD/steam plant has superior or comparable costs
when compared with all other systems considered, It has nominal 1980
generation costs 0.2 mills/kWh lower than the coal-fired steam plant, which
has one of the lowest power generation costs of all plants considered. The
coal-fired LMMHD/steam plant has generation costs which are comparable or

lower than any other advanced power plant considered,
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b, Environmental Pollution

The coal-fired LMMHD/steam plant has reduced thermal pollution due to
its higher efficiency, than all conventional power plants. Advanced power
plants with efficiencies higher than the LMMHD/steam plant will reduce the

thermal pollution even more,

The coal-fired LMMHD/steam plant is predicted to produce less air
pollution than the conventional coal-fired steam plant., However, because coal
is used as the fuel, it will produce more air pollution than the other power
plants considered, except the coal-fired plasma MHD/steam plant which is

predicted to produce more NO_.
c, Technology

The LMMHD/steam plant currently lags the alternative systems, except
possibly plasma MHD, in technology development, It has received one to two

orders of magnitude less funding than the other systems, however.
d, Reliability

Because the LMMHD/steam plant is a binary plant, it probably has less

inherent reliability than a conventional steam plant.

The basic LMMHD simplicity predicts a reliable system, however,
Operation at high temperature for long times with liquid metals are the primary

factors which will reduce reliability.
e. Maintainability

Maintenance requirements for the LMMHD/steam system will depend, in
part, upon erosion and deposition due to the circulating liquid metal and liquid
metal handling requirements, Maintainability requirements for LMMHD are

not yet known in detail.



1200-59

f. Safety

The LMMHD/steam system is probably less safe than conventional
systems and the plasma MHD/steam system due to the requirement for liquid
metal handling. With the development of the liquid metal fast breeder reactor,

liguid metal handling will become increasingly routine, however.

2. Oil-Fired LMMHD/Steam Plant

a, Costs

The oil-fired LMMHD/steam plant has nominal 1980 generation costs 0.1
mills/kWh lower than conventional oil-fired systems. Increases in the cost
of oil will improve the competitive position of the LMMHD/steam system with
respect to conventional oil-fired plants. The oil-fired LMMHD/steam plant

has a higher generation cost than coal-fired and nuclear systems,

b. Environmental Pollution

Like the coal-fired LMMHD/steam plant the oil-fired LMMHD/steam
plant reduces thermal pollution when compared with conventional steam plants,
but has higher thermal pollution than seme other advanced plants which are
capable of higher efficiencies. The oil-fired LMMHD/steam plant has less air

pollution than the coal-fired plants and the conventional oil-fired steam plants.

c, Technology, Reliability, Maintainability, and Safety

The comments regarding technology, reliability, maintainability and safety

for the coal-fired LMMHD/steam plant apply for the oil-fired plant as well.
3. LMMHD/Nuclear Plants
There are no currently available, or known plans for, nuclear plants

having high enough source temperatures (1800°F) to permit utilizing IMMHD

as a topping plant. However, experimental reactors have been built which
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have temperatures approaching the temperature required. If it were possible
to utilize LMMHD as a topping plant with a nuclear plant, the resulting binary
plant could be superior to all other plants. The cost of nuclear plants would
be reduced due to the lower capital cost of the LMMHD system. Thermal

pollution would be reduced due to the higher plant efficiency.
C. GENERAL LIQUID METAL MHD TOPPING CYCLE ANALYSIS

A general parametric topping cycle analysis has been conducted to

establish efficiency, power and cost trade-off parameters.
l. Efficiency Relationships

Topping and bottoming plant efficiencies can be related to give the binary
plant efficiency as follows:

M

where
e = binary plant efficiency
Ne = furnace efficiency
Ny = topping cycle efficiency (without furnace)

Ng = bottoming cycle efficiency (without furnace)

K = The ratio: heat to steam reheater and economizer
N ’ heat to liquid metal cycle

The binary plant efficiency is shown in Fig. F-1 as a function of topping and
bottoming plant efficiencies.

2. Power Relationships

The topping and bottoming plant power produced can be related to the

total plant output power as follows:

. T N1 M
P‘nT+nB(l-nT+K]‘nP(1+K) (2)

'“U|"d
H
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Pp Mg ll-mp+ K g (1 -mp +K) )
Pp o+l -np+K) 1, (1+K)

where
Py = plant output power
PT = topping plant output power
PB = bottoming plant output power

and the efficiencies were defined above for equation (1),
Topping and bottoming plant output power are presented parametrically
in Fig., F-2 as a function of topping and bottoming plant efficiencies for a total

binary plant cutput of 1000 MW,

Cost Trade - Offs

The total power generation cost is

P P
T B
<PP)CT +<Pp) CBJ N E2S: (Criel
Cc = 10 8760 (CF) ¥ o ¥ Cogm * Crep” ¥

*Equation (4) is a simplified version of the expression used for detailed cost
estimates (paragraph D). Equation (4) assumes that the liguid metal fixed
cost is determined using the same annual fixed charge rate as the other
capital equipment, whereas it is a nondepreciable resource subject to a lower
annual fixed charge rate. Thus LMMHD capital costs will result in lower
generation costs than predicted by equation (4), Also, equation (4) assumes
that costs of subsystems, such as the furnace, buildings, ete., which are
commeoenly used by the LMMHD and steam systems are apportional between
the two systems. The analysis of paragraph D separates out the cost of
common subsystems,
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The terms are defined as follows with nominal values used in the parametric

analysis:
e PT, Pgy, PP = power terms defined for equations (2) and (3)
PT PB
. PP = related as shown in Fig., F-2.
P P
For‘r]r = ,135, My = .40, nP: .45
PP = 1000 MW, PT =211 MW, PB = T89 MW
P
= = 0.21
P
P
i:';—B- = 0.79
P
» CT = topping plant capital cost - a parameter to be varied
] CB = bottoming plant capital cost
= $320/kW for coal-fired steam
= $230/kW for cil-fired or gasified coal-fired steam
e F = annual fixed charge
= 15%/year
. CF = capacity factor
= .75
[} CFuel = 40 ¢/106 BTU for coal
= 90 ¢/10° BTU for oil
= 110 ¢/10® BTU for gasified coal or synthetic oil
° Mp = binary plant efficiency

= ,45
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. CO&M = operating and maintenance costs

= 1.0 mills/kWh (coal-fired)

= .80 mills/kWh (oil- and gasified coal-fired)
* CR&:D = amortized research and development costs

0.1 mills/kWh

Using the above nominal values, power generation costs as a function of
liquid metal MHD capital costs (based on 1980 costs) are shown in Fig, I'-3
for a liquid metal MHD/steam binary plant. Coal-fired, oil-fired and gasified
coal-fired steam plants were assumed as bottoming plants. Overlayed on the
figure is the applicable power generation cost range determined by coal-fired
and oil-fired steam plant costs, from Appendix B. It can be seen from the
figure that, to be superior to existing plants using the same fuel, the following

are the maximum capital costs permitted,

Required LMMHD

Bottomlng Plant Capital COS‘E*, $,"1{W

Coal-fired 360
Oil-fired 260
Gasified coal-fired 310

*To be competitive with steam plants using
the same fuel,

It is obvious that LMMHD binary plants with oil-fired and gasified coal-
fired bottoming plants cannot compete as base loading plants with the coal-fired
plants, due primarily to the high cost of fuel. Coal cost increases and/or
environmental constraints would be required before the oil-fired or gasified
coal-fired LMMHD/steam binary plants would be competitive with coal-fired
power plants., Other tradeoffs are shown in Figs. F-4 through F-7 for coal-

and oil-fired plants.

Figure F-5 is particularly noteworthy. It presents the trade-off between

topping cycle efficiency and LMMHD capital cost. The figure shows that cycle
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efficiency is much less important than capital cost. For topping plants with
high capital cost ($400/kW and higher), improvements in efficiency actually
result in higher generation cost. That is, the reduction in fuel cost is more
than offset by increases in fixed cost caused by the increase in size of the
topping plant as its efficiency increases. The addition of a topping plant would
not be advisable under these circumstances. For lower capital costs, the
reverse is true, but important cost reductions with increasing topping cycle
efficiency are only achieved at low capital cost, i,e,, below about $300/kW.
This trade-off between capital cost and topping plant efficiency is important in

determining the number of LMMHD topping plant stages and the system design.

It should also be pointed out that increases in topping plant component
efficiencies, which provide overall binary plant efficiency increases, produce
more power for the same capital cost, thus reducing the specific capital cost.
The primary cost benefit in this case would be derived from the capital cost
reductions rather than the fuel cost reductions due to efficiency improvement.
For a coal-fired bottoming plant, for example, a 2% decrease in efficiency at a
capital cost of $250/kW can be offset by a reduction of only about $10/kW of
liquid metal MHD capital cost., The significance of this trade-off is discussed
in Appendix E where it is shown that it is far better to design a two stage liquid
metal MHD topping plant, rather than a plant with three or more stages., The
efficiency is reduced slightly but the liquid metal MHD capital cost, and thus the

total power generating cost, are consequently reduced significantly,

From Figs. F-6 and F-7, it is obvious that the capacity factor and
bottoming plant capital costs significantly effect the generation costs. The
capacity factor should be as high as possible by achieving high reliability and
low maintenance requirements., Specifically, the liquid metal MHD/steam
binary plant must have at least 0. 70 capacity factor to be competitive with
other systems and probably would require a higher capacity factor to be a

superior system,
D. COST EVALUATION

The cost evaluation includes determination of power generation costs for

the LMMHD/steam binary plant and comparison with alternative systems.
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Applications for which the LMMHD/steam binary system has cost advantages

are identified. Also, applications under alternative fuel availability scenarios

are considered.
I. LMMHD Capital Costs
Basic 1980 LMMHD costs were presented in Appendix E as follows:

Capital cost without liquid metal - $219/kW
Capital cost of liquid metal - % 63/kW
Total Capital cost - $282/kW

These costs were established based on state-of-the-art assumptions.
Alternative designs have been postulated in Appendix E which indicate that
capital cost improvements of 25% could be achieved through the use of different
liquid metal ratios and substitute materials., Further cost improvement can
possibly be achieved by improvements in separator design. It has been estimated
that the combined effect of the design improvements would reduce the 1980

capital cost to about $185/kW.

The above LMMHD capital costs, when combined with steam bottoming
plant costs, yield the following binary plant costs, shown in comparison with

conventional steam plant capital costs,

Fuel LMMHD/Steam Plant Steam Plant
Capital Cost Capital Cost
Coal 311 320
Oil/gas 241 230

The above calculated capital costs do not consider that the liquid metal is a
nondepreciable resource or that efficiency advantages of the LMMHD/steam
binary plant will reduce plant size and fuel cost. These factors are included

in the calculation of the power generation costs (see subsection 3).
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2. Efficiency

The LMMHD cycle efficiency was established in Appendix E as [3.5% for
a two-stage system. It is possible that the efficiency could be increased to 16%
with separator performance improvements as discussed in Appendix C. Also,
it is possible that system optimization to reduce the capital cost by changing
the liquid metal ratio will also reduce the cycle efficiency. For the purposes

of this analysis 13.5% LMMHD cycle efficiency is used,

The corresponding LMMHD/steam binary plant efficiency was calculated
according to equation (1) in paragraph C of this Appendix, The binary plant
efficiency was calculated as 45%, assuming a steam plant efficiency of 40%, a
furnace efficiency of 86% and 0,25 as the ratio of heat to the steam reheater

and economizer/heat to the LMMHD cycle,
3. Power Generation Costs for the LMMHD/Steam Binary Plant

The power generation costs for the LMMHD/steam binary system were
determined using the same methods as described for alternative systems in
Appendix B and as used in the general topping cycle analysis given in paragraph
D of this Appendix. The analysis was refined somewhat, however. One change
in the calculation resulted from the liquid metal being a nondepreciable resource,
That is, the lithium could be reused in another liquid metal plant or in a fusion
reactor at the end of the lifetime of the first plant., Thus, the annual fixed
charge applied to the liquid metal has been reduced from 15% to 10%, by
eliminating the depreciation costs and assuming that the bond interest is re-

duced by about one-half,

Another change from the previous method of calculation is that the
bottoming plant capital costs have been separated from the costs of plant
components that are used in commeon by the topping and bottoming plant, The

power generation cost for the LMMHD/steam binary plant thus becomes:
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Pt Pp
10 B (CTF1+CLMF2)+ B CBF1+CAF1

- P P
Cq = 8760 (CF)
03413 C
' FUEL
* o * Cowm T “raD

The terms are as follows, with the nominal values used to determine the

LMMHD/steam plant generation costs.

topping plant power, MW

Fr
PB = bottoming plant power, MW
PP = binary plant power, MW
P
P—T = 0.211
P
P
== = 0.789
P
CT = LMMHD topping plant capital cost without liquid metals
= $219/kW
CLM = liquid metal capital cost
= $63/kW
CB = bottoming plant capital cost
= $160/kW for all fuels
CA = capital cost of land, buildings, furnace, draft equipment, fuel

handling, etc,
= $140/kW for coalx
= $60/kW for oil-, and gasified coal-fired*

*The sum of Cg and Cp is less than for conventional plants. C, has been
assumed to be reduced as a result of increased plant efficiency, That is, the
capital costs of components comprising Cp would remain constant while the
plant power is increased, thus reducing the specified capital cost, Cu.
Similar assumptions were made for the other advanced binary plants.
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Fl = annual fixed charge for everything except the liquid metals
= 15%/year

F2 = annual fixed charge for the liquid metals
= 10%/year

{({CF} = capacity factor
= 0.75 (coal-fired)
= 0.775 (oil-fired, and gasified coal-fired)
_ )
CFUEL = 404/10° BTU for coal
= 90¢/10® BTU for oil

= 110;f/106 BTU for gasified coal or synthetic oil

Np = binary plant efficiency
= 45%
CO&:M = gperations and maintenance costs
= 1.0 mills/kWh for coal-fired plants
= 0.8 mills/kWh for oil- and gasified coal-fired plants
C = amortized research and development costs
0.1 mills/kWh

I

The generation costs for the LMMHD/steam binary plant are then as follows:

Bottoming Plant Generation Costs
Coal-fired 11,4
Oil-fired 13.0
Gasified coal-fired 14,6

4. Comparison of the LMMHD/Steam Binary Systems with
Alternative Systems

The generation cost determined above were overlayed on the alternative
system costs presented in Appendix B as shown in Figs. F-8 and F-9, Figure
F-8 compares the LMMHD/steam plant with conventional power plants.

Figure F-9 shows the LMMHD/steam plants compared with advanced power
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piants. The figures show the nominal 1980 generation costs for 1000 MW
plants, Variations of these nominal costs with changes in fuel cost are indi-
cated, The LMMHD/stea m plant nominal values are shown with a range of
costs. The lower limit represents an optimized system; the upper limit
represents capital costs 25% greater than the nominal values, which is
extremely conservative, Adding Cb-1%Zr sheet to the entire system, for
example, only increases the capital cost by about 11%. The following can be

concluded from Fig, F-8.

The coal-fired LMMHD/steam binary plant has the potential for economic
improvement over conventional coal-fired and nuclear plants of 0.2 to 0.6
mills/kWh, This cost reduction is due to the efficiency improvement at low
capital cost. The annual cost savings for a 1000 MW coal-fired LMMHD/
steam binary plant derived from the nominal cost differential from a conven-
tional coal-fired plant shown in Fig. F-8 is about $1 million. At a 15% annual
fixed charge rate, this is equivalent to about a $7 million capital cost reduction.
If the optimized system proves to be achievable, the annual savings would be

about $4.5 million for a 1000 MW system,

The oil-fired LMMHD/steam plant has potential nominal 1980 power
generation costs 0.1 to 0.6 mills/kWh lower than the conventional oil-fired
plant. Corresponding LMMHD/steam plant annual cost savings compared with
the conventional oil-fired steam plant would be $0.5 to $4. 5 million for a 1000
MW plant.

As fuel costs increase, the power generation cost of the LMMHD/steam
plant will be reduced even more with respect to the conventional plants due to
the higher efficiency of the LMMHD/steam plant.

The following can be concluded from Fig, F-9:

1) The LMMHD/steam plant has nominal generation costs comparable

to the plasma MHD/steam plant and the potassium Rankine/steam

plant,
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2) The LMMHD/steam plant has lower generation costs than the gas
turbine/steam plant.

3) Considering the uncertainties in advanced systems' generation costs
the LMMHD/steam plant has the potential of achieving lower

generation costs than any of the other advanced systems considered.

Although not shown in Figs. F-8 or F-9, LMMHD combined as a topping
cycle with an advanced nuclear plant (if the required temperatures could be
achieved) could provide for significant cost reduction due primarily to reductions

in specific capital cost, and secondarily to improved plant efficiency.
5. Cost Influence Coefficients

Influence coefficients have been generated for both the coal- and oil-fired
LMMHD/steam systems as shown in Table F-1. These may be used to calculate |
generation cost changes from the nominal with changes in the principle

parameters affecting costs,
6. Alternative Fuel Scenarios
a. Nuclear Power Restriction

Nuclear power restrictions due to environmental constraints would
probably increase the requirements for fossil fuel-fired systems, An increase
in the need for fossil fueled systems could result in increased fuel prices which

would favor the application of LMMHD.
b. Coal Restrictions

If the use of coal were restricted (except for gasified coal) due to environ-
mental constraints, the application of nuclear power would probably be increased,
The LMMHD topping plant would be deprived of one of its primary applications.
The use of oil and gasified coal would probably increase and fuel pﬂces would
probably rise. Oil-fired LMMHD/steam plants would provide increasingly

lower generation costs, when compared to conventional oil-fired systems, as
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Table F-1 (Contd)

Definition of Symbols

Cq

Cr

generation cost, mills/kWh
topping plant capital cost, $/kW
liquid metal capital cost, $/kW
bottoming plant capital cost, $/kW

capital cost of plant components used commonly by the topping
and bottoming plant, i.e., furnace, buidings, etc., $/kW

fuel cost, ;5/106 BTU
annual financial charge for everything except liquid metal, %/yr
annual financial charge for the liquid metal, %/yr

average hours on line per year, h/yr

topping plant power output, MW
bottoming plant powe r output, MW
binary plant power output, MW
topping cycle efficiency

bottoming cycle efficiency
furnace efficiency

binary plant efficiency

topping plant efficiency

bottoming plant efficiency
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the fuel cost increased. Also, if a high temperature nuclear reactor were

developed, the LMMHD topping plant could be advantageously coupled with it.
c. Oil Restrictions

Oil restrictions due to import constraints would probably increase the
application of coal-fired and nuclear plants and raise the price of oil. All of

these factors would favor the application of LMMHD topping cycles.
d. Nuclear and Coal Restrictions

Nuclear and coal restrictions would probably result in increased use of
oil and gasified coal. LMMHD topping cycles would become increasingly

attractive as the oil prices rise,

e. Nuclear, Coal and Oil Restrictions

Restrictions of nuclear, coal and cil plants would probably increase the
use of gasified coal or synthetic oil. Fuel prices would rise, and advanced
power systems having high efficiency would be favored, The LMMHD/steam

plant would have lower generation costs than conventional gas-fired plants.
E. ENVIRONMENTAL EVALUATION

Environmental pollution is a function of fuel type, plant design and
efficiency. The following analysis evaluates the environmental effects of a
ILMMHD/steam binary plant in comparison with the alternative systems

described in Appendix B, Air pollution and thermal pollution are considered.
1. Air Pollution

The major air pollutants produced by fossil-fuel plants are particulates,
oxides of sulfur, and oxides of nitrogen. The production of these pollutants
for conventional plants was given'in Appendix B, The emissions produced per
unit of electrical output are affected by plant design, combustion processes and
plant efficiency,
F-26



1200-59

While it is not within the scope of this study to evaluate plant design and

-combustion processes, it is likely that LMMHD and other advanced binary
plants will reduce plant emissions (other than oxides of nitrogen) by a decrease

in fuel usage.

The bar graph of I'ig, F-10 shows that the LMMHD/steam binary system
significantly reduces the above air pollutants when compared to a conventional
system. However, the other advanced systems, because of their higher
efficiencies, reduce the pollutants somewhat more. The figure can be used to
estimate the air pollution reduction from advanced plants for different fossil
fuels by multiplying the air pollutant values given in Appendix B, paragraph D,
by the factors in Fig. F-10. As an example Fig. F-11 presents the annual
production of oxides of sulfur for various plant types as determined from
Fig. F-10 and Table B-19 (Appendix B). Note that the maximum air pollution
reduction, for any specific fuel, due to reduction in power plant fuel usage is
about 20%. For larger reductions in air pollution, modifications of the com-

bustion process, fuel processing, stack gas cleansing, etc.,, would be required,

The level of NOX emissions from steam plants is related to burner design,
boiler design, and control of the combustion process. Attention to each of
these factors will be necessary to control NC)X emissions to acceptable levels.
Emissions of NO_ are generally lowered by either reducing the available oxygen
in the flame, or by reducing peak combustion temperatures, In existing steam
plants, low-NO_ operation is achieved by low excess air firing (for coal) or by
fuel-rich burner operation followed by controlled addition of the remaining
combustion air (for gas and oil), Product gas recirculation, a technique which
lowers peak flame temperatures, can also be used to lower NOX production as

shown in Fig. F-12,

The main difference between a steam system with a topping cycle and a
conventional steam plant is the higher mean temperatures required in the

liquid metal tube wall.

The mean temperatures required are not sufficiently high to produce NOX

in themselves, even in the presence of large amounts of oxygen. Careful
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control of the combustion process will be needed, however, to prevent increased
local flame temperatures that would produce large amounts of NO_. In addition,
modified boiler design may be neecded to increase heat transfer in the hottest
combustion zones. Further work should include detailed analysis of NOX

emissions.
2. Therimal Pollution

The heat rejected by a power plant is related to the output power and

plant efficiency as follows:

P (I - 7p)
Q, = —/—
R o
where
2, = heat rejected
R
P = ocutput power
Mo = plant efficiency

The thermal pollution has been calculated for the LMMHD/steam binary
plant in comparison with the competing systems, assuming equal power outputs

of 1000 MW, The competing system efficiencies used were from Appendix B and
the LMMHD efficiency was from Appendix E.

Systemn Efficiency
1, Coal-fired steam 40
2., Qil-fired steam 40
3. Open cycle plasma MHD/fossil fuel steam 50
4, Gas turbine/fossil fuel steam 48
5. Potassium Rankine /fossil fuel steam 48
6. Light water nuclear reactor 33
7. Gas-cooled thermal nuclear reactor 39
8. Liquid metal fast breeder reactor 40
9, LMMHD/steam _ 45




Figure F-13 shows the thermal (combined air and water) pollution
produced by the LMMHD/steam plant and the alternative systems. The LMMHD/
steam binary plant is seen to produce significantly less thermal pollution than
conventional plants, but somewhat more than other advanced systems which

have higher plant efficiencies.
F. TECHNOLCGY EVALUATION

The status of the technology of liquid metal MHD and the alternative
systems is assessed in this section. Conventional systems, while continuing
to be improved, are currently developed and require no technology advance-

ments to make them viable, These systems are:

1) Coal-fired steam plant,

2) Oil/gas-fired steam plant.

3) Light water nuclear reactor plant,

4) High temperature gas-cooled thermal nuclear reactor plant.
5) Gas turbine/steam binary plant,

The advanced plants which require technology advances to achieve a commercial

status are

1) Open cycle plasma MHD/steam binary plant.

2) Potassium Rankine/steam binary plant.

3) Liquid metal fast breeder nuclear reactor plant.
4) Ligquid metal MHD/steam binary plant.

The following paragraphs summarize the technology development require-
ments for each of the advanced systems, including the gas turbine steam binary

plant which has significant growth potential,
1. Open Cyvcle Plasma MHD/Steam Binary Plant

Technology problems associated with the development of open cycle

plasma MHD have been reported in several references, e.g., Refs, F-1 and
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F-2, For a coal-fired system, the following is a summary of technology

problems requiring future work (summarized from Ref, F-1). The fundamental

problem areas are

1} Materials.

2) Generator performance.
3) Gas conductivity and combustion,
4) Seed recovery,

Specifically, the problems to be resclved are as follows.

Very high temperature, thermal cycling and long duty cycles present a
severe environment for materials and cause potential materials compatibility
problems. Primary problem areas are in air preheaters, electrodes and
insulators. Significant materials work is also required in nozzles, valves,

ducts and boiler tubes,

Improvement in generator performance is required beyond simple scaling
of existing techniques, Areas of work include: generator configuration and
loading, thermal viscous losses, electrode and insulator wall breakdown,
electrode losses and voltage drops, and electrical and aerodynamic stability

of the generator,

Development is required to enable prediction of electrical conductivity

of the hot gasses to achieve the required 5% uncertainty in power output.

In the area of combustion techniques, further development is required to
achieve the very high temperatures needed without oxygen enrichment while
minimizing heat loss. For coal-fired plants, techniques for ash and slag
removal from the MHD channel without loss of seed in the slag requires develop-

ment.

A high degree of seed recovery is required (at least 98% to be economical),

while also controlling air pollutants.
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2. Gas Turbine/Steam Binary Plant

Of all the advanced plants considered, the development of the gas turbine /
steam binary plant has progressed the furthest. Combined cycle plants, as
they are called, having mid-range power capability, are now being installed
for swing plant application. These plants presently have efficiencies nearly
comparable to oil plants, higher specific capital cost, but reduced air pollution.
A primary technical challenge of the future will be to increase plant efficiency,
primarily by increasing turbine inlet temperature and compressor pressure

ratio. Future efficiencies of over 50% are predicted (Refs, F-1 and F-3).

The technical challenges to achieve advanced, high performance, designs
for gas turbines include the need for turbine, compressor and combustion
materials development, and turbine blade cooling. An advantage for the gas
turbine power plant development is that the technology being developed for
advanced aircraft turbine engines iz directly applicable. Hence, sclutions to

the materials and turbine cooling problems have been postulated as follows.

Gains in turbine blade materials have been most significant with nickle-
base alloys. These materials have been designed for relatively short life;
however, modified heat-treatment cycles promise to improve their life,
Turbine blade materials to achieve the performance used in this study will
include high-temperature nickle-base alloys currently under development for

advanced aircraft gas turbines.

Chromium-base alloys and columbium base alloys offer possibility for
application to achieve even higher turbine inlet temperatures and efficiencies.
For turbine vanes, a cobalt-base alloy has been the primary material used.
Corrosion resistance for turbine blade and vanes is provided by coatings. It
has been predicted that increased thickness of the coatings will provide the

required lifetimes for utility power applications.

To achieve improved compressor performance, efforts to develop light-
weight stiff blades, permitting increased aspect ratios, will be necessary.

Fiber-reinforced composite materials appear promising for this application.
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Combustor materials required to achieve the high performance predictions
in this study could include materials such as Hastelloy X or coated TD nickle.

Further improvements in performance would require coated refractory materials.

To achieve the performance used in this study, advanced impingement
convection cooling techniques would be required. (Transpiration cooling would

be required for turbine inlet temperatures above 2400°F.)

Even though there are very significant development problems facing the
high performance gas turbine/steam combined cycle plant, its development is
motre certain than some other advanced systems because (1) this type of plant
is currently being marketed commercially, and (2) improvements being

developed for the aireraft industry can be applied.
3. Potassium Rankine/Steam Binary Plant

The potassium Rankine system has undergone considerable development
work at the General Electric Company and NASA Lewis Research Center (for
space ainplications) with some related research conducted at Oak Ridge National
Laboratory. Small complete systems have been operated for extensive periods
of time (about one year). It is possible with technology and designs known
today, using conventional stainless steel materials, that potassium Rankine/
steam binary plants could be constructed with plant efficiencies of about 45%.

These have been referred to in this study as low temperature systems.

To achieve higher efficiency, higher turbine inlet temperatures are
required, This will necessitate using advanced materials such as coated TD
nickle or columbium. This materials problem is similar to other advanced
high temperature systems' materials problems discussed here, Primary
problems encountered in the development to date have been with turbine blade
erosion and seals. Turbine blade erosion, particularly with multiple turbine
stages and increasing moisture content in the latter stages will continue to be
a developmental problem. Liquid metal handling also presents a potential safety
hazard. An advantage this system has over MHD systems is that system

performance has been fairly well established, whereas MHD system performance
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requires demonstration., A disadvantage for this system is that relatively

little research and development is currently underway.

4,

Liquid Metal Fast Breeder Reactor (LMFBR) Plant

There is considerable development effort on-going for the liquid metal
fast breeder reactor, i.e., about $100 million/year by the AEC. Some of the
major problems to be confronted (Refs. F-1, F-2, and F-4) are the following:

1)

5)

Core stability - The sodium void reactivity coefficient is positive
so that a loss of sodium coolant leads to a neutron multiplication
constant greater than unity. A superior control and sensing system
must be developed. A core design must be developed to prevent
sodium voids and other possible malfunctions from spreading
throughout the core. However, economic penalties result from
design alternatives to the positive void coefficient and should be
avoided, if possible,

Adequate fuel element - An adequate fuel element must be developed
to withstand the neutron radiation., Severe metalurgical problems
can be anticipated.

Transportation and reprocessing of fuel - Fuel elements for the
LMFBR will be more radioactive at the time of processing and
handling than present fuel elements due to higher specific power,
higher total irradiation, and shorter cooling times of spent fuel

{to decrease carrying charges on capital investment). This greater
radioactivity will require better thermal cooling during shipping and
greater safeguards against shipping accidents.

Sodium handling - Because sodium reacts violently with air and
water, leakage prevention from the cooling system is essential.
Also, sodium opaqueness requires fueling to be carried out blind.
Plutonium - The LMFBR uses plutonium for fuel. Because
plutonium is easily processed for use in nuclear weapons, theft
becomes a possibility, increasing transportation and handling

gsecurity risks.



1200-59

Whereas the above problem areas are challenging, there ig no indication
that they cannot be solved, Experimental plants are already operating in the
U.S. and in foreign countries, The high interest in the development of this
concept together with the expenditures being made indicate a most certain
development future despite controversy over safety and security problems.
Implementation obstacles to overcome include raising sufficient development

funds, site selection, licensing, safety and security.
5. Liquid Metal MHD/Steam Binary Plant

The key areas which re.quire research and development to validate
performance predictions and establish the feasibility of long life for liquid

metal MHD topping plants are;

I} Experimental verification of performance of an LMMHD generator
with a cesium-lithium mixture,

2) Performance verification of advanced separator concepts at lower
void fractions and dynamic load than for a single stage (space)
system.

3) Validation of corrosion resistance of Haynes 25 and other super
alloys in a high velocity two-phase mixture of cesium vapor with
lithium droplets, and in low velocity lithium.

4) Compatibility of Haynes 25 or other super-alloys with refractory
metal components and/or coating in a dynamic liquid metal system.

5) Furnace design and evaluation of fireside corrosion in the LMMHD
furnace at the required temperature with alternate fuels.

6) Cesium condensor/steam boiler design.

In addition, liquid metal handling presents a potential safety problem.
However, as discussed in Appendix E, appropriate designs and safety pre-
cautions can prevent catastrophic failures. The progress on the above problem

areas is as follows (see Appendix E for details}).

Efficiency calculations have been based on component hydraulic experi-

ments and are believed to be accurate (see Appendixes C, D and E). Data to
%)
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verify LMMHD generator performance {and thus system efficiency} could be
obtained in 4-5 years with a 5 MW test system if funding of about $1. 5 million
per vear were provided. If the funding were increased even more, the minimum

time to accomplish the technology demonstration would be about two years.

Verification of separator performance should be resolved in the first
year of the development program. The materials problems could be resolved
in the first 2-3 years. The remainder of the program would be system tests

of the 5 MW (input) LMMHD system.

Of all the systems considered, LMMHD is the least developed. However,
it has received funding in terms of one or two orders of magnitude less than
other advanced systems. If LMMHD would receive future funding comparable
to other advanced concepts, it could very likely have comparable technological

status,
G. RELIABILITY, MAINTAINABILITY, AND SAFETY

It was not possible in this study to conduct detailed studies of reliability,
maintainability, and safety, The following general staterments can be made,

however, regarding IL.MMHD characteristics in these three categories.

Reliability: The LMMHD system is very simple, requiring no moving
parts. This suggests high inherent reliability. Its high temperature of operation,
however, requires system demonstration with economically viable materials,

and long-term-operations needs to be proven.

Maintainability: The primary factors affecting maintainability will be

erosion and deposition within the ducting and operations related to liquid metal
handling, Erosion rates have been audited and found to be quite low, requiring
little maintenance., The maintenance requirements due to liquid metal handling,
periodic servicing and inspection of the system, etc., must be established in

the future as the LMMHD system becomes better defined,
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Safety: The primary safety hazard inherent with LMMHD is its use of
liquid metals at high temperatures. Liquid metal loops have been operated
successfully, however, in numerous cases, High-temperature (> 2000°F)
lithium systems have been built and operated for time periods to 10, 000 hours.
Personnel and equipment hazards are similar to those faced by the liquid metal

fast-breeder reactor development, except that there is no radioactivity hazard.
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